calth

Water Quality Parameter Manitoring Form

Lead & Copper Rule Corrosion Control

Drinking Water Program, PO Box 14350, Portland, OR 97293—¢350 Phone (971) 673-

Day |Sample Location pH | Alk | PO4|other| YIN :n’l?fhseample |

1 11531 Spruce s e e | e L b Iminimum(s)? DISTRIBUTION

2 11531 Spruce ) Bl R el e

3 |1531spruce | e SN [ PWS ID; 41 00551

4 |1531Spruce || - || — —

5 {1531Spruce | -——- SRS (NI U System Name: Myrhe Point, City of
6 |1531 Spruce SESE — SN [N g Sample Period: Seqlntiembre 2023

7 1531 Spruce 79|59 |17 —1 Y | Month/Year

8 [1531 Spruce e | eeee | v | - | ——-| |Sample Frequency: Every week

9 [1531Spruce | -—-- S S Distribution Samples required: 1
10 |1531 Spruce e I P el s

11 [1531 Spruce e | e e | o | e Number of excursionsg| during this

12 |15318pruce ™ | ]| — SN (— | sample period= 0

13 |1531 Spruce_  -=--- | | - —

14 11531 Spruce 78188 | 171 1 Y | (Number of locations whep any WQP was less
15 |1531 Spruce pinnl) Ml s - | than the minimum.) Notdg: Entry Point and
16 [1531Spruce | | - SR I I Distribution excursions ar¢ cumulative. Add Entry
17 |1531 Spruce o o Point and Qristribuﬁon Excursions to get total for

sample period.

18 1531 Spruce | e [ — ] —— | -

19 1531 Spruce el Ml T el P :

20 |1531Spruce | f e | | e For OHA use only

21 {1531 Spruce 80¢ 59 119 — Y :

22 1531 8Spruce | - RNV U (R —— Minimum Wat#r Quality

23 |15315pruce | -—-f - S IS R Parameters as set by State:

24 |[1531 Spruce el el el M ———-

25 [1531Spruce | = [ emm | o | - pH| 7.5 .

26 |1531 Spruce — | - e | - PO, | 1.3 mgiL|(Drthophosphate)

27 |15318pruge | mmmmm [ wemem | mmemm — | -—- Alk|25 mg/l |(Alkalinity)

28 |1531 Spruce 80| 5 |18t —1 Y Other { )

29 11531 Spruce | oo | mmeem | meeem | oo ~——-

30 1531 Spruce wmee | o | - o .

31 |15318pruce |- e | e | - Print Name: - A Shiortedl

(No =N = Excursion}  TotalN's] 0 Signature: A A
Date: Octebér 2, 2023

Send to Drinking Water Program within 10 days after end of sémpling period: OHA

0405 Website: http://healthoregon.org/dwg/



