
OHA - Drinking Water Services - Surface Water Quality Data Form
Slow Sand, Membrane, Diatomaceous Earth Filtration, or Unfiltered Systems

System Name:
BEND WATER DEPARTMENT

ID#:
OR4100100

County: Deschutes
Month/Year: Apr, 2023

WTP: WTP-A

Day
12 AM
[NTU]

4 AM
[NTU]

8 AM
[NTU]

NOON
[NTU]

4 PM
[NTU]

8 PM
[NTU]

Highest Reading of the day
[NTU]

1 0.0158 0.0158 0.0158 0.0157 0.0154 0.0155 0.0159

2 0.0157 0.0156 0.0156 0.0155 0.0155 0.0155 0.0157

3 0.0155 0.0154 0.0155 0.0154 0.0154 0.0154 0.0162

4 0.0156 0.0156 0.0154 0.0149 0.0155 0.0155 0.0167

5 0.0157 0.0157 0.0172 0.0156 0.0155 0.0156 0.0187

6 0.0158 0.0158 0.0159 0.0159 0.0158 0.0159 0.0197

7 0.0159 0.0159 0.0158 0.0158 0.0159 0.0159 0.016

8 0.0159 0.0159 0.0158 0.0157 0.0156 0.0146 0.016

9 n/a n/a n/a n/a n/a n/a n/a

10 n/a n/a n/a n/a n/a n/a n/a

11 n/a n/a n/a n/a n/a n/a n/a

12 n/a n/a n/a n/a n/a n/a n/a

13 n/a n/a n/a n/a n/a n/a n/a

14 n/a n/a n/a n/a n/a n/a n/a

15 n/a n/a n/a n/a n/a n/a n/a

16 n/a n/a n/a n/a n/a n/a n/a

17 n/a n/a n/a n/a n/a n/a n/a

18 n/a n/a n/a n/a n/a n/a n/a

19 n/a n/a n/a n/a n/a n/a n/a

20 0.041 0.0417 0.042 0.0147 0.0145 0.0145 0.0531

21 0.0146 0.0145 0.0145 0.0145 0.0146 0.0147 0.0153

22 0.0147 0.0148 0.0147 0.0147 0.0147 0.0146 0.0151

23 0.0148 0.0149 0.0146 0.0147 0.0147 0.0148 0.0151

24 0.0147 0.0147 0.0148 0.0147 0.0147 0.0146 0.0154

25 0.0147 0.0147 0.0147 0.0147 0.0146 0.0147 0.0151

26 0.015 0.0148 0.0148 0.0149 0.015 0.0121 0.0291

27 0.0121 0.0121 0.0121 0.0121 0.012 0.012 0.0199

28 0.012 0.0121 0.012 0.0121 0.012 0.012 0.0125

29 0.0121 0.0121 0.0121 0.0121 0.012 0.012 0.0122

30 0.0121 0.0121 0.0121 0.012 0.0121 0.012 0.0122

31

Membrane Monthly Summary (Answer Yes or No)

95% of daily turbidity readings ≤ 1 NTU? YES
CT's met everyday?

(see back)
All Cl2 residual at entry point

 ≥ 0.2 mg/l?

All daily turbidity readings ≤ 5 NTU? YES YES YES

Notes: PRINTED NAME:          Rod J. Mingus

n/a or 0 = Down for Repairs/Maintenance
SIGNATURE: 5/5/2023

PHONE #:          (541) 317-3000 CERT #:     T-08557



OHA - Drinking Water Services - Surface Water Quality Data Form

BEND WATER DEPARTMENT        ID#: OR4100100        WTP: WTP-A
Disinfection Giardia Log

Inactivation:  0.5

Month/Year:

Apr, 2023

Date
Minimum Cl2

Residual at 1st
User ( C )

Contact
Time
(T)

Actual
CT

Temp pH
Required

CT
CT Met?

Peak Hourly
Demand Flow

CT Basin

Peak Hourly
Demand Flow

Outback #1

[ppm or mg/L] [minutes] C X T [° C] [SU] formula Yes / No [GPM] [GPM]

1 1.04 251 261 3.98 7.48 34 Y 0 5,730

2 1.04 279 290 4.15 7.54 35 Y 0 5,202

3 1.04 279 290 3.8 7.5 35 Y 0 5,170

4 1.03 283 291 4.06 7.54 35 Y 0 5,109

5 1.03 225 232 3.97 7.53 35 Y 0 6,296

6 1.02 283 289 4.48 7.55 34 Y 0 5,126

7 0.98 253 248 4.66 7.55 33 Y 0 5,784

8 1 277 277 4.63 7.48 33 Y 0 5,218

9 n/a 0 n/a n/a n/a n/a n/a 0 0

10 n/a 0 n/a n/a n/a n/a n/a 0 0

11 n/a 0 n/a n/a n/a n/a n/a 0 0

12 n/a 0 n/a n/a n/a n/a n/a 0 0

13 n/a 0 n/a n/a n/a n/a n/a 0 0

14 n/a 0 n/a n/a n/a n/a n/a 0 0

15 n/a 0 n/a n/a n/a n/a n/a 0 0

16 n/a 0 n/a n/a n/a n/a n/a 0 0

17 n/a 0 n/a n/a n/a n/a n/a 0 0

18 n/a 0 n/a n/a n/a n/a n/a 0 0

19 n/a 0 n/a n/a n/a n/a n/a 0 0

20 1.06 236 151 8.03 7.46 23 Y 0 4,582

21 1.39 233 324 4.84 7.63 36 Y 0 6,107

22 1.29 258 333 5.35 7.53 33 Y 0 5,582

23 1.21 216 262 5.48 7.54 32 Y 0 6,594

24 1.16 221 256 5.77 7.54 32 Y 0 6,442

25 1.34 196 263 5.45 7.58 33 Y 0 7,119

26 1.24 172 213 5.41 7.58 33 Y 6,366 7,858

27 1.05 178 187 5.91 7.35 29 Y 6,576 7,287

28 1.05 150 158 6.4 7.38 28 Y 7,453 8,181

29 1.05 149 156 6.53 7.38 28 Y 7,524 8,238

30 1.04 155 161 5.98 7.31 28 Y 7,162 7,995

31


