
Membrane Filter Monthly Operating Report County: Deschutes

System Name:       City of Bend Month/Year: January 2024

PWS ID#:      41 - 00100 Minimum test pressure applied || req'd: 32 psi   ||   27 psi

Plant ID:     WTP - A (e.g., "A")

DIT = Direct Integrity Test on filter(s)  [Yes, No, or "off" if all filters are offline] 

DIT DailyPDR = Pressure Decay Rate PDR Max[psi/min] LRC [log removal]

LRC = Log Removal Credit 0.21 4.00

Day
CFE Daily
Turbidity

[NTU]

Highest
CFE

[NTU]

Highest IFE [NTU]
(>15 min duration)

Highest PDR
of day [psi/min]

Lowest LRVambient
of day [log removal]

[Y/N] or
"off"

1 0.014 0.0177 0.0126 0.043 Y

2 0.0141 0.0144 0.013 0.0454 Y

3 0.0155 1.0013 0.0126 0.0448 Y

4 0.0141 0.0165 0.0126 0.0418 Y

5 0.0141 0.0143 0.0126 0.0422 Y

6 0.014 0.0142 0.0126 0.044 Y

7 0.014 0.0142 0.0125 0.0454 Y

8 0.0142 0.0147 0.0131 0.043 Y

9 0.0142 0.0253 0.0132 0.0436 Y

10 0.0141 0.0144 0.0148 0.0406 Y

11 0.0142 0.0152 0.0126 0.0458 Y

12 0.0141 0.0142 0.0126 0.0476 Y

13 0.0141 0.0142 0.0127 0.044 Y

14 0.0142 0.0143 0.0126 0.0488 Y

15 0.0142 0.0148 0.0126 0.043 Y

16 0.0142 0.0144 0.0126 0.0452 Y

17 0.0143 0.0169 0.0126 0.0476 Y

18 0.0143 0.0174 0.0125 0.0446 Y

19 0.0143 0.0144 0.0126 0.0534 Y

20 0.0143 0.0145 0.0126 0.0458 Y

21 0.0143 0.0144 0.0126 0.0452 Y

22 0.0143 0.0149 0.0138 0.0474 Y

23 0.0142 0.0143 0.0124 0.0504 Y

24 0.0142 0.0182 0.0126 0.05 Y

25

26

27

28

29 0.0141 0.0151 0.0123 0.0482 Y

30 0.0143 0.0151 0.0123 0.0454 Y

31 0.0146 0.0482 0.0171 0.0488 Y

Compliance summary (operator to complete any blank fields)

95% of daily turbidity
readings ≤ 1 NTU? [Y/N]

All turbidity readings ≤ 5 NTU?
[Y/N]

All IFE turbidity
readings ≤ 0.15 NTU?

[Y/N]

Performance std met?
[Y/N]

(PDR ≤ PDRMax, LRV ≥
LRC)

DIT
Daily?

N Y Y Y

CT's met daily? (p. 2) All Cl2 residual at EP ≥ 0.2 mg/L? PDR < PDRMax? LRVambient > LRC?

Y Y Y

PRINTED NAME: Rod Mingus DATE: 02/07/24
SIGNATURE: WT CERT #: T-08557

Notes: PHONE #: 541-693-2180

1/25/2024

We lost communication with SCADA therefore losing some data starting Thursday afternoon on the 25th and
running through Monday the 29th. Our SCADA department is working to recover this data and confident that
we will but at this point has not reached a resolution with the software company. We did perform daily IT's on
all filtration racks during this period of time.



Disinfection Monthly Operating Report

System Name: Bend Water Department Log
Inactivation

Required via
Disinfection

PWS ID#: 41 - 00100 0.5

Plant ID :  WTP - A

Day

Minimum Cl2
Residual at 1st

User ( C ) ♦
[mg/L = ppm]

Contact
Time
(T)

[minutes]

Actual CT
C x T

(Formula)

Temp
[° C]

pH
Required

CT
(Formula)

CT Met?
♦

[Yes / No]
(Formula)

Peak Hourly
Demand Flow

 CT [GPM]

Peak Hourly
Demand Flow
 OB1 [GPM]

1 1.16 726 842 4.51 7.64 36 Y 3,456 3,439

2 1.06 632 670 4.32 7.71 37 Y 3,874 3,985

3 0.96 630 605 4.52 7.71 36 Y 3,959 3,962

4 0.97 598 580 4.66 7.67 35 Y 4,120 4,198

5 1.01 663 670 4.6 7.66 35 Y 3,779 3,745

6 1.05 664 697 4.06 7.67 37 Y 3,744 3,778

7 1.07 720 770 3.67 7.63 37 Y 3,407 3,604

8 1.07 680 728 3.63 7.73 39 Y 3,764 3,637

9 1.08 649 701 3.99 7.68 37 Y 3,699 3,924

10 1.06 572 607 3.29 7.63 38 Y 4,167 4,412

11 0.93 534 497 3.12 7.63 38 Y 4,314 4,777

12 1.12 531 595 3.03 7.7 40 Y 4,441 4,752

13 1.16 568 659 2.76 7.73 42 Y 4,290 4,404

14 1.18 514 606 2.63 7.7 42 Y 4,384 4,984

15 1.1 523 575 3.11 7.72 40 Y 4,415 4,855

16 1.11 534 593 3.44 7.74 40 Y 4,321 4,803

17 1.06 449 476 4.29 7.72 37 Y 4,880 5,461

18 1.08 495 534 3.74 7.64 37 Y 4,484 4,999

19 1.08 524 566 3.98 7.08 30 Y 4,380 4,857

20 0.93 535 497 4.18 7.65 36 Y 4,264 4,781

21 0.95 547 519 4.44 7.63 35 Y 4,244 4,678

22 0.88 502 442 4.48 7.57 34 Y 4,460 5,055

23 0.93 491 456 4.52 7.57 34 Y 4,519 5,171

24 1.15 535 616 4.63 7.68 36 Y 4,295 4,786

25

26

27

28

29 1.03 618 636 4.59 7.68 35 Y 3,891 4,138

30 1.13 594 671 4.57 7.67 36 Y 4,126 4,247

31 1.14 626 714 4.63 7.9 39 Y 3,915 4,028

⬥  If chlorine concentration at entry point < 0.2 mg/l, or CT not met, notify DWS within 24 hours.

Submit this monthly report by the 10th of following month by

mail: PO Box 14350

Portland, OR  97293-0350

email:  dwp.dmce@odhsoha.oregon.gov

fax: 971-673-0458 p. 2 of 2


