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Oregon DHS - Drinking Water Services — Turbidity Monitoring Report Form

System Name: London Water Co-Op

County gt e

ID# 41 00239 Month/Year: Jan / 2022
] ) ) ) . Highest Reading of the Peak Hourly
12:00 AM 4:00 AM 8:00 AM NOON 4:00 PM 8:00 PM Day 1 Derfand
(NTU) (NTU) (NTU) (NTU) (NTU) (NTU) (NTU) Flow (GPM)
113/2022 0.189 0.189 2.1
1/4/2022 | 0.195 0.098 0.088 0.079 0.098 0.112 0.195 22
1/9/2022 |f  0.098 23
1/10/2022}f 0.112 0.089 0.091 0.088 0.102 0.112 22
1m1mozq 0.122 0.122 f
1/1412022 0.111 0.089 0.111 2
1/15/2022]  0.094 0.098 0.113 0.136 0.136 21
1/20/2022 0.068 0.049 0.068 22
112112022 0.043 0.042 0.041 0.046 0.046 2.2
1/26/2022 0.176 0.26 0.26 2.3
1/27/2022] 0.249 0.238 0.248 0.285 0.279 0.285 2.2
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Oregon DHS - Drinking Water Services — Surface Water Quality Data

System Name: London Water Co-Op ID# 41 00239 Month/Year: Jan / 2022

Minimum UVT [%] during month: Duty sensor varation from reference sensor %: 0
Minimum Validated UVT : {Insert Req’d Value} :

Minimum All Daily Water | Water outside

Lamps | Produced Validated Cumulative % Off-Spac Water

Oon? {A} Conditions {B} Produced
Mo. S «(Mo. S “400
[gpm/unit] ['“W/mz] [YorN] [oal] [gal] hes S [(%; i

Peak Hourly

Date Demand Flow Intensity
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Monthly Cumulative % Off-Spec Water Produced
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