WTP: (;ouniy%‘

Oregon DHS - Drinking Water Services — Turbidity Monitoring Report Form

System Name: London Water Co-Op ID# 41 00239 Month/Year: Mar 2022
(NTU) (NTU) (NTU) (NTU) (NTU) (NTU) (NTU) Flow (GPM)
3/4/2022 0.233 0.122 0.233 2.1
315612022 0.074 0.054 0.054 0.074 2.2
3/10/2022 0.139 0.061 0.139 22
3/11/2022| 0.058 0.06 0.069 0.069 21
3/17/12022 0.212 0.145 0.144 0.212 2
3/18/2022 0.16 0.179 0.206 0.206 2.2
3/22/2022 0.196 0.196 21
3/23/2022] 0.243 0.29 0.217 0.241 0.29 21
3/28/2022 0.239 0.052 0.239 22
3/29/2022]|| 0.048 0.045 0.046 0.048 21
-OR- PRINTEDNAME=/ . .~ an/ KB D000 9
Slow Sand/Cartridge/Membrane/DE Filtration SIGNATURE: "DATE: A==
95% of turbidity readings <1 NTU? I No|
HONE #: H
All turbidity readings < 5 NTU? No st Lg// )%/j’f %SIICERT #
CTyira: Required =
Is there 4-log virus inactivation provided with X Chlorine; oOther__ @I No s eq-mre
_ Achieved =
! Including continuous NTU data, if applicable, for optimization recording purposes 2|FE = Individual Filter Effluent
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WTP: COUHW:W

Oregon DHS - Drinking Water Services — Surface Water Quality Data

System Name: London Water Co-Op ID# 41 00239 Month/Year: Mar / 2022
Minimum UVT [%] during month: Duty sensor variation from reference sensor %: 0
Minimum Validated UVT : {Insert Req’d Value}
Minimum All Daily Water | Water outside
Lamps | Produced Validated
On? {A} Conditions {B} Cumulative % Off-Spec Water Produced

(Mo. Sum {B}) + (Mo. Sum {A}) * 100
[™em2] |[YorNI|  [gall [gall %]

Peak Hourly

Date
Demand Flow Intensity

[apm/unit]

1
2
3
HHHEH} 15 213|Y 0
> 15 215|Y 16282 0

10 15 214|Y 15863 0

17 15 213lY 0
18 15 212|1Y 17504 0

22 15 212|Y 0
23 15 213|Y 18479 0

28 15 214|Y 0
29 15 214|Y 17365 0

30
31

Monthly Cumulative % Off-Spec Water Produced
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Signature{‘ TN N?@Dg/yﬁ% Op Cert #: Date:
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