OHA - Drinking Water Services - Turbidity Monitoring Report Form
Conventional or Direct Fiitration

County:| Douglas

Month/Year: Jul-21

Systom Name Glide Water Assoclation _ ID#: 4100326 WTP: 1P - A
Day 12 AM 4 AM 8 AM NOON 4PM 8PM Highest Reading of the day *

[NTU] [NTU] [NTU] [NTU] [NTU] [NTU] [NTU]

1 0.039 0.032 0.031 0.028 0.028 0.034 0.130
2 0.038 0.030 0.030 0.027 0.029 0.036 0.099
3 0.034 0.029 0.035 0.029 0.032 0.037 0.103

_ 4 0.037 0.030 0.031 0.027 0.034 0.038 0.114
5 | 0035 | PO | 0033 | 0027 | 0030 | 0040 0.125
¢] 0.036 0.030 0.029 0.028 0.035 0.041 0.114
7 0.040 0.033 0.030 0.030 0.045 0.049 0.149
8 0.044 0.037 0.035 0.037 ' 0.036 0.030 0.189
9 0.031 0.025 0.021 0.020 0.026 0.029 0.110
10 0.026 0.021 0.021 0.020 0.023 0.027 0.103
11 0.027 0.021 0.021 0.021 0.022 0.026 - 0.108
12 0.024 P/O 0.020 0.023 0.022 0.026 0.112
_13 0.023 0.019 0.032 0.020 0.022 0.026 0.206
14 0.026 0.027 0.021 0.020 0.023 0.028 0.142
15 0.031 0.024 0.024 0.023 0.025 0.031 0.142
16 0.034 0.027 0.033 0.027 0.024 0.024 0.107
17 0.028 0.021 0.025 0.020 0.022 0.026 0.127
18 0.025 0.022 0.023 0.020 0.021 0.028 0.125
19 0.025 0.021 0.022 0.019 0.023 0.026 0.108
20 0.023 0.019 0.024 0.020 0.021 0.025 0.094
21 0.023 0.020 0.027 0.023 0.022 0.025 0.123
22 0.024 0.021 0.033 0.022 0.023 0.027 0.143
23 0.027 0.044 0.025 0.024 | 0.021 0.026 0.151
24 0.023 0.019 0.023 0.018 0.019 0.026 0.117
25 0.022 0.020 0.021 0.018 0.020 0.023 0.080
26 0.021 P/O 0.020 0.020 0.019 0.023 0.099
27 0.022 0.026 0.021 0.019 0.019 0.022 0.173
28 0.025 0.021 0.021 0.020 0.020 0.031 0.130
29 0.022 0.021 0.022 0.021 0.025 0.027 0.118
30 0.027 0.025 0.034 0.035 0.032 0.033 0.345
31 0.034 0.033 0.037 0.041 0.040 0.042 0.889

Conventional or Direct Filtration Monthly Summary (Answer Yes or No)
95% of 4-hour turbidlty readings S0.3NTU?7?  (Yes) No CT's met °‘l’)°a’;(d)ay7 (see Al CI2 m:’%f‘;'r;’tgﬁ;‘"y point
, All 4-hour turbidity readings < 1 NTU? as) No (oI No (Ye9i No
Al turbidity readings < IFE* triggers Cvé&: No [PRINTED NAME: Jonathan Woody
Notes: PIO = PLANT OFF DV = DIVERTED SIGNATURE: £4. Toate: g-3-7/
PHONE #: ( 841 ) 643-6137 Jozrr s 7202

including continuous NTU data, if applicable, for optimization recording purposes. Compliance values in columns 12 AM through 8 PM may not
correspond to continuous readings’ maximum. 2 |FE = Individ Fitter Eff. (333-061-0040(1)(d)(B&C))




OHA - Drinking Water Program - Surface Water Quality Data Form WTP: A
Disinfection
Systom Name: __Glide Water Assoclation ID#:4100326 MonthvYear: Jul-21 Mirring 1.0
Date / Time &%)?n%"m 11{? Actual CT |  Temp pH R"‘(‘:‘#’e" CT Met? D':‘::: n*;ﬂ?gyw
[ppm ormg/l] | [minutes] CXT [° C] formglg Yes / No [GPM]

7112021 7:11 0.8 150 113 21 8.2 27 Yes 175
71212021 7:09 07 150 112 21 8.1 27 Yes 175
7/3/2021 7:15 0.8 150 115 22 8.3 27 Yes 175
7/4/2021 6:43 0.8 150 113 22 8.1 25 Yes 175
7/5/2021 21:54 0.7 150 103 22 8.2 26 Yes 175
7/8/2021 6:38 07 150 103 21 8.3 28 Yes 175
7/7/2021 5:44 0.7 150 107 21 8.3 29 Yes 175
7/8/2021 15:34 0.8 150 113 20 8.3 30 Yes 175
7/9/2021 6:32 0.7 150 112 20 8.3 31 Yes 175
7/10/2021 7:08 07 150 107 20 8.3 30 Yes 175
7/11/2021 7:05 0.7 150 109 20 8.2 29 Yes 175
7/12/2021 7:30 0.6 150 89 20 8.2 28 Yes 175
7/13/2021 7:22 0.8 150 115 21 8.2 20 Yes 175
7/14/2021 7:46 0.8 150 113 21 8.2 28 Yes 175
711512021 7:34 0.8 150 125 21 8.2 20 Yes 175
7/16/2021 8:06 0.8. 150 124, 20 8.2 29 Yes 175
7/17/2021 7:00 0.9 150 128 20 8.0 28 Yes 175
71182021 23:42] o8 150 118 20 8.2 29 Yes 175
711912021 7:24 07 150 106 21 . 8.2 28 Yes 175
7/20/2021 7:22 0.8 150 124 20 8.2 20 Yes 175
7/21/2021 10:07 0.9 150 128 . 20 8.1 20 Yes 175
7/2212021 8:53 0.8 150 127 20 8.1 30 Yes 175
7/23/2021 4:49 0.8 150 127. 20 8.0 28 Yes 175
7/2412021 0:59 0.9 150 128 20 8.2 30 Yes 175
7/25/2021 7:03 0.9 150 130 .20 8.0 27 Yes 175
7/26/2021 22:59 0.8 150 124 21 8.1 28 Yes 175
7/2712021 6:58 08 - 150 115 21 7.9 26 Yes 175
7/28/2021 6:00 0.8 150 - 125 20 7.8 26 Yes 175
7/29/2021 16:10 0.9 150 128 21 8.0 27 Yes 175
7/30/2021 9:38 0.8 150 . 124 21 7.9 26 Yes 175
7/31/2021 10:20 0.8 150 122 21 8.0 26 Yes 175
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