OHA - Drinking Water Services - Turbidity Monlitoring Report Form County: Douglas
Conventional or Direct Filtration

Month/Year: Aug-21

Systsm Name Glide Water Association ID#: 4100326 WTP: TP - A
Day 12 AM 4AM 8 AM NOON 4PM 8 PM Highest Reading of the day *

INTU] (NTU] [NTU] [NTU] [NTU] INTU] [NTU]

1 0.042 0.042 0.042 0.042 0.042 0.042 0.042
2 0.042 0.042 0.032 0.021 0.022 0.027 0.149
3 0.028 0.022 0.024 0.021 0.022 0.027 0.118
4 0.026 0.021 0.022 0.021 0.022 0.030 0.114
5 0.024 P/O 0.023 0.020 0.021 0.026 0.123
8 0.023 0.021 0.022 0.021 0.023 0.025 0.112
7 0.024 0.021 0.022 0.021 0.026 0.028 0.105
8 0.026 0.023 0.025 0.025 0.030 0.032 0.117
9 0.032 P/O 0.030 0.032 0.034 0.024 0.101
10 0.023 0.020 0.029 0.020 0.021 0.023 0.138
11 0.024 0.022 0.022 0.020 0.021 0.027 0.116
12 0.024 0.021 0.022 0.020 0.022 0.029 0.140
13 0.024 0.022 0.026 0.025 0.023 0.025 0.121
14 0.027 0.026 0.025 0.024 0.025 0.028 0.121
15 0.029 P/O 0.027 0.027 0.028 0.035 0.110
16 0.032 0.030 0.028 0.021 0.023 0.023 0.106
17 0.022 0.020 0.021 0.023 0.021 0.022 0.103
18 0.023 P/O 0.022 0.021 0.021 0.023 0.124
19 0.023 0.021 0.020 0.020 0.020 0.021 0.101
20 0.022 0.020 0.021 0.019 0.021 0.022 0.088
21 0.021 0.020 0.021 0.019 0.021 0.022 0.060
22 0.021 0.020 0.024 0.021 0.021 0.021 0.099
23 0.022 0.021 0.021 0.025 0.022 0.024 0.140
24 0.024 P/O 0.023 0.018 0.020 0.021 0.092
25 0.023 0.020 0.022 0.019 0.019 0.024 0.082
26 0.020 0.020 0.022 0.019 0.020 0.020 0.075
27 0.020 0.020 0.019 0.022 0.021 0.022 0.094
28 0.021 0.021 0.027 0.021 0.021 0.023 0.101
29 0.022 P/O 0.027 0.021 0.021 0.023 0.106
30 0.025 0.022 0.024 0.021 0.022 0.025 0.092
31 0.023 P/O 0.022 0.021 0.023 0.030 0.096

Conventional or Direct Flitration Monthly Summary (Answer Yes or No)
95% of 4-hour turbidity readings < 0.3 NTU? ? No CT®met °my7 (see|  All G2 residual n:;fT';my polnt
Al 4-hour turbidity readings < 1 NTU? (B I No éen)/ No o3/ No
AS turbidity readings < IFE* tiggers INo [[PRINTED NAME: Jonathan Woody
Notes: P/O = PLANT OFF DV = DIVERTED SIGNATURE: YA DATE: /4 /7
[PHONE #: (841) 843-6137 #7232

! Including continuous NTU data, if applicable, for optimization recording purposes. Compliance values in columns 12 AM through 8 PM may not
correspond to continuous readings’ maximum. 2 IFE = Individ Filter Eff. (333-061-0040(1)(d)(B&C))




OHA - Drinking Water Program - Surface vv :iur Live!ity Data Form [ WTP A
Disinfection
System Name: __ Glide Water Association __ ID£:4100325 Month/Year: Fw; -2 10
Date / Time Rﬂ:%u:::n%"w | b%:tn:? Actusl CT ‘ ! Requred 1 GTmatys | Poak Houty
[opm or mg/]_| Iminutes] |~ CXT__ I 0] I formuia | _Yes/No [GPM]

8112021 23:15 0.8 150 122 21 __l 8.0 26 Yes 176
8/2/2021 22:58 0.8 150 117 2 | 79 24 Yes 175
8/3/2021 8:50 0.8 150 118 21 l 7.9 25 Yos 175
8/4/2021 19:25 0.8 150 123 21 b g 28 Yes 175
8/5/2021 6:08 0.8 150 124 20 7.7 25 Yes 175
8/8/2021 22:38 0.8 150 124 19 7.9 29 Yes 175
8/7/2021 21:19 0.8 150 121 20 7.9 26 Yes 178
8/8/2021 16:15 0.8 150 121 21 8.0 28 Yos 175
8/9/2021 5:04 0.8 150 122 20 8.0 27 Yas 175
8/10/2021 8:21 0.8 150 115 19 7.9 28 Yes 175
8/11/2021 7:53 0.8 150 124 20 7.9 27 Yes 175
8/12/2021 7:29 0.8 150 124 20 7.8 26 Yes 175
8/13/2021 11:31 0.8 150 119 19 77 25 Yes 176
81412021 8:57 o8 | 185 | Sizs PEeY 7s | 2 Yes 175
8/15/2021 6:22 0.8 450 |+v- 425508 19 e 7.9 20 Yes 175
8/16/2021 18:27] - 0.8 150 ‘120 "”:'3{' 7.9 28 _ Yes 175
8/17/2021 10:23 0.8 150 118 1. 19 -4 19 28 _Yes 175
8/168/2021 6:29 08 150 "119 - " 78 28 * Yes 175
8/19/2021 7:08 0.8 150 122 197 T 77 28 Yes 175
8/20/2021 22:24 0.8 150 121 18 7.9 30 Yes 175
8/21/2021 0:31 0.8 150 119 18 7.9 31 Yes 175
8/22/2021 13:29 0.8 150 122 17 7.9 32 Yos 176
8/23/2021 9:38 0.8 150 122 17 7.9 33 Yes 175
8/24/2021 8:24 0.8 150 118 17 7.8 32 Yes 175
8/25/2021 7:48 0.8 150 124 18 7.8 34 Yes 175
8/26/2021 22:19 0.8 150 113 17 7.8 32 Yes 176
8/27/2021 14:20 0.7 150 109 17 7.9 32 Yes 175
8/28/2021 9.22 0.8 150 115 17 7.9 31 Yes 175
8/20/2021 8:15 0.8 160 115 17 7.9 32 Yes 175
8/30/2021 20:57 07 150 108 17 7.8 30 Yes 175
8/31/2021 6:13 07 150 100 18 7.7 31 Yes 175
’ncnnmpomwzmgnormnoimowammm Revised Julv 2018

Retum by 10th of following month by email, fax, or mail to:

gwo, dmosdhstete or us: 971-873-0894; or Drinking Walar Savices, PO Bax 14350, Portand, OR 97293-0350




