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OHA - Drinking Water Services - Turbidity Monitoring Report Porm County:| Douglas |
’ Conventional or Direet Filtration ___Month/Year: May-22
System Name Glide Water Assoclation ID#: 4100326 -WTP: TP - A
Day 12 AM 4 AM 8 AM NOON 4 PM 8 PM Hig‘hest Reading of the day '
[NTU] [NTU] {NTU) [NTU] INTU] [NTU] [NTU]
1 PO | 0033 | PO | 0051 | 0038 | 0033 _0.088
2 ‘ 0.053 0.036 P/O 0.033 0.032 0.046 0.080
3. 0.038 P/O 0.037 0.057 0.051 0.043 - 0.108
4 0.039 P/O 0.068 0.043 0.037 0.036 0.112
5 0.053 P/O 0.041 0.038 0.041 0.050 0.077
6 R/O P/O 0.074 0.027 0.020 0.024 0,493
7 0.033 0.029 P/O 0.030 0.071 P/O 0.125
8 0.043 P/O P/O 0.030 | 0037 | 0.026 0.086
9 0.022 P/O 0.045 0.025 0.031 PO 0.078
10 0.022 P/O 0.029 0.031 0.021 0.039 ~ 0.064
11 0026 | PIO 0022 | 0030 | 0021 | 0032 0.055 !
12 0.024 P/O PO 0.019 0.027 0.022 0.047
13 0.029 P/O 0.021 0.017 0.026 0.021 0.047
14 0.021 P/O 0.028 0.022 0.035 0.034 0.084
15 0.033 P/O 0.038 0.023 0.027 0.018 0.056
16 0.020 P/O 0.038 0.023 0.018 0.027 0.056
17 0.020 P/Q 0.017 0.024 0.020 0.017 0.040
18 0.024 P/O 0.020 0.020 0.017 0.024 0.036
19 0.018 0.019 P/O 0.025 0.023 0.018 0.042
20 0.020 P/O 0.020 0.035 0.022 | 0.019 0.066
21 0033 | 0.031 P/O 0.028 0.039 0.022 0.066
22 0.024 P/O 0.050 0.053 0.031 0.046 0.089
23 0.031 P/O 0.030 0.037 0.033 0.033 0.080
A 24 0.039 P/O 0.037 - 0.041 0.044 0.042 0.055
25 0.042 0.051 P/O 0.026 0.022 0.020 0.053
26 0.018 P/O 0.026 0.021 0.019 0.028 0.036
27 0.022 P/Q 0.019 0.022 0.022 0.020 0.031
28 PO 0.023 0.024 0.023 0.021 0.023 0.033
29 0026 | P/O | 0051 | 0.041 P/O 0.049 0.114
30 0.044 0.036 0.059 0.044 0.039 0.046 0.162
31 0.049 P/O 0.035 0.025 0.029 0.021 0.045

Conventional or Direct Filtration

Monthly Summary (Answer Yes or No)

95% of 4‘-hour turbidity readings < 0.3 NTU? 2 (@ No CT's met e\tl)zrg:)ay? foee) AICR re:igl-JZaL:;ﬁ;try ot
All 4-hour turbldity readings < 1 NTU? @? / No (Yes)i No @i/ No
Al turbidity readings < [FE? triggers Q I No [[PRINTED NAME: Jonathan Wood;l ' L
Notos: PIO = PLANT OFF BV = DIVERTED Tsionatire: .l 71 4 DATEGore2Z].
( 541 ) 643-6137

PHONE #:

CERT #: 7232

Tincluding continuous NTU data, If applicable, for optimization recording purposes. Compliance values in columns 12 AM through 8 PM may not
correspond ta continuous readings' maximum. 2 IFE = Indlvid Filter Eff. (333-081-0040(1)(d)(B&C))




OHA - Drinking Water Program - Surface Water Quality Data Form | wp: A
] ) ) Disinfection
Lystem Name:  Glide Water Assoclation  ID#:4100326 Month/Year: Mw{ et Gﬁﬁﬁvfg 10
Date‘/ Time Rxlldr:lla?::'.tj)r;t%!:er L??Fea Actual CT Temp pH Recéq;r ed | o Met?? . DF; ‘ﬁ:ni-;o#‘rtl)iv
[DDmvoLrvngglLJ - .I[mlnutes] CXT LGl wfo)m.\g.le! B Yes / Ng . [GPM) ‘
5/1/2022 8:13 08 50| 13 | o 72 | 4 Yes 175
§/2/2022 10:01 07 150 112 10 7.1 -39 Yes | 175
5/3/2022 5:55 07 150° 108 9 7.1 42 Yes 175
5/4/2022 6:27 07 150 112 10 7 40 Yes 175
5/5/2022 7:22 07 | s 112 11 7| 37 Yes 175
5/6/2022 21:87 0.8 150 118 10 7.0 38 Yes 175
5/7/2022 22:00 07 150 109 10 6.8 36 Yes 176
5/8/2022 8:41 07 150 102 9 6.9 39 Yes 175
 5/00202221:08 | 07 | 150 101 8 | 69 a1 ~ Yes 175
5/10/2022 5:18 06 150 93 9 7.0 41 Yes 175
5/11/2022 8:20 08 160 16 | 9 7.1 41 Yos 175
5/1212022 10:49 06 150 %5 10 7.0 38 Yes 175
5/13/2022 7:10 07 150 103 9 7.1 40 Yos 175
5/14/2022 6:56 07 150 107 10 7.0 37 Yes 175
5/15/2022 5:47 0.7 150_ 101 1 7.1 37 Yes _ 175_
5/16/2022 7:14 07 150 107 11 7.0 36 Yes 175
5/17/2022 8:59 07 150 103 11 7.1 37 Yes 175
5/18/2022 7:13 0.8 150 116 11 7.0 35 Yes 175
5/19/2022 8:38 08 160 116 10 7.0 38_ Yes 175
5/20/2022 7:30 0.8 150 113 10 7.2 39 Yes 175
52112022 842 0.8 150 124 11 72 a7 Yes 175
52212022 7:19 0.8 150 127 12 7.2 35 Yes 175
5/23/2022 22:44 0.8 180 18 |13 7.2 33 Yes 175
5/2412022 7:11 0.7 150 107 13 7.1 32 Yes 175
5/25/2022 8:26 0.9 180 126 13 72 33 Yes 176
51262022 5:21 08 150 127 14 T | o Yes 178
512712022 7:47 0.8 150 121 13| 70 31 Yos | 475 |
5/2812022 2055 08 150 120 12 72| 8 Yes 175
5/20/2022 17:43 0.8 150 18| 11 7.1 3 Yos 175
5/30/2022 23.34 07 150 110 10 7.0 37 Yes 175
5/31/2022 7:17 07 150 104 19 72 39 Yes 175
#¥1£ 42 at antry point < 0.2 mofl or CT not met, DWS within 24 hours, o viged duly 2018

[
i

Return by 10th of following month by emal), fax, or mail to;

dvp.gmeadlstale.or.us; 971-873-0694; or Drinking Water Services, PO Box 14360, Portland, QR 97203-0350






