OHA - Drinking Water Services - Surface Water Quality Data Form County: Polk

Cartridge or Bag Filtration Month/Year: Dec-21
System Name: City of Monmouth ID#: 4100537 WTP ID: TP- A
Day PSII::?t:_ore PSFI”.:::er PSID %ig};:h;ﬂ;? g:;z;:rﬁﬁ.ﬂ Highest Reading of the day [NTU]
1 32.63 27.05 5.58 22.00 0.05 0.06
2 32.85 27.10 5.75 22.00 0.05 0.06
3 32.91 27.07 5.84 22.00 0.05 0.08
4 33.07 27.16 5.3 22.00 0.08 0.068
5 32,92 27.05 5.87 22.00 0.05 0.08
6 32.85 26.94 5.91 22.00 0.05 0.06
7 32,83 26.96 5.87 22.00 0.05 0.05
8 32,83 26.92 5.91 22.00 0.05 0.06
g 32,98 27.00 5.98 22.00 0.05 0.06
10 33.13 2712 8.01 22.00 0.05 0.05
1 33.08 27.07 5.99 22.00 0.05 0.05
12 33.57 27.26 6.31 22.00 0.05 0.97
13 35.21 27.47 7.74 22.00 0.05 0.06
14 37.15 27.58 9.57 22.00 0.08 0.13
15 37.09 27.52 9.57 22.00 0.1 0.13
16 39.12 27.48 11.64 22.00 0.15 0.16
17 40.69 27.34 13.35 22.00 0.08 0.10
18 41.62 27.31 14.31 22.00 0.09 0.10
19 44.86 27.64 17.22 22.00 0.08 0.11
20 44.81 27.89 17.12 22.00 0.07 0.11
21 32.21 28.99 3.22 22.00 0.20 0.43
22 32.53 28.68 3.87 22.00 0.32 0.42
23 33.31 28.53 4.78 22.00 0.31 0.41
24 34.24 28.81 5.63 22.00 0.28 0.43
25 35.23 28.71 6.52 22.00 0.35 0.37
26 35.53 28.53 7.00 22.00 0.25 0.33
27 37.14 20.52 7.62 22.00 0.18 0.25
28 38.28 20.88 8.40 22.00 0.05 0.16
29 36.35 29.18 717 22.00 0.05 0.11
30 36.69 29.20 7.38 22.00 0.06 0.07
31 36.57 29.21 7.38 22.00 0.04 0.08
Cartrldge & Bag Filtration Monthly Summary {(Answer Yes or No)
85% of daily turbidity readings < 1 NTU? O mo) pvenyday? All CI2 residual a;ﬁ,_?w point 20.2
All daily turbidity readings = 5 NTU? ﬁ; No Y @I No
Notes: PSI = pounds per square inch PRII:.I:I'ED NAM h A ,
PSID = pounds per square inch difference (before filter - after filter) SIGNATURE: 44%).] DATE: //t//zéy
PSID When to Change Filter = ook in manual for manufacturor's T N
i i 1D. PHONE #: { 503 ) 835—21}4 CERT #: 6734

T Ingluding conlinueus NTU dala, i applicable, for opfimization racording purposes. Complianca values in Daily Turbidity Reading-olumn may not

correspond to continuous readings’ maximum.
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OHA - Drinking Water Services - Surface Water Quality Data Form WTP-: A
Diginfection
System Name: Clty of Monmouth ID#: 4100537 Month/Year: Dec-21 Giardia Log 1
Inactiv:
Peak
Date / Time Rhgisr:znl]:ln;tc;l;t Conteﬁt) Time| s ctual €T Temp pH Required CT CT Met? 2 chr):::d
User { G)? Flow
fppm or mg/L] [minutes] CXT [°C] formula Yes / No [GPM]
1-7:32am 0.87 85 74.0 15.2 7.57 327 Yes 1197
2-7:34am 0.85 85 72.3 14.2 7.52 342 Yes 935
3-7:34am 0.89 85 75.7 13.1 7.43 358 Yes 1194
4-7:18am 0.88 85 74.8 12.9 7.36 35.3 Yes 928
5-7:06am 0.93 35 79.1 9.2 7.29 44.7 Yes 1194
6-7:32am 0.93 35 79.1 13.3 7.27 33.5 Yes 1157
7-7:30am 0.95 85 80.8 13.9 7.25 32.0 Yes 1162
8-7:32am 0.96 85 81.6 14.9 7.23 28.7 Yes 925
9-7.33am 0.92 85 78.2 13.0 7.25 33.8 Yes 1189
10-7:31am 0.87 85 74.0 13.5 7.24 324 Yes 929
11-6:00am 0.69 85 58.7 13.3 7.23 32.1 Yas 1191
12-7:30am 0.62 85 52.7 13.6 7.30 32.0 Yas 931
13-7:33am 0.91 a5 1.4 14.0 7.21 31.2 Yes 1195
14-7:27am 0.9 85 76.5 12.4 7.28 36.0 Yas 924
15-7:33am 0.76 85 64.6 9.3 7.25 42.9 Yas 1183
16-7:31am 0.77 85 655 127 7.27 34.2 Yes 923
17-7:35am 0.75 85 63.8 13.1 7.25 33.0 Yes 1195
18-10:20am 0.76 85 64.6 13.2 7.28 33.2 Yes 924
19-9:09am 0.77 85 65.5 13.1 7.25 33.0 Yes 1190
20-7:32am 0.7 85 646 13.3 7.21 321 Yes 926
21-7:28am 0.77 a5 65.5 13.1 7.24 329 Yes 1189
22-7:3%9am 0.7 85 59.5 10.5 7.22 30.0 Yes 923
23-7:18am 0.73 a5 62.1 134 7.24 32.1 Yes 1180
24-8:47am 0.72 85 61.2 13.5 7.21 3.5 Yes 925
25-8:44am 0.7 85 59.5 12.4 7.28 35.0 Yes 1193
26-8:20am 0.73 85 62.1 11.9 7.24 36.0 Yes 927
27-7:36am 0.8 86 68.0 11.6 7.21 36.6 Yes 1194
28-7:35am 0.7 85 59.5 11.8 7.25 36.2 Yes OFF
29-7:36am 0.65 a5 55.3 12.2 7.21 34.5 Yes 924
30-7:32am 0.86 a5 73.1 101 7.19 40.3 Yes 1195
31-7:00am 0.88 85 74.8 12.0 7.17 35.5 Yes 932

2 If CI2 at entry point < 0.2 mg/l or CT not mat, notify DWS within 24 hours.
Return by 10th of following manth by email, fax, or mail to:
dwp.dmce@state.or.us; 971-673-0894; or Drinking Water Services, 70 Box 14350, Portland, CR 97293-0350
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