
OHA - Drinking Water Services - Surface Water Quality Data Form

Slow Sand, Membrane, Diatomaceous Earth Filtration, or Unfiltered Systems
Month Year

Filtered systems only.

County:

correspond to continuous readings' maximum.
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Panther Creek Water
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0.000.002
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0.00 0.00I
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0.90

0.000.0016
0.000.0017
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0.00 0.0024
0.0025 0.00
0.0026 0.00
0.0027
0.0028 0.00
0.0029 0.00
0.0030 0.00
0.0031,-. " 0.00
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)ab / Timr 'I st User
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ConbctTime
(n Actual CT Temp pH Rquird CT CT Met? 3 Peak Houily D€mand Flow

cxT rcl IGPMI

1 2.10 82.6 173.5 12.1 7-53 44 YES 86.32

2 2.00 82.6 165.2 12.2 7.55 44 YES 25.28

3 2.00 82.6 165.2 12.3 7.51 M YES 26.18

4 2.10 82.6 173.5 12.1 7.51 M YES 29.79

5 2.20 82.6 181.7 12.3 7.49 M YES 23.26

b 1.83 82.6 151.2 12.1 7.54 44 YES 28.13

7 1.80 82.6 148.7 12.1 7.59 M YES 22.64

8 1.81 82.6 149.5 12.0 7.58 u YES 28.54

I 1.83 82.6 151.2 12.3 7.54 M YES 25-28

10 1.84 82.6 152.0 12.4 7.55 M YES 21.74

11 1.84 82.6 152.0 12.5 7.53 44 YES 28.06

12 2.20 82.6 181.7 12.2 7.69 44 YES 26.39

13 2.20 82.6 181.7 12.1 7.41 M YES 25_28

14 2.20 82.6 181.7 12.2 7.42 43 YES 27.78

15 2.00 82.6 165.2 12.3 7.41 43 YES 24-10

16 2.00 82.6 165.2 12.5 7.41 43 YES 24.17

17 2.AO 82.6 165.2 12.2 7.41 43 YES 25.76

18 2.00 82.6 165.2 12.6 7.43 43 YES 27.50

19 2.20 82.6 181,7 12.3 7.95 44 YES 15.83

20 1.96 82.6 161.9 12.2 7.46 42 YES 38.54

21 1.98 82.6 163.5 12.5 7.46 42 YES 24.31

22 1.97 82.6 162.7 12.5 7.47 42 YES 26.87

23 1.95 82.6 161.1 12.6 7.41 42 YES 27.22

24 't.93 82.6 159.4 12.1 7.42 42 YES 24.65

25 1.96 82.6 161.9 12.2 7.41 42 YES 25.00

26 1.61 82.6 133.0 12.3 7.48 43 YES 28.06

27 1.58 82.6 130.5 12.1 7.47 43 YES 25.49

28 1.55 82.6 128.0 12.1 7.48 40 YES 30.00

29 1.51 82.6 124.7 12.3 7.45 40 YES 24.17

30 1.55 82.6 128.0 12,2 7.41 4A YES 27.22

31 1.54 82.6 127.2 12.3 7.45 40 YES 26.04
lf Cl2 at entry point < 0.2 mg/l or CT not mel, notify
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