
OHA - Drinking Water Services - Surface Water Quality Data Form

Slow Sand, Membrane, Diatomaceous Earth Filtration, or Unfiltered Systems
Month Year

FiltrationrUnfiltered Monthly Summary (Answer Yes or No)

1 lncluding continuous NTU data, if applicable, for optimization reGo.ding purposes. Complianee values in columns 12 AM through I
correapond to continuous readings'maximum. 2 Filtered systemg only.

Panther Creek Water Dist lD#: rt1050( WTP : TP -

Highest Reading of the day 1 
INTUI

95% of daily turbidity readings s't NTU? 2 All Cl2 residual at entry point

)
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ab / Tim 1st U*r
tc)l

conktlime
{r)

Actual CT Temp pH Rquird Cl CY Met? 3 Psk Hourly Demand Flow

IDDm or mqrLl Jminutesl cxT rcl Yes I No IGPMI

1 1.88 82.6 155.3 12.1 8.28 67 YES 62.92

2 2.11 82.6 '174.3 12.2 8-78 68 YES 28.96

J 1.83 82.6 151.2 12.1 9.03 68 YES 35.83

4 1.61 82.6 133.0 12.1 8.83 57 YES 24.',10

5 1.61 82.6 133.0 12.2 8.77 66 YES 34.17

6 1.23 82.6 101.6 12.2 9_14 6S YES 36.46

7 1.07 82.6 88.4 12.1 9.12 73 YES 39.10

I 1.21 82.6 99.9 12.1 9.41 69 YES 28.47

I 2.20 82.6 181.7 12.2 9.03 68 YES 22.64

10 2.11 82.6 174.3 12.0 8.78 68 YES 11.46

11 1.59 82.6 131.3 12.0 8.76 bb YES s6.32

12 1.79 82.6 147.9 12.1 8.85 68 YES 55.28

13 2.20 82.6 181.7 12.0 8.87 70 YES 27.71

14 2.20 82.6 181.7 12.1 9.20 78 YES 32.50

15 2.20 82.6 181.7 12.1 8.60 58 YES 30.14

16 2.20 82.6 181.7 12.2 8.42 68 YES 30.56

17 2.20 82.6 181.7 '12.1 8.32 68 YES 33.19

18 't.89 82.6 156.1 12.1 8.15 62 YES 33.13

19 1.42 82.6 117.3 12.0 8.06 49 YES 27.78

20 1.15 82.6 95.0 12.1 9.33 71 YES 21.94

21 1.93 82.6 {59.4 12.4 9.20 75 YES 29.86

22 1.09 82.6 90.0 12.1 9.14 68 YES 57.43

23 1.74 82.6 143.7 12.2 8.50 58 YES 25.56

24 {.96 82.6 161.9 12.1 8.77 64 YES 35.07

25 '1.18 82.6 97.5 12.1 8.81 63 YES 35.90

26 1.20 82.6 99.1 12.0 8.74 63 YES 39.72

27 '|',18 82.6 97.5 12.1 8.78 63 YES 36.25

28 1.65 82.6 136.3 12.0 9.26 73 YES 32.08

29 2.20 82.6 181.7 12.0 9.25 78 YES 22.43

30 2.20 82.6 181.7 t2-1 8.90 68 YES 27.15

3'l 0.00 82.6 0.0 0.0 0.00 NO 0.00
lfcl2 ai entry point < 0.2 mg/l or CT not met, notiry DwS within 24 houE. Ecvileq !e!e!cl2q!


