
OHA - Drinking Water Services . Surface Water Quality Data Form

Slow Sand, llllembrane, Diatomaceous Earth Filtration, or Unfiltered Systems
illonth Year

Panther Creek Water Dist lB#: 4

Highest Reading of the day 1 
[NTUI

95% of daily turbidity readings 5 1 NTU? 2

correspond to continuous readings' maximum.
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rab / Tim 'I st U*r
{c)3

Conkt Time
(T)

Actual CT Temp PH Requard CT cT Met? 3 Peak Hilily Oemand Flow

rcl
1 1.18 82.6 97.5 12.1 5.80 23 YES 32.74

2 1.77 82.5 146.2 12.0 6.55 29 YES 41.80

3 1.65 82.6 136.3 12.1 6.94 33 YES 42.90

4 1.25 82.6 103.3 12_O 7.62 M YES 46.30

5 1.13 82.6 93.3 12.0 7.64 M YES 31.90

o 1.20 82.6 99.1 12.O 6.77 31 YES 42.40

7 2.20 82.6 181.7 12.0 6.15 27 YES 21.90

8 1.94 82.6 160.2 12.0 6.{9 26 YES 45.80

I 1.24 82.6 99.1 12.0 6.24 25 YES 74.24

10 1.54 82.6 127.2 12.0 6.88 32 YES 32.70

11 2.03 82.6 167.7 12.1 6.87 35 YES 35.50

12 1.59 82.6 131.3 12-0 6.s1 30 YES 40.60

13 1.20 82.6 99.1 12.0 6.14 24 YES 43.10

14 1.07 82.6 88.4 12.0 6.01 22 YES 48.40

15 0.55 82.6 45.4 '12.0 6.04 30 YES 40.30

16 0.90 82.6 74.3 12.0 6.86 33 YES 34.80

17 1.87 82.6 154.5 12.',| 6.85 33 YES 42.44

18 1.58 82.6 130.5 12.0 6.85 33 YES 38.60

19 1.00 82.6 82.6 12.1 6.88 32 YES 41.30

20 0.93 82.6 76.8 12.0 6.91 31 YES 40.30

21 1.01 82.6 83.4 12.0 7.01 32 YES 49.90

22 't.16 82.6 9s.8 12.1 5.92 33 YES 33.90

23 1.02 82.6 84.3 12.0 7.10 37 YES 45,70

24 1.46 82.6 120.6 12.1 7.27 37 YES 46.70

25 2-20 82.6 181.7 12.0 7.{0 39 YES 55.40

26 1.21 82.6 99.9 12.1 7.09 35 YES 36.30

27 0.54 82.6 44.6 12.1 7.10 31 YES 39.50

28 0.60 82.6 49.6 12.0 7-17 32 YES 49.80

29 0.87 82.6 71.9 '12.1 7.10 33 YES 31.70

30 0.47 82.6 38.8 12.0 7.40 35 YES 35.40

31 0.00 82.6 0.0 0.0 0.00 0.00
ct2 < o.2 CT not met, nolify DWS wilhin 24 hours.entry pojnt met, nolify DWS will
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