
OHA - Drinking Water Services - Surface Water Quality Data Form

Slow Sand, Membrane, Diatomaceous Earth or Unfiltered

includingcontinuousNTUdata,ifapplicable,foroptimizationrecordingpurposes. Compliancevaluesincolumnsl2AMthroughSPMmaynot
correspond to continuous readings' maximum. 2 Filtered systems only. 
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Name: lD#i 41 00603 WTP : TP -

Highest Reading ofthe dayl [NTU]

Slow Sanr /Mem brane/DE Filtration/Unf iltered

957o of daily turbidity readings = 
1 NTU? 2 Yes I No

All daily turbidity readings s 5 NTU? Yes. No

All Cl2 residual at entry point
> 0.2 mg/l?

Yes / No

CT's met everyday? (see back)

XURE: .'b*,.t; flb*
*:7152



Name: Panther Creek W D lD#i 41 00603 Monthffear: Date: 7/31/2023

Date / Time

Minimum
C12 Residual
at'lst User

(c)3

Contact
Time
(r)

Actual CT Temp pH Required CT CT Met? 3 Peak Houdy Demand
Flow

oom or mq/l Iminutesl cxT formula Yes / No IGPMI

1 I .11 826 91.7 12.0 8.62 63.0 Ytr.D 7.09

2 1.19 82.6 98.3 tz I 8.48 54.0 YED 4.M
a t_ to 82.6 95.8 12.0 8.49 60.0 YE5 481

4 1.02 82.6 u.3 12.1 8.50 56.0 YtrU 4.81

5 0.91 dz.o t 5.l 120 8.60 57.0 YtrD 5.08

6 1 .17 82.6 96.6 12.1 8.23 51,0 Ytr,D 5.20

7 1.39 826 114.8 12.0 s.19 54.4 YE5 4.48

., 1.06 6Z.O 87.6 12.1 8"23 54.0 YtrD 3.62

I 065 82.6 53.7 12.1 8.36 52.0 YtrD 4.38

10 1.43 82.6 118 1 12.0 8_23 54.0 Ytr.D 4.40

11 159 82.6 131.3 12.1 8.24 54.0 YE|' 3.44

12 1.14 82.6 94.2 12.O 8.09 47.0 YtrU 4.65

IJ t./o 82.6 145.4 tz I 8.50 61.0 YtrD 4.28

14 2.20 82.6 181.7 12.0 8.52 68.0 rED 200

15 1.27 82.6 104.9 12.0 843 60.0 YE5 5.06

16 u.b5 82.6 53.7 12.1 8.56 53.0 YtrD 4.24

17 0.68 82.6 56.2 12.1 8.39 49.0 Y tr.D 4.60

18 2.24 82.6 181.7 12.0 9.07 78.0 YE5 2.83

19 2.20 82.6 181-7 12.1 849 63.0 YE5 1.94

20 073 82.6 60"3 12.0 8.31 52.0 YtrD R -7)

21 1.46 82.6 120.6 12.1 8.34 59.0 YtrD 5.70

22 0.87 82.6 71.9 12.0 8.35 51.0 YE5 4.10

23 080 82.6 66.1 12.1 8.43 530 YE5 4.74

24 1.59 82.6 131 .3 12.0 8.30 570 YEU 516

25 82.6 176"8 12.1 7.63 45.0 Ytr,U
26 1.87 82.6 154.5 12.O 7.58 43.0 Ytr,D 3.86

27 1.M 82.6 135.5 12.1 7.66 430 Ytr,D 4.38

28 1.34 82.6 114.7 12.0 aaa 460 YEl'
29 1.00 82.6 82.6 12.1 /.oJ 42.4 YE5 4.01

30 0.54 82.6 44.6 12.4 7.58 36.0 YtrD 4.80

31 2.20 82.6 181.7 12.1 7.81 s00 Ytr,D RAA

lf Cl2 at entry point < 0.2 mg/l or CT not met, notify DWS within 24 hours.

Return by lfih of following month by email, fax, or mail to:

Revised November 2022

971-673-0694; or Drinking Water Services. PO Box 14350, Portland, OR 97293-0350
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