
OHA - Drinking Water Servicee - Surface Water Quality Data Form County:
Uonth/Year:Membrane, Diatomaceous Earth Filtration, or Unfiltercd

hdrdlng continuous NTU data, if applicable, for optlmization recording purposes. Compliance values in columns 12 AM through I PM may not

conespond to continuous readings' maximum. 2 Filtered systems only. 
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iO* *r 011603 WTP: TP -

Highest Reading of the day 
1 

[NTUI

All Cl2 residual at enty pc,int

> 0.2 mgfl?CT's met everyday? (see back)95% of daily turbidity readings s 1 NTU? 2

All daily turbidity readings < 5 NTU?

NAME: Ma4![Klinger _

OR0081912
Sticky Note
Panther Creek WD



Panther Creek W D lD#: 4'l fi)603 Month/Year: Date:, 111fii2023

Dat6 / Time

Minimum
Cl2 Residual
at 1st User

(c)3

Contect
Time
(r)

Aciual CT Temp pH Required CT CT Mef? 3
Peek Houdy Demand

Fk u,

Dom or mq/l lminutesl cxT rcl formula Yes / No rGPMI

1 1.37 82.6 1't3.2 12.'l 8.76 63.0 YE5 2.83

2 1.15 82.6 95.0 12.0 8.99 65.0 YtsS 3.06

3 1.13 82.6 93.3 12.1 8.03 56.0 YtrD 2.91

4 0.94 82.6 77.6 12.0 8.U 65.0 Ytr,D 3.12

5 0.85 82.6 70.2 12.1 8.96 63.0 YE5 2.98

6 2.20 82.6 181.7 12.0 895 75.0 YEU 3.33

7 1.32 82.6 109.0 12.1 8.89 65.0 Ytr,D -3.75

8 1.46 82.6 120.6 12.O 898 69.0 rED 9.07

I 1.41 82.6 116.5 12.1 8.40 69.0 YEl' 3.01

10 0.91 82-6 75.2 12.4 888 650 YEU 2.19

11 0.94 82_6 77.6 12.1 890 650 YtrD 2.74

12 1;06 82_6 87.6 12.0 8.92 65.0 rED 3.35

13 a.92 82_6 76.0 12 1 8.82 61.0 YE5 2.75

14 1.07 82.6 88.4 12.0 8.93 65.0 YEU 2.75

15 1.24 82.6 99.'1 12 1 8.01 48.0 YtrD 2.86

16 1.22 82.6 100.8 120 7.49 39"0 Itr,O 2.78

17 0.98 82.6 809 12 1 7.35 38.0 YEli 2.36

18 1.'15 826 95.0 12.0 7-40 39.0 YEU 2.81

19 0.93 82.6 75.8 12.1 7.38 36.0 YtrU 3-00

20 1.07 82.6 88.4 12.O 7.37 36.0 rtrD 2.97

21 108 82.6 89.2 12.1 7_34 36.0 YE5 2.54

22 1.21 82.6 99.9 12.O 7.39 37 _0 Ytrt 2.72

23 1.38 82.6 114.O 12.1 7.4',1 39.0 YE,5 10_02

24 1.38 82.6 114.0 12.O 7.3'l 39.0 rtrD -3.70

25 1.27 82.6 104.9 12.1 7.37 3S,0 Ytr,D 2.90

26 1.65 82.6 136.3 12.0 7.39 39.0 YE5 2.72

27 1.32 82.6 109.0 12.1 7.47 39.0 Ytr,s 3.46

28 1.24 82.6 102.4 12"0 7.45 39.0 YEU 3.17

29 1.51 82.6 124.7 12.1 7.45 39.0 Ytr,D 3.06

30 1.57 82.6 ln.7 12.4 7.47 40.0 YE5 2.69

31 0.00 82.6 0.0 0.0 0.00 0.00

lf Cl2 at er*ry point < 0.2 mgl or CT not met, notify DWS within 24 hours.

Rotum by loth of followlng monti by emall, fax, or mail to:

Revised November 2022

971-673-0694; or Drinking Water Services, PO Box 14350, Portand, OR 97293-0350
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