
OHA - Drinking Water Services - Surface Water Quality Data Form
MonthlYear:

lnduding @ntinuous NTU data, if applicable, for optimization recording purposes. Compliance values in cdumns 12 AM through 8 PM may not

conespond to cofltinuous readings' maximum. 2 Fihereo systerfls only.
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lO#:41 mG(Xl WfP: TP -

Highest Reading of the day 1 
INTUI

95% of daily turbidity redings < 1 NTU? 2

All daily turbidity readings < 5 NTU?

Cl's met everyday? (see back)
All CP residual at enfy pornt

> 0.2 mgn?



Panther Creek W D lD#: 41 @603 Month/Year: Dale:212812!2!

Date / Time

Minimum
Ch R€sidual
at lst user

tct3

Contact
Tim€
fi)

Acfilal CT Tomp pH Required CT CT Meflr 3 Peak Houtly Demand
Fbu,

ms/ lminutesl cxT t" cl fcrmula Yes / No IGPMI

1 1-04 g2-6 85.9 12.1 7.ffi 41.0 YED 1.10

2 0.89 82.6 73_5 12-0 7-00 32.0 YElj 3.23

3 o.86 82.6 71.0 12.1 6.98 32,4 YE5 2.85

4 1.2 82.6 100.8 12.0 7.31 37.O YEU 2.U

5 0.89 82.6 73.5 12.1 7 "13 33.0 YtrU 3.',17

6 0.89 82.6 73.5 12.O 7.14 33.0 Ytr,D 3.00

7 101 82.6 83.4 12 1 7-16 34.0 YEU 2.67

8 1.10 82-6 90.9 12.O 7.23 35.0 YEU 2.70

o 0_98 82"6 80.9 12.1 718 35.0 YED 3.1C

10 1.01 82.6 83.4 12.0 7.31 38,0 Ytr,D 2.49

11 0.73 82.6 60.3 12.0 7.2. 34.0 YE5 3.35

12 0.70 826 57.8 12.1 6.99 30.0 YE5 2.15

13 1.35 82.6 111.5 12.1 7.16 34.0 YED 4.99

14 1"35 82.6 111.5 12.4 7.fr 36.0 YtrU 3_11

15 1,22 82,6 1m.8 12.4 7.78 43.0 Ytsli 2-71

16 1.44 82.6 118.9 12.O 7.35 i+0-0 YtrU 3.14

17 1.O2 82.6 84.3 12.1 7.43 40.0 YED 2.86

18 0.95 82.6 78.5 12.9 7,17 :ii!,0 YEt' 3.08

19 1.81 82.6 149,5 12.1 7.23 38.0 YE5 3.24

20 't.46 826 120,6 12.O 7.# 38.0 Ytr,I' 3.14

21 0.97 82.6 80.1 12.1 7.25 35-0 YEU 3.08

2 0.82 82.6 67.7 12.0 7-36 36.0 Ytss 3.17

23 0.79 82.6 65.3 12.1 7.16 35.0 YES 2.96

24 0.78 82.6 64.4 12.4 7.25 360 YEU 269

25 0.56 826 46.3 12.1 7.31 35,0 YE5 3_23

26 0.75 82.6 62.0 12.4 7-24 34.0 YtrD 3.53

27 0"92 82.6 76.0 12"1 7.17 33,0 Ytr,D 2.81

?8 1.09 82.6 s.0 12.0 7-n 35.0 YE5 3.05

29 1,19 82_6 98.3 12.1 7,n 36.0 YtrU 3.14

30 0.00 82.6 00 0.0 0.00 NL,, 0.00

31 0.00 82.6 00 0.0 0-s NL.t 0.00

lf Cl2 at enfy pdnt < 0.2 mgn or CT not met notiry DWS within 24 hours.
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Rotum by 1Oth of following month by email, far, or rnall to:
ov; 97167$0694; or Drinking Water Services, PO Box 14350, Portand, OR 97293-0350

Revised November 2022


