
OHA - Drinking Water Services - Turbidity Monitoring Report Form
County:  Multnomah

Slow Sand, Membrane, Diatomaceous Earth Filtration, or Unfiltered Systems

Portland Water Bureau ID #: OR 4100657 WTP-A Month/Year: 03/2023

DAY
12 AM 
(NTU)

4 AM 
(NTU)

8 AM 
(NTU)

NOON 
(NTU)

4 PM 
(NTU)

8 PM 
(NTU)

Highest 
Reading 

(NTU)

1 0.28 0.28 0.27 0.28 0.28 0.29 0.29
2 0.28 0.28 0.27 0.27 0.29 0.28 0.29
3 0.27 0.28 0.27 0.27 0.28 0.29 0.29
4 0.29 0.28 0.28 0.28 0.28 0.28 0.29
5 0.28 0.27 0.28 0.28 0.27 0.28 0.28
6 0.27 0.27 0.27 0.25 0.28 0.27 0.28
7 0.27 0.27 0.27 0.27 0.27 0.28 0.28
8 0.27 0.27 0.28 0.28 0.43 0.28 0.43
9 0.27 0.27 0.29 0.28 0.28 0.28 0.29

10 0.29 0.29 0.28 0.28 0.28 0.29 0.29
11 0.28 0.28 0.29 0.28 0.29 0.29 0.29
12 0.29 0.30 0.28 0.28 0.29 0.29 0.30
13 0.28 0.28 0.29 0.30 0.29 0.29 0.30
14 0.28 0.29 0.28 0.28 0.29 0.29 0.29
15 0.29 0.29 0.29 0.28 0.29 0.28 0.29
16 0.29 0.28 0.28 0.29 0.29 0.29 0.29
17 0.29 0.29 0.28 0.28 0.28 0.30 0.30
18 0.28 0.28 0.28 0.29 0.28 0.29 0.29
19 0.30 0.30 0.28 0.29 0.28 0.29 0.30
20 0.28 0.28 0.28 0.28 0.28 0.29 0.29
21 0.28 0.28 0.44 0.30 0.33 0.33 0.44
22 0.33 0.31 0.29 0.30 0.30 0.29 0.33
23 0.29 0.29 0.29 0.32 0.30 0.30 0.32
24 0.30 0.30 0.29 1.08 0.29 0.29 1.08
25 0.29 0.28 0.30 0.29 0.29 0.30 0.30
26 0.31 0.29 0.29 0.29 0.28 0.29 0.31
27 0.29 0.29 0.31 0.29 0.30 0.30 0.31
28 0.30 0.30 0.29 0.29 0.38 0.36 0.38
29 0.33 0.33 0.32 0.30 0.30 0.30 0.33
30 0.30 0.30 0.30 0.30 0.29 0.29 0.30
31 0.29 0.29 0.28 0.27 0.27 0.27 0.29

N/A

Yes Yes

¹Filtered systems only

Signature:  Date:
Anna Vosa, P.E.

 

 All daily turbidity 
readings ≤ 5 NTU?

Yes Yes

Slow Sand/Membrane/DE Filtration/Unfiltered Monthly summary

CT's met everyday?
Chlorine residual at 
entry point always

≥ 0.2 mg/L?

Chlorine residual measured in 95% 
of distribution samples?

95% of daily turbidity
readings ≤ 1 NTU?¹  

4/6/2023



Portland Water Bureau ID#: OR 4100657 WTP-A Month/Year: 03/2023

Date / 
Time

Peak 
Hourly 
Flow

Minimum 
Hourly 

Average Free 
Chlorine (C)

Contact 
Time (T)

Actual 
CT

Temp pH
Req'd 

CT
CT Met?

Min. Hourly 
Average Total 

Chlorine at 
First User 

MGD ppm or mg/L min. C x T ˚C Tables Y/N ppm or mg/L
 1 / 4 23.53 1.98 245.7 486.7 3.6 6.69 167.9 Y 1.99

 2 / 18 23.69 2.24 244.1 547.8 3.7 6.67 168.8 Y 2.25
 3 / 10 23.71 2.21 244.0 539.8 3.7 6.70 171.2 Y 2.22
 4 / 13 21.53 2.20 267.4 588.7 3.7 6.70 170.6 Y 2.24
 5 / 4 21.54 2.20 267.4 588.0 3.6 6.70 171.7 Y 2.20

 6 / 18 21.55 2.23 267.2 596.3 3.6 6.69 172.4 Y 2.22
 7 / 11 21.39 2.23 269.3 599.7 3.6 6.69 171.4 Y 2.19
 8 / 18 22.77 2.20 253.4 556.7 3.6 6.71 172.2 Y 2.16
 9 / 19 22.71 2.20 254.2 559.2 3.7 6.71 171.6 Y 2.17

 10 / 11 22.70 2.22 254.3 565.0 3.7 6.72 172.3 Y 2.30
 11 / 15 22.70 2.26 254.2 575.8 3.8 6.70 170.2 Y 2.34
 12 / 8 22.71 2.26 254.3 574.6 3.8 6.72 171.3 Y 2.25
 13 / 6 23.07 2.16 250.2 540.4 3.9 6.71 168.5 Y 2.16
 14 / 3 21.26 2.19 269.8 590.4 3.9 6.70 168.0 Y 2.18
 15 / 4 21.24 2.21 270.5 599.0 4.0 6.72 167.5 Y 2.20
 16 / 9 21.12 2.19 272.4 596.2 4.0 6.69 165.5 Y 2.17
 17 / 3 20.89 2.23 275.0 612.8 4.1 6.72 165.9 Y 2.19

 18 / 15 20.87 2.19 275.1 601.8 4.5 6.73 161.2 Y 2.16
 19 / 19 21.33 2.19 269.7 589.3 4.5 6.72 159.8 Y 2.16
 20 / 22 21.58 2.22 265.5 590.4 4.5 6.73 161.1 Y 2.19
 21 / 4 21.78 2.21 264.1 584.8 4.5 6.73 161.7 Y 2.19
 22 / 6 21.67 2.24 265.8 594.7 4.8 6.71 155.8 Y 2.21

 23 / 21 22.00 2.24 262.0 587.1 4.7 6.71 157.6 Y 2.25
 24 / 0 21.70 2.22 265.0 588.5 4.7 6.71 157.3 Y 2.22
 25 / 6 21.30 2.19 270.2 593.1 4.7 6.71 156.5 Y 2.20
 26 / 9 21.05 2.22 273.2 606.4 4.7 6.72 157.3 Y 2.23
 27 / 0 21.01 2.20 273.7 602.2 4.7 6.71 156.9 Y 2.21
 28 / 7 21.04 2.20 273.6 601.4 4.9 6.73 154.6 Y 2.20

 29 / 22 22.65 2.13 254.3 542.7 4.9 6.75 155.2 Y 2.07
 30 / 4 23.33 2.11 246.4 520.5 4.9 6.73 153.9 Y 2.13

 31 / 11 22.66 2.21 254.6 563.1 4.7 6.74 159.0 Y 2.22

Notes for Conduit 2 (C2):
March 1 to 31, 2023:  Conduit 2 out of service from Headworks to Hudsons Intertie, Conduit 4 feeding Conduit 2 at 
Hudsons Intertie, Conduit 2 in service from Hudsons through Lusted and on to town.

Signature: Date:
Anna Vosa, P.E., Water Quality Engineer

OHA - Drinking Water Services

Surface Water Quality Data Conduit 2

4/6/2023



Portland Water Bureau ID#: OR 4100657 WTP-A Month/Year: 03/2023

Date / 
Time

Peak 
Hourly 
Flow

Minimum 
Hourly 

Average Free 
Chlorine (C)

Contact 
Time (T)

Actual 
CT

Temp pH
Req'd 

CT
CT Met?

Min. Hourly 
Average Total 

Chlorine at 
First User 

MGD ppm or mg/L min. C x T ˚C Tables Y/N ppm or mg/L
 1 / 4 21.33 1.90 462.2 879.8 3.6 6.66 165.2 Y 1.96

 2 / 20 21.44 2.19 459.6 1007.8 3.7 6.64 165.9 Y 2.24
 3 / 21 21.45 2.21 459.6 1013.6 3.7 6.67 168.6 Y 2.21
 4 / 19 21.45 2.20 459.6 1012.3 3.7 6.66 167.8 Y 2.20
 5 / 15 21.47 2.21 459.3 1013.6 3.6 6.66 169.2 Y 2.20
 6 / 2 21.47 2.23 459.2 1024.6 3.6 6.66 170.2 Y 2.22
 7 / 3 21.30 2.23 462.4 1030.4 3.6 6.67 170.0 Y 2.22

 8 / 14 22.74 2.14 433.2 928.3 3.6 6.67 168.7 Y 2.13
 9 / 21 22.31 2.17 441.8 957.6 3.7 6.68 169.0 Y 2.15
 10 / 1 22.32 2.20 441.7 972.7 3.7 6.66 168.2 Y 2.18
 11 / 8 22.32 2.24 441.6 990.2 3.8 6.68 168.1 Y 2.22

 12 / 12 22.33 2.24 441.6 988.5 3.8 6.67 167.4 Y 2.22
 13 / 11 23.35 2.20 421.3 924.8 3.9 6.69 167.6 Y 2.18
 14 / 0 23.13 2.19 425.9 933.2 3.9 6.65 164.9 Y 2.12
 15 / 0 22.29 2.20 441.9 973.7 4.0 6.67 164.4 Y 2.16
 16 / 9 22.16 2.21 444.7 984.5 4.0 6.67 164.2 Y 2.19
 17 / 7 21.96 2.17 448.6 973.3 4.1 6.68 162.3 Y 2.17

 18 / 23 21.96 2.18 448.3 979.1 4.5 6.68 158.3 Y 2.16
 19 / 23 22.38 2.19 440.4 962.7 4.5 6.69 158.0 Y 2.16
 20 / 23 22.73 2.21 434.1 958.7 4.5 6.67 157.5 Y 2.17
 21 / 1 22.78 2.21 432.7 954.9 4.5 6.68 158.3 Y 2.21

 22 / 22 22.62 2.21 435.6 962.5 4.8 6.68 153.9 Y 2.23
 23 / 20 22.90 2.25 430.1 966.9 4.7 6.67 155.4 Y 2.25
 24 / 0 22.69 2.21 434.0 957.1 4.7 6.69 155.8 Y 2.21
 25 / 2 22.31 2.18 441.7 963.3 4.7 6.68 154.6 Y 2.18
 26 / 7 22.11 2.20 446.0 980.1 4.7 6.69 155.4 Y 2.20
 27 / 8 22.08 2.18 446.6 973.5 4.7 6.70 156.1 Y 2.18
 28 / 2 22.04 2.18 446.7 974.1 4.9 6.70 153.0 Y 2.18

 29 / 19 22.40 2.15 439.3 945.6 4.9 6.73 154.1 Y 2.00
 30 / 1 22.91 2.17 430.0 933.8 4.9 6.69 152.2 Y 2.17

 31 / 23 23.18 2.23 425.2 948.1 4.7 6.69 156.6 Y 2.24

Notes for Conduit 3 (C3):
March 1 to 31, 2023:  Conduit 3 in service from Headworks through Lusted and on to town.

Signature: Date:
Anna Vosa, P.E., Water Quality Engineer

OHA - Drinking Water Services

Surface Water Quality Data Conduit 3

4/6/2023



Portland Water Bureau ID#: OR 4100657 WTP-A Month/Year: 03/2023

Date / 
Time

Peak 
Hourly 
Flow

Minimum 
Hourly 

Average Free 
Chlorine (C)

Contact 
Time (T)

Actual 
CT

Temp pH
Req'd 

CT
CT Met?

Min. Hourly 
Average Total 

Chlorine at 
First User 

MGD ppm or mg/L min. C x T ˚C Tables Y/N ppm or mg/L
 1 / 9 35.83 1.94 252.8 491.8 3.6 6.67 166.0 Y 1.92

 2 / 20 36.05 2.22 251.3 556.6 3.7 6.65 167.2 Y 2.15
 3 / 5 36.01 2.18 251.4 548.2 3.7 6.66 167.8 Y 2.11

 4 / 20 33.14 2.20 274.1 602.7 3.7 6.65 167.3 Y 2.14
 5 / 19 33.17 2.19 274.0 601.0 3.6 6.65 168.3 Y 2.14
 6 / 3 33.15 2.23 273.9 610.2 3.6 6.66 170.3 Y 2.19

 7 / 14 32.89 2.22 276.2 613.6 3.6 6.67 170.4 Y 2.17
 8 / 18 34.82 2.20 260.4 572.1 3.6 6.67 169.8 Y 2.14
 9 / 18 34.68 2.19 261.3 573.1 3.7 6.70 170.8 Y 2.14
 10 / 6 34.72 2.22 261.2 578.7 3.7 6.67 168.7 Y 2.16

 11 / 10 34.75 2.26 261.2 590.5 3.8 6.67 168.3 Y 2.19
 12 / 4 34.73 2.26 261.3 589.7 3.8 6.68 168.4 Y 2.17
 13 / 6 35.27 2.16 257.1 554.7 3.9 6.68 166.0 Y 2.10
 14 / 3 32.75 2.19 276.5 605.6 3.9 6.66 165.6 Y 2.13
 15 / 3 32.62 2.16 277.5 600.7 4.0 6.65 162.7 Y 2.12
 16 / 6 32.59 2.18 279.0 608.6 4.0 6.68 164.7 Y 2.14
 17 / 5 32.30 2.22 281.5 625.2 4.1 6.68 163.1 Y 2.12

 18 / 22 32.25 2.18 281.6 614.6 4.5 6.69 158.3 Y 2.08
 19 / 12 32.87 2.18 276.3 601.9 4.5 6.70 158.3 Y 2.12
 20 / 22 33.20 2.21 272.2 602.4 4.5 6.70 159.3 Y 2.18
 21 / 4 33.49 2.21 270.8 597.9 4.5 6.70 159.6 Y 2.21
 22 / 3 33.20 2.23 273.0 608.8 4.8 6.67 153.4 Y 2.22

 23 / 21 33.66 2.24 269.2 603.6 4.7 6.68 155.8 Y 2.26
 24 / 0 33.39 2.22 271.8 603.6 4.7 6.69 155.6 Y 2.24
 25 / 3 32.82 2.20 276.9 608.1 4.7 6.66 154.0 Y 2.21
 26 / 2 32.46 2.22 279.9 622.0 4.7 6.69 155.6 Y 2.22
 27 / 8 32.41 2.20 280.3 617.1 4.7 6.69 155.6 Y 2.20
 28 / 6 32.34 2.20 280.6 617.9 4.9 6.69 152.9 Y 2.21

 29 / 22 34.75 2.13 261.0 556.4 4.9 6.71 153.0 Y 2.11
 30 / 3 35.58 2.12 253.5 538.3 4.9 6.71 152.5 Y 2.11
 31 / 7 34.63 2.21 261.7 578.3 4.7 6.69 156.1 Y 2.22

Notes for Conduit 4 (C4):
March 1 to 31, 2023:  Conduit 4 in service from Headworks through Lusted and on to town.  Conduit 4 feeding 
Conduit 2 at Hudsons Interite.

Signature: Date:
Anna Vosa, P.E., Water Quality Engineer

OHA - Drinking Water Services

Surface Water Quality Data Conduit 4

4/6/2023



OHA Drinking Water Services - Raw Coliform Data (Unfiltered)

Portland Water Bureau ID#: OR 4100657 Month/Year: 03/2023

Date
Fecal Coliform 
(CFU/100mL)

3/1/2023 <1

3/2/2023 2

3/3/2023 1

3/4/2023 <1

3/5/2023 <1

3/6/2023 1

3/7/2023 <1

3/8/2023 <1

3/9/2023 <1

3/10/2023 <1

3/11/2023 <1

3/12/2023 <1

3/13/2023 1

3/14/2023 <1

3/15/2023 <1

3/16/2023 <1

3/17/2023 <1

3/18/2023 1

3/19/2023 <1

3/20/2023 <1

3/21/2023 <1

3/22/2023 <1

3/23/2023 1

3/24/2023 <1

3/25/2023 <1

3/26/2023 <1

3/27/2023 <1

3/28/2023 <1

3/29/2023 1

3/30/2023 <1

3/31/2023 1

Note:  Fecal Coliform sampled at active Headworks Raw Water Intake (either 2P or 2PIS)

Six Month Summary:
# of Samples For Fecal Coliform: 165
# of Samples  > 20 CFU/100mL: 1

Percent: 0.6%

Comments




