OHA - Drinking Water Services - Turbidity Monitoring Report Form

County: Multhomah
Slow Sand, Membrane, Diatomaceous Earth Filtration, or Unfiltered Systems

Portland Water Bureau ID #: OR 4100657 WTP-A Month/Year: 05/2023
Ay | 12AM | 4AM | 8AM | NOON | 4PM | 8PM :;ggf:;
(NTU) (NTU) (NTU) (NTU) (NTU) (NTU) (NTU)
1 0.25 0.28 0.27 0.27 0.27 0.27 0.28
2 0.28 0.27 0.27 0.27 0.27 0.28 0.28
3 0.27 0.28 0.27 0.28 0.27 0.27 0.28
4 0.28 0.29 0.28 0.30 0.29 0.29 0.30
5 0.29 0.29 0.29 0.29 0.29 0.29 0.29
6 0.29 0.29 0.29 0.30 0.30 0.30 0.30
7 0.30 0.30 0.30 0.30 0.30 0.30 0.30
8 0.30 0.31 0.30 0.30 0.30 0.30 0.31
9 0.30 0.30 0.30 0.30 0.30 0.30 0.30
10 0.32 0.33 0.31 0.37 0.31 0.31 0.37
11 0.32 0.32 0.32 0.29 0.29 0.31 0.32
12 0.29 0.29 0.29 0.29 0.30 0.30 0.30
13 0.30 0.29 0.29 0.30 0.29 0.30 0.30
14 0.29 0.30 0.30 0.30 0.29 0.31 0.31
15 0.29 0.29 0.27 0.29 0.28 0.31 0.31
16 0.31 0.31 0.31 0.30 0.31 0.32 0.32
17 0.32 0.33 0.31 0.30 0.30 0.32 0.33
18 0.32 0.30 0.30 0.32 0.33 0.31 0.33
19 0.31 0.32 0.32 0.30 0.30 0.31 0.32
20 0.31 0.30 0.31 0.30 0.31 0.32 0.32
21 0.30 0.32 0.31 0.31 0.31 0.33 0.33
22 0.32 0.30 0.30 0.34 0.32 0.30 0.34
23 0.32 0.32 0.30 0.34 0.35 0.34 0.35
24 0.36 0.34 0.34 0.34 0.33 0.33 0.36
25 0.34 0.33 0.33 0.35 0.33 0.34 0.35
26 0.34 0.34 0.34 0.35 0.33 0.33 0.35
27 0.33 0.33 0.32 0.34 0.34 0.34 0.34
28 0.33 0.35 0.33 0.43 0.34 0.34 0.43
29 0.36 0.33 0.34 0.35 0.35 0.34 0.36
30 0.35 0.35 0.35 0.36 0.36 0.37 0.37
31 0.38 0.38 0.40 0.34 0.34 0.35 0.40
Slow Sand/Membrane/DE Filtration/Unfiltered Monthly summary
. . Chlorine residual at . . .
>0.2 mg/L?
regg;zllsyst lg?\ﬁ.'g? Yes Yes Yes Yes

'Filtered systems only

Signature: aMM Va__

Anna Vosa, P.E.

Date: 6/7/23




OHA Drinking Water Services - Raw Coliform Data (Unfiltered)

Portland Water Bureau ID#: OR 4100657 Month/Year: 5/2023
Date Fg:;ﬁg:;:g" Comments
5/1/2023 <1
5/2/2023 <1
5/3/2023 <1
5/4/2023 1
5/5/2023 <1
5/6/2023 <1
5/7/2023 <1
5/8/2023 1
5/9/2023 <1
5/10/2023 1
5/11/2023 <1
5/12/2023 <1
5/13/2023 <1
5/14/2023 <1
5/15/2023 <1
5/16/2023 <1
5/17/2023 <1
5/18/2023 1
5/19/2023 <1
5/20/2023 <1
5/21/2023 <1
5/22/2023 <1
5/23/2023 <1
5/24/2023 <1
5/25/2023 1
5/26/2023 <1
5/27/2023 <1
5/28/2023 <1
5/29/2023 <1
5/30/2023 1
5/31/2023 <1

Note: Fecal Coliform sampled at active Headworks Raw Water Intake (either 2P or 2PIS)

Six Month Summary:

# of Samples For Fecal Coliform:

180

# of Samples > 20 CFU/100mL.:

Percent:

0.0%




OHA - Drinking Water Services

Surface Water Quality Data Conduit 2

Portland Water Bureau ID#: OR 4100657 WTP-A Month/Year: 05/2023
Date/ | o3k Mlilnimlljm Contact | Actual Req'd AMin' Ho?? |
ate ourly ontac ctua eq' verage Tota
Time H;::\Ily Average Free | Time (T) CT Temp PH CT CT Met? Chlorine at
Chlorine (C) First User
MGD ppm or mg/L min. CxT °C Tables Y/N ppm or mg/L
1/13 24.47 2.19 236.4 518.0 6.3 6.64 138.5 Y 2.17
2/3 24 .40 2.19 236.9 518.4 6.7 6.65 136.0 Y 217
3/8 24.08 2.21 239.8 531.0 6.6 6.63 135.9 Y 2.18
4714 24.34 2.20 237.5 522.5 6.7 6.61 133.6 Y 2.20
5/20 23.97 2.19 240.0 524.5 6.8 6.64 134.2 Y 2.18
6/5 24.07 2.22 240.3 532.8 6.8 6.67 136.3 Y 2.20
718 23.91 2.16 2415 522.5 6.7 6.59 132.7 Y 2.14
8/8 24.14 2.15 239.6 514.9 7.1 6.67 133.2 Y 2.14
9/3 23.41 2.20 244 .9 539.4 7.0 6.65 133.7 Y 2.18
10/20 | 25.55 2.18 226.4 494 1 7.5 6.63 128.9 Y 2.18
11/8 27.67 2.23 209.7 467.4 7.5 6.63 129.8 Y 2.18
12/8 27.75 2.16 207.3 448.7 7.7 6.65 128.4 Y 2.15
13/7 28.39 217 204.8 4447 7.8 6.63 126.6 Y 2.16
14/ 21 31.01 217 187.6 407.5 8.8 6.61 118.8 Y 217
15/7 32.88 2.20 177.5 391.3 8.6 6.66 122.4 Y 2.18
16/7 32.10 2.22 180.7 400.5 8.3 6.65 124.5 Y 2.19
17/16 || 33.68 2.18 173.1 377.4 8.2 6.68 126.6 Y 2.18
18/8 33.79 2.21 172.8 382.1 8.4 6.63 122.9 Y 2.21
19/8 33.69 2.18 173.1 378.0 8.5 6.64 122.0 Y 2.17
20/8 33.33 2.22 175.1 388.6 8.8 6.65 120.9 Y 2.20
21/12 || 32.84 2.20 176.7 389.6 8.8 6.66 121.2 Y 2.19
22 /22 | 32.98 2.21 176.8 390.4 8.9 6.65 119.8 Y 2.20
23/18 | 33.04 2.19 176.7 386.5 8.9 6.64 119.4 Y 2.18
24 /8 33.02 2.20 176.7 388.8 9.2 6.65 117.7 Y 2.19
2517 32.54 2.19 179.1 391.7 9.4 6.64 115.7 Y 2.16
26/7 32.31 2.19 180.5 394.6 9.6 6.67 115.2 Y 2.17
2717 34.23 2.19 170.7 374.5 9.7 6.65 114.2 Y 2.20
28 /17 || 33.94 2.22 171.9 380.9 9.6 6.68 115.9 Y 2.23
29/8 33.96 2.20 1721 378.4 9.9 6.66 112.7 Y 2.18
30/16 |[ 33.95 2.19 172.0 376.2 10.0 6.66 111.6 Y 2.16
31/7 33.90 2.21 172.2 380.0 10.1 6.67 111.9 Y 2.16

Notes for Conduit 2 (C2):
May 1 to 31, 2023: Conduit 2 out of service from Headworks to Hudsons Intertie, Conduit 4 feeding Conduit 2 at
Hudsons Intertie, Conduit 2 in service from Hudsons through Lusted and on to town.

Signature: Ornna. V2 Date: 6/7/23

Anna Vosa, P.E., Water Quality Engineer



OHA - Drinking Water Services

Surface Water Quality Data Conduit 3

Portland Water Bureau ID#: OR 4100657 WTP-A Month/Year: 05/2023
Date/ | o3k Mlilnimlljm Contact | Actual Req'd AMin' Ho?? |
ate ourly ontac ctua eq' verage Tota
Time H;z;lly Average Free | Time (T) CT Temp PH CT CT Met? Chlorine at
Chlorine (C) First User
MGD ppm or mg/L min. CxT °C Tables Y/N ppm or mg/L
1/7 21.86 2.21 450.2 9954 6.3 6.59 136.0 Y 2.19
2/1 21.85 2.21 450.3 994.6 6.7 6.56 131.9 Y 2.18
3/6 21.61 2.22 4554 1012.4 6.6 6.57 132.9 Y 2.15
4/19 21.79 2.20 451.5 995.6 6.7 6.59 132.8 Y 217
5/0 21.66 2.21 454.7 1003.8 6.8 6.57 131.0 Y 2.17
6/5 21.56 2.19 456.5 999.2 6.8 6.61 132.8 Y 2.15
7120 21.47 2.15 458.2 985.4 6.7 6.60 132.8 Y 2.14
8/7 21.62 2.19 455.2 997.1 7.1 6.59 129.5 Y 2.16
9/23 26.00 2.19 378.3 829.0 7.0 6.58 130.2 Y 2.16
10/7 26.07 2.16 377.7 816.8 7.5 6.59 126.8 Y 2.16
11/5 26.00 2.21 378.7 837.8 7.5 6.58 127.2 Y 2.21
12/23 | 26.34 2.18 373.4 815.8 7.7 6.59 125.6 Y 2.19
13/7 26.48 2.18 371.3 810.4 7.8 6.59 124.6 Y 2.19
14 /23| 26.81 2.16 366.0 791.9 8.8 6.54 115.4 Y 2.17
15/23 | 28.31 2.21 344.6 762.7 8.6 6.57 118.4 Y 2.24
16/3 31.42 2.22 312.5 692.8 8.3 6.59 121.7 Y 2.26
1713 30.75 2.15 319.6 688.3 8.2 6.59 122.2 Y 2.20
18/22 || 36.77 217 266.9 578.3 8.4 6.55 118.2 Y 2.20
19/1 36.82 2.18 267.0 581.3 8.5 6.60 119.9 Y 2.22
20/9 31.64 2.22 310.4 688.9 8.8 6.60 119.1 Y 2.25
21 /1 31.48 2.17 312.2 676.0 8.8 6.60 118.3 Y 2.20
22 /1 31.01 2.20 317.0 696.0 8.9 6.61 117.8 Y 2.21
23/3 26.20 2.21 375.4 831.3 8.9 6.60 117.7 Y 2.22
24 /3 26.24 2.23 375.3 835.6 9.2 6.59 115.6 Y 2.22
25/2 25.94 2.20 379.0 835.1 9.4 6.61 114.5 Y 2.20
26/7 30.84 2.19 318.2 696.8 9.6 6.63 113.6 Y 2.22
2719 30.85 2.20 318.2 700.6 9.7 6.62 112.7 Y 2.23
28/0 30.70 2.21 319.8 705.8 9.6 6.61 112.8 Y 2.23
29/5 30.66 2.17 320.2 695.4 9.9 6.63 111.0 Y 2.18
30/23 || 25.99 2.18 378.3 825.8 10.0 6.59 108.5 Y 2.21
31/8 26.00 2.19 378.4 829.4 10.1 6.64 110.2 Y 2.16

Notes for Conduit 3 (C3):

May 1 to 31, 2023: Conduit 3 in service from Headworks through Lusted and on to town.

Signature: Ornna. V2

Anna Vosa, P.E., Water Quality Engineer

Date: 6/7/23




OHA - Drinking Water Services

Surface Water Quality Data Conduit 4

Portland Water Bureau ID#: OR 4100657 WTP-A Month/Year: 05/2023
Date/ | o3k Mlilnimlljm Contact | Actual Req'd AMin' Ho?? |
ate ourly ontac ctua eq' verage Tota
Time H;::\Ily Average Free | Time (T) CT Temp PH CT CT Met? Chlorine at
Chlorine (C) First User
MGD ppm or mg/L min. CxT °C Tables Y/N ppm or mg/L
1/5 37.05 2.19 243.8 535.0 6.3 6.61 1371 Y 2.15
2/3 37.00 2.19 244 .2 535.9 6.7 6.61 134.4 Y 2.14
3/9 36.62 2.22 247.0 548.2 6.6 6.60 134.3 Y 2.16
4/20 36.93 2.21 244.8 541.0 6.7 6.62 134.4 Y 2.21
5/20 36.46 2.20 247.2 543.3 6.8 6.62 133.5 Y 2.19
6/3 36.46 2.23 247.9 553.0 6.8 6.63 134.5 Y 2.21
7122 36.33 2.18 248.7 541.0 6.7 6.62 134.5 Y 2.13
8/4 36.57 2.16 247.0 534.1 7.1 6.61 130.2 Y 2.12
9/3 35.74 2.22 251.9 558.6 7.0 6.62 132.6 Y 2.15
10/22 || 38.46 2.20 234.0 514 .4 7.5 6.63 129.0 Y 2.16
11/7 41.40 2.25 217.2 488.4 7.5 6.61 129.2 Y 2.18
1217 41.47 2.18 215.0 469.1 7.7 6.63 127 1 Y 2.12
13/7 42.27 2.19 212.6 465.4 7.8 6.62 125.9 Y 2.16
14 /14 || 45.91 2.19 195.1 427 .4 8.8 6.68 122.2 Y 2.13
15/9 48.36 2.22 185.1 411.7 8.6 6.64 121.5 Y 2.15
16/7 47.50 2.24 188.0 420.6 8.3 6.63 123.9 Y 2.18
17121 | 49.67 2.20 180.3 396.8 8.2 6.59 122.5 Y 2.14
18/7 49.69 2.23 180.2 401.6 8.4 6.62 122.6 Y 2.13
19/7 49.62 2.20 180.4 397.6 8.5 6.64 121.8 Y 2.15
20/9 49.08 2.24 182.5 409.4 8.8 6.63 120.3 Y 2.18
21/8 48.50 2.22 184.0 408.5 8.8 6.63 120.0 Y 2.12
22 /22| 48.73 2.22 184.0 409.1 8.9 6.63 119.2 Y 2.12
2317 48.69 2.20 184.0 405.8 8.9 6.52 114.0 Y 2.1
24 /11 || 48.71 2.21 184.0 407.5 9.2 6.65 118.1 Y 2.16
2517 47.95 2.20 186.6 410.1 9.4 6.64 115.7 Y 2.13
26/7 47.73 2.20 187.8 413.1 9.6 6.67 115.2 Y 2.13
27 /22 || 50.30 2.21 178.1 393.3 9.7 6.64 114.0 Y 2.09
28 /22 | 49.84 2.23 179.3 399.9 9.6 6.65 114.7 Y 2.05
29/19 | 49.82 2.21 179.6 397.3 9.9 6.64 111.8 Y 2.06
30/22 || 49.84 2.20 179.5 394.9 10.0 6.66 111.7 Y 2.12
31/7 49.61 2.22 179.9 399.1 10.1 6.68 112.4 Y 2.20

Notes for Conduit 4 (C4):
May 1 to 31, 2023: Conduit 4 in service from Headworks through Lusted and on to town. Conduit 4 feeding
Conduit 2 at Hudsons Interite.

Signature: aMM Vo Date: 6/7/23

Anna Vosa, P.E., Water Quality Engineer





