
OHA - Drinking Water Services - Turbidity Monitoring Report Form
County:  Multnomah

Slow Sand, Membrane, Diatomaceous Earth Filtration, or Unfiltered Systems

Portland Water Bureau ID #: OR 4100657 WTP-A Month/Year: 06/2023

DAY
12 AM 
(NTU)

4 AM 
(NTU)

8 AM 
(NTU)

NOON 
(NTU)

4 PM 
(NTU)

8 PM 
(NTU)

Highest 
Reading 

(NTU)

1 0.34 0.33 0.35 0.35 0.36 0.38 0.38
2 0.35 0.35 0.35 0.35 0.39 0.35 0.39
3 0.34 0.35 0.34 0.57 0.47 0.38 0.57
4 0.38 0.37 0.38 0.40 0.38 0.35 0.40
5 0.36 0.36 0.35 0.38 0.37 0.35 0.38
6 0.36 0.35 0.35 0.35 0.36 0.35 0.36
7 0.36 0.35 0.35 0.36 0.35 0.35 0.36
8 0.34 0.35 0.35 0.35 0.34 0.34 0.35
9 0.33 0.35 0.35 0.33 0.32 0.33 0.35

10 0.34 0.33 0.33 0.32 0.31 0.32 0.34
11 0.30 0.30 0.31 0.32 0.29 0.30 0.32
12 0.30 0.30 0.31 0.30 0.30 0.29 0.31
13 0.29 0.29 0.30 0.30 0.30 0.29 0.30
14 0.30 0.29 0.29 0.28 0.28 0.28 0.30
15 0.30 0.28 0.29 0.25 0.24 0.25 0.30
16 0.25 0.27 0.27 0.26 0.26 0.24 0.27
17 0.24 0.24 0.27 0.24 0.24 0.24 0.27
18 0.25 0.25 0.25 0.25 0.24 0.24 0.25
19 0.26 0.24 0.24 0.24 0.25 0.23 0.26
20 0.24 0.25 0.28 0.24 0.23 0.24 0.28
21 0.24 0.24 0.24 0.24 0.23 0.25 0.25
22 0.25 0.24 0.24 0.26 0.24 0.24 0.26
23 0.24 0.24 0.24 0.24 0.24 0.24 0.24
24 0.24 0.24 0.25 0.24 0.24 0.25 0.25
25 0.26 0.28 0.25 0.25 0.25 0.25 0.28
26 0.25 0.25 0.26 0.24 0.25 0.24 0.26
27 0.25 0.25 0.26 0.24 0.24 0.24 0.26
28 0.24 0.24 0.24 0.24 0.25 0.25 0.25
29 0.25 0.24 0.24 0.24 0.25 0.24 0.25
30 0.24 0.25 0.25 0.24 0.25 0.25 0.25

N/A

Yes Yes

¹Filtered systems only

Signature:  Date:
Anna Vosa, P.E.

 

 All daily turbidity 
readings ≤ 5 NTU?

Yes Yes

Slow Sand/Membrane/DE Filtration/Unfiltered Monthly summary

CT's met everyday?
Chlorine residual at 
entry point always

≥ 0.2 mg/L?

Chlorine residual measured in 95% 
of distribution samples?

95% of daily turbidity
readings ≤ 1 NTU?¹  

7/6/23



OHA Drinking Water Services - Raw Coliform Data (Unfiltered)

Portland Water Bureau ID#: OR 4100657 Month/Year: 06/2023

Date
Fecal Coliform 
(CFU/100mL)

6/1/2023 <1

6/2/2023 <1

6/3/2023 <1

6/4/2023 <1

6/5/2023 <1

6/6/2023 <1

6/7/2023 <1

6/8/2023 1

6/9/2023 <1

6/10/2023 <1

6/11/2023 <1

6/12/2023 <1

6/13/2023 <1

6/14/2023 <1

6/15/2023 <1

6/16/2023 <1

6/17/2023 <1

6/18/2023 1

6/19/2023 <1

6/20/2023 <1

6/21/2023 1

6/22/2023 1

6/23/2023 1

6/24/2023 1

6/25/2023 <1

6/26/2023 <1

6/27/2023 <1

6/28/2023 <1

6/29/2023 <1

6/30/2023 1

Note:  Fecal Coliform sampled at active Headworks Raw Water Intake (either 2P or 2PIS)

Six Month Summary:
# of Samples For Fecal Coliform: 180
# of Samples  > 20 CFU/100mL: 0

Percent: 0.0%

Comments



Portland Water Bureau ID#: OR 4100657 WTP-A Month/Year: 06/2023

Date / 
Time

Peak 
Hourly 
Flow

Minimum 
Hourly 

Average Free 
Chlorine (C)

Contact 
Time (T)

Actual 
CT

Temp pH
Req'd 

CT
CT Met?

Min. Hourly 
Average Total 

Chlorine at 
First User 

MGD ppm or mg/L min. C x T ˚C Tables Y/N ppm or mg/L
 1 / 7 33.82 2.19 172.9 378.8 10.3 6.67 110.1 Y 2.20

 2 / 22 33.71 2.19 173.1 379.0 10.4 6.67 109.4 Y 2.19
 3 / 15 35.69 2.21 163.7 361.3 10.5 6.76 113.1 Y 2.17
 4 / 16 35.13 2.19 166.3 364.1 10.6 6.80 112.6 Y 2.15
 5 / 5 34.84 2.23 167.2 372.4 10.9 6.76 109.5 Y 2.13

 6 / 22 36.73 2.21 159.1 352.0 11.1 6.73 107.0 Y 2.09
 7 / 11 37.47 1.88 158.1 296.7 11.0 7.01 115.1 Y 1.90
 8 / 7 35.29 2.25 215.7 485.5 11.0 6.87 112.8 Y 2.36
 9 / 9 35.28 2.21 215.9 478.0 11.0 6.84 111.6 Y 2.31

 10 / 4 29.89 2.19 254.6 557.8 11.3 6.85 109.9 Y 2.26
 11 / 1 29.90 2.20 254.9 559.7 11.4 6.84 108.5 Y 2.31

 12 / 21 34.42 2.17 220.8 478.6 11.7 6.81 105.3 Y 2.29
 13 / 9 34.64 2.27 219.9 499.4 11.4 6.81 107.7 Y 2.40
 14 / 4 33.92 2.60 224.6 583.7 11.7 6.81 108.8 Y 2.52

 15 / 14 35.11 2.43 216.6 526.3 11.9 6.83 106.6 Y 2.33
 16 / 15 30.22 2.43 252.0 612.1 12.1 6.85 105.7 Y 2.31
 17 / 10 30.33 2.49 251.0 625.7 11.8 6.82 107.0 Y 2.40
 18 / 18 29.86 2.52 255.0 642.3 12.2 6.82 104.5 Y 2.45
 19 / 9 26.33 2.48 288.7 717.2 11.9 6.83 106.3 Y 2.41

 20 / 10 26.55 2.52 286.5 722.9 12.1 6.83 105.9 Y 2.45
 21 / 21 27.08 2.48 280.7 696.5 12.2 6.85 105.4 Y 2.40
 22 / 22 32.70 2.49 231.9 576.9 12.5 6.82 102.1 Y 2.41
 23 / 21 34.53 2.41 220.2 531.7 12.4 6.82 101.6 Y 2.34
 24 / 8 34.81 2.48 218.6 541.9 12.4 6.87 104.0 Y 2.42

 25 / 14 34.76 2.47 218.8 541.3 12.8 6.89 101.8 Y 2.42
 26 / 6 34.96 2.49 218.2 543.0 12.8 6.87 101.6 Y 2.43
 27 / 9 34.19 2.48 222.0 550.9 12.8 6.86 101.0 Y 2.44
 28 / 6 34.13 2.47 223.5 553.2 13.0 6.87 100.1 Y 2.41
 29 / 6 34.02 2.49 223.9 557.9 13.1 6.87 98.5 Y 2.43

 30 / 22 34.48 2.45 220.6 540.8 13.6 6.84 93.2 Y 2.40

Notes for Conduit 2 (C2):
June 1 to 7, 2023:  Conduit 2 out of service from Headworks to Hudsons Intertie, Conduit 4 feeding Conduit 2 at 
Hudsons Intertie, Conduit 2 in service from Hudsons through Lusted and on to town.
June 8 to 30, 2022: Conduit 2 in service from Headworks to Lusted and on to town.

Signature: Date:
Anna Vosa, P.E., Water Quality Engineer

OHA - Drinking Water Services

Surface Water Quality Data Conduit 2

7/6/23



Portland Water Bureau ID#: OR 4100657 WTP-A Month/Year: 06/2023

Date / 
Time

Peak 
Hourly 
Flow

Minimum 
Hourly 

Average Free 
Chlorine (C)

Contact 
Time (T)

Actual 
CT

Temp pH
Req'd 

CT
CT Met?

Min. Hourly 
Average Total 

Chlorine at 
First User 

MGD ppm or mg/L min. C x T ˚C Tables Y/N ppm or mg/L
 1 / 2 25.93 2.19 379.4 830.8 10.3 6.62 107.5 Y 2.15

 2 / 23 30.91 2.17 317.2 689.7 10.4 6.61 106.7 Y 2.16
 3 / 15 34.34 2.16 286.0 618.9 10.5 6.67 108.6 Y 2.14
 4 / 14 33.96 2.16 288.8 624.2 10.6 6.70 108.4 Y 2.17
 5 / 14 33.49 2.20 292.5 643.1 10.9 6.71 107.5 Y 2.14
 6 / 11 33.67 2.16 291.1 628.6 11.1 6.68 104.1 Y 2.22
 7 / 6 33.31 2.06 294.7 606.0 11.0 6.67 103.7 Y 2.09
 8 / 8 32.32 2.23 303.7 678.0 11.0 6.65 104.2 Y 2.28
 9 / 2 32.32 2.18 303.9 663.9 11.0 6.68 104.7 Y 2.22

 10 / 0 32.28 2.20 304.1 670.1 11.3 6.67 102.9 Y 2.26
 11 / 3 32.30 2.19 304.3 667.0 11.4 6.67 102.0 Y 2.22
 12 / 3 31.33 2.16 313.2 677.4 11.7 6.68 100.2 Y 2.19

 13 / 14 32.76 2.23 299.9 670.1 11.4 6.67 101.9 Y 2.25
 14 / 14 32.64 2.50 300.8 751.5 11.7 6.64 101.9 Y 2.52
 15 / 21 32.25 2.47 304.3 752.5 11.9 6.63 99.9 Y 2.48
 16 / 15 32.85 2.45 298.9 731.8 12.1 6.66 99.2 Y 2.47
 17 / 16 33.48 2.45 293.2 719.1 11.8 6.66 101.2 Y 2.47
 18 / 23 28.05 2.47 349.7 865.6 12.2 6.65 98.1 Y 2.49
 19 / 0 28.06 2.49 349.7 869.7 11.9 6.64 99.7 Y 2.50
 20 / 7 28.24 2.50 347.3 867.0 12.1 6.65 99.3 Y 2.51

 21 / 22 28.14 2.51 348.1 873.0 12.2 6.64 98.4 Y 2.52
 22 / 21 28.69 2.46 341.5 839.5 12.5 6.61 94.4 Y 2.46
 23 / 23 30.11 2.45 325.6 799.3 12.4 6.64 95.6 Y 2.44
 24 / 14 30.40 2.47 322.2 795.4 12.4 6.69 97.8 Y 2.50
 25 / 10 30.65 2.45 320.2 784.0 12.8 6.66 93.2 Y 2.47
 26 / 0 30.23 2.46 324.5 798.4 12.8 6.66 93.9 Y 2.48
 27 / 1 30.23 2.44 324.9 794.3 12.8 6.66 93.5 Y 2.46
 28 / 2 30.20 2.46 325.2 800.5 13.0 6.68 93.2 Y 2.47

 29 / 13 29.77 2.48 328.8 815.1 13.1 6.71 93.1 Y 2.49
 30 / 23 29.64 2.47 330.9 817.2 13.6 6.63 86.7 Y 2.49

Notes for Conduit 3 (C3):
June 1 to 30, 2023:  Conduit 3 in service from Headworks through Lusted and on to town.

Signature: Date:
Anna Vosa, P.E., Water Quality Engineer

OHA - Drinking Water Services

Surface Water Quality Data Conduit 3

7/6/23



Portland Water Bureau ID#: OR 4100657 WTP-A Month/Year: 06/2023

Date / 
Time

Peak 
Hourly 
Flow

Minimum 
Hourly 

Average Free 
Chlorine (C)

Contact 
Time (T)

Actual 
CT

Temp pH
Req'd 

CT
CT Met?

Min. Hourly 
Average Total 

Chlorine at 
First User 

MGD ppm or mg/L min. C x T ˚C Tables Y/N ppm or mg/L
 1 / 9 49.59 2.21 180.4 397.8 10.3 6.64 108.9 Y 2.18

 2 / 22 49.46 2.20 180.7 398.2 10.4 6.66 109.5 Y 2.17
 3 / 15 52.26 2.21 171.0 378.2 10.5 6.73 111.8 Y 2.11
 4 / 14 51.50 2.20 173.6 382.8 10.6 6.75 110.9 Y 2.14
 5 / 5 50.97 2.24 174.7 391.7 10.9 6.72 108.1 Y 2.14

 6 / 22 53.72 2.22 166.3 369.6 11.1 6.69 105.1 Y 2.14
 7 / 11 55.51 2.18 164.3 357.6 11.0 6.73 106.8 Y 2.11
 8 / 3 54.47 2.19 233.3 511.2 11.0 6.72 106.3 Y 2.14
 9 / 1 54.53 2.21 233.2 515.3 11.0 6.74 107.4 Y 2.13

 10 / 5 49.05 2.18 259.4 566.3 11.3 6.74 105.6 Y 2.22
 11 / 3 49.10 2.19 259.4 567.2 11.4 6.74 104.8 Y 2.24
 12 / 6 47.14 2.18 270.2 589.5 11.7 6.74 102.8 Y 2.23
 13 / 8 48.18 2.22 263.1 583.2 11.4 6.71 103.3 Y 2.25

 14 / 23 51.87 2.53 245.1 619.0 11.7 6.72 105.2 Y 2.46
 15 / 15 53.72 2.45 236.6 579.0 11.9 6.74 103.6 Y 2.37
 16 / 5 53.93 2.50 235.7 588.4 12.1 6.72 102.0 Y 2.39

 17 / 22 54.17 2.47 234.7 579.6 11.8 6.74 104.1 Y 2.37
 18 / 0 54.08 2.52 234.9 592.0 12.2 6.74 101.6 Y 2.43
 19 / 4 48.94 2.54 259.9 659.8 11.9 6.72 103.5 Y 2.43
 20 / 7 49.38 2.53 257.7 652.7 12.1 6.73 102.6 Y 2.42

 21 / 16 44.86 2.50 283.5 707.9 12.2 6.75 102.1 Y 2.41
 22 / 14 45.18 2.47 281.0 695.2 12.5 6.76 100.0 Y 2.41
 23 / 20 51.83 2.47 245.3 605.7 12.4 6.71 98.6 Y 2.43
 24 / 6 56.23 2.53 226.0 571.0 12.4 6.75 100.2 Y 2.49

 25 / 14 55.83 2.52 227.2 572.7 12.8 6.76 97.4 Y 2.50
 26 / 6 55.97 2.48 227.0 563.7 12.8 6.75 97.2 Y 2.42
 27 / 4 55.80 2.49 227.9 567.5 12.8 6.75 97.1 Y 2.42
 28 / 1 54.63 2.51 232.6 584.9 13.0 6.75 96.0 Y 2.43
 29 / 7 54.10 2.53 234.7 593.1 13.1 6.74 94.3 Y 2.42

 30 / 23 55.68 2.44 228.1 556.2 13.6 6.73 89.7 Y 2.36

Notes for Conduit 4 (C4):
June 1 to 7, 2023:  Conduit 4 in service from Headworks through Lusted and on to town.  Conduit 4 feeding 
Conduit 2 at Hudsons Interite.
June 8 to 30, 2023:  Conduit 4 in service from Headworks through Lusted and on to town.

Signature: Date:
Anna Vosa, P.E., Water Quality Engineer

OHA - Drinking Water Services

Surface Water Quality Data Conduit 4

7/6/23




