OHA - Drinking Water Services - Turbidity Monitoring Report Form

County: Multhomah
Slow Sand, Membrane, Diatomaceous Earth Filtration, or Unfiltered Systems

Portland Water Bureau ID #: OR 4100657 WTP-A Month/Year: 08/2023
Ay | 12AM | 4AM | 8AM | NOON | 4PM | 8PM :;ggf:;
(NTU) (NTU) (NTU) (NTU) (NTU) (NTU) (NTU)
1 0.30 0.30 0.29 0.28 0.29 0.29 0.30
2 0.30 0.30 0.30 0.29 0.30 0.32 0.32
3 0.33 0.33 0.32 0.32 0.31 0.32 0.33
4 0.33 0.33 0.34 0.32 0.33 0.34 0.34
5 0.34 0.34 0.34 0.33 0.34 0.33 0.34
6 0.35 0.34 0.35 0.34 0.35 0.34 0.35
7 0.35 0.34 0.38 0.35 0.35 0.36 0.38
8 0.36 0.36 0.36 0.35 0.36 0.38 0.38
9 0.38 0.38 0.38 0.38 0.39 0.39 0.39
10 0.40 0.40 0.40 0.40 0.39 0.40 0.40
11 0.42 0.42 0.41 0.39 0.41 0.43 0.43
12 0.44 0.42 0.43 0.42 0.43 0.44 0.44
13 0.45 0.45 0.43 0.43 0.45 0.46 0.46
14 0.47 0.48 0.48 0.48 0.46 0.46 0.48
15 0.48 0.60 0.61 0.54 0.55 0.54 0.61
16 0.55 0.55 0.57 0.48 0.49 0.49 0.57
17 0.49 0.50 0.49 0.48 0.48 0.49 0.50
18 0.49 0.51 0.49 0.49 0.48 0.49 0.51
19 0.50 0.50 0.54 0.50 0.49 0.50 0.54
20 0.49 0.50 0.54 0.50 0.49 0.48 0.54
21 0.49 0.50 0.50 0.49 0.49 0.49 0.50
22 0.50 0.50 0.51 0.50 0.50 0.50 0.51
23 0.51 0.52 0.53 0.51 0.52 0.53 0.53
24 0.54 0.54 0.54 0.53 0.49 0.48 0.54
25 0.51 0.51 0.49 0.49 0.49 0.49 0.51
26 0.51 0.50 0.49 0.48 0.46 0.46 0.51
27 0.48 0.47 0.48 0.45 0.43 0.45 0.48
28 0.46 0.46 0.46 0.44 0.44 0.44 0.46
29 0.44 0.43 0.44 0.44 0.43 0.45 0.45
30 0.43 0.43 0.43 0.42 0.39 0.40 0.43
31 0.40 0.41 0.41 0.41 0.41 0.42 0.42
Slow Sand/Membrane/DE Filtration/Unfiltered Monthly summary
. . Chlorine residual at . . .
>0.2 mg/L?
regg;zllsyst lg?\ﬁ.'g? Yes Yes Yes Yes

'Filtered systems only

Signature:

Anna Vosa, P.E.

Date: 9/8/23




OHA Drinking Water Services - Raw Coliform Data (Unfiltered)

Portland Water Bureau ID#: OR 4100657 Month/Year: 08/2023
Date Fg:;ﬁg:;:g" Comments
8/1/2023 <1
8/2/2023 2
8/3/2023 <1
8/4/2023 <1
8/5/2023 <1
8/6/2023 <1
8/7/2023 <1
8/8/2023 1
8/9/2023 1
8/10/2023 2
8/11/2023 1
8/12/2023 1
8/13/2023 <1
8/14/2023 <1
8/15/2023 <1
8/16/2023 1
8/17/2023 <1
8/18/2023 1
8/19/2023 <1
8/20/2023 1
8/21/2023 <1
8/22/2023 <1
8/23/2023 2
8/24/2023 <1
8/25/2023 <1
8/26/2023 <1
8/27/2023 1
8/28/2023 <1
8/29/2023 <1
8/30/2023 <1
8/31/2023 <1

Note: Fecal Coliform sampled at active Headworks Raw Water Intake (either 2P or 2PIS)

Six Month Summary:
# of Samples For Fecal Coliform: 184
# of Samples > 20 CFU/100mL.: 0
Percent: 0.0%




OHA - Drinking Water Services

Surface Water Quality Data Conduit 2

Portland Water Bureau ID#: OR 4100657 WTP-A Month/Year: 08/2023
Date/ | o3k Mlilnimlljm Contact | Actual Req'd AMin' Ho?? |
ate ourly ontac ctua eq' verage Tota
Time H;z;lly Average Free | Time (T) CT Temp PH CT CT Met? Chlorine at
Chlorine (C) First User
MGD ppm or mg/L min. CxT °C Tables Y/N ppm or mg/L
1/8 37.94 2.49 200.6 498.8 14.5 6.63 80.2 Y 2.45
2/8 37.53 2.48 202.7 503.6 14.6 6.63 79.2 Y 2.42
3/7 37.78 2.52 201.8 509.1 14.5 6.65 81.0 Y 2.47
4/15 38.08 2.48 199.9 495.8 14.5 6.72 82.8 Y 2.44
5/12 37.64 2.51 201.5 505.6 14.4 6.69 83.1 Y 2.49
6/5 36.89 2.53 204.2 517.2 14.4 6.69 82.8 Y 2.45
7/10 35.99 2.55 211.5 539.7 14.2 6.72 85.3 Y 2.44
8/12 36.43 2.54 209.0 530.9 14.3 6.75 85.9 Y 242
9/14 36.28 2.54 209.5 531.8 14.2 6.77 86.8 Y 2.39
10/ 11 36.15 2.48 210.4 522.8 14.2 6.74 85.6 Y 2.37
11/21 36.17 2.49 210.4 524.0 141 6.68 84.3 Y 2.39
12/9 36.22 2.49 210.1 522.7 14.2 6.73 85.2 Y 2.41
13/8 36.44 2.46 209.2 514 .1 14.2 6.73 84.7 Y 2.38
14/9 36.27 2.45 209.5 513.5 14.3 6.76 84.7 Y 2.37
15/9 35.40 2.50 215.0 536.7 14.4 6.74 84.3 Y 2.35
16/9 39.32 2.44 193.5 471.8 14.5 6.75 82.7 Y 2.36
17 /13 || 39.30 2.48 193.9 480.5 14.6 6.77 83.1 Y 1.69
18/8 39.33 2.43 193.8 471.4 14.7 6.75 81.5 Y 2.44
19/9 39.32 2.47 193.8 478.8 14.7 6.76 81.7 Y 2.40
20/9 34.14 2.48 223.3 554.7 14.9 6.74 80.4 Y 2.47
21/8 33.78 2.52 225.5 567.5 14.9 6.73 79.6 Y 2.10
22 /10| 33.79 2.46 225.3 555.1 15.1 6.78 79.7 Y 2.50
23/14 || 37.61 2.46 201.7 496.5 15.3 6.80 79.3 Y 2.51
24 /6 37.50 2.52 203.5 512.4 15.4 6.75 78.0 Y 2.48
Conduit 2 Out of Service

Notes for Conduit 2 (C2):

August 1 to 24, 2023: Conduit 2 in service from Headworks through Lusted and on to town.

August 24 to 31: Conduit 2 out of service from Headworks through Lusted and on to town.

Signature: aMM Vo

Anna Vosa, P.E., Water Quality Engineer

Date: 9/8/23




OHA - Drinking Water Services

Surface Water Quality Data Conduit 3

Portland Water Bureau ID#: OR 4100657 WTP-A Month/Year: 08/2023
Date/ | o3k Mlilnimlljm Contact | Actual Req'd AMin' Ho?? |
ate ourly ontac ctua eq' verage Tota
Time H;::\Ily Average Free | Time (T) CT Temp PH CT CT Met? Chlorine at
Chlorine (C) First User
MGD ppm or mg/L min. CxT °C Tables Y/N ppm or mg/L
1/23 34.45 2.45 284.4 697.5 14.5 6.62 79.6 Y 2.37
2/14 35.04 2.45 278.9 683.7 14.6 6.72 81.6 Y 2.36
3/14 34.89 2.49 280.8 699.9 14.5 6.72 83.0 Y 2.42
4/15 35.36 2.46 277.2 680.9 14.5 6.71 82.3 Y 2.43
5/0 34.50 2.54 284.3 722.2 14.4 6.64 81.8 Y 2.50
6/2 33.41 2.50 293.5 733.3 14.4 6.64 81.3 Y 2.41
7/14 32.48 2.53 301.8 765.0 14.2 6.73 85.4 Y 2.42
8/12 32.82 2.53 298.4 755.0 14.3 6.73 85.1 Y 2.40
9/10 32.87 2.52 298.1 751.8 14.2 6.73 85.5 Y 2.39
10/ 21 36.15 2.49 271.2 676.1 14.2 6.66 83.4 Y 2.42
11/0 36.15 2.50 271.1 677.4 141 6.66 83.7 Y 2.43
12/8 36.19 2.50 270.9 678.1 14.2 6.69 84.2 Y 2.42
13/8 36.61 2.45 267.9 657.6 14.2 6.69 83.7 Y 2.39
14 /9 36.41 2.45 269.3 660.0 14.3 6.73 83.8 Y 2.37
15/10 | 36.10 2.49 271.2 674.7 14.4 6.73 84.1 Y 2.06
16/8 36.07 2.44 271.4 660.8 14.5 6.69 81.2 Y 2.36
17/12 || 36.22 2.48 270.4 670.3 14.6 6.73 82.1 Y 2.40
18/9 36.30 2.44 269.9 658.2 14.7 6.72 80.9 Y 2.42
19/8 31.66 2.49 309.8 772.5 14.7 6.71 80.3 Y 2.46
20/9 31.63 2.50 310.2 776.3 14.9 6.71 79.3 Y 2.48
2117 31.38 2.54 312.5 792.4 14.9 6.68 78.2 Y 1.93
22 /11 31.33 2.49 312.8 777.8 15.1 6.74 78.9 Y 2.49
23/8 31.54 2.48 311.2 771.7 15.3 6.71 76.9 Y 2.52
24 /6 31.30 2.39 313.5 748.1 15.4 6.71 76.3 Y 2.29
25/12 || 25.07 2.48 390.2 968.6 15.4 6.79 78.7 Y 2.38
26/9 20.32 2.50 483.1 1209.2 15.7 6.73 76.1 Y 2.44
2713 20.24 2.52 485.2 1221.4 15.8 6.69 75.0 Y 2.46
28 /6 20.23 2.53 485.4 1227.7 15.8 6.71 75.3 Y 2.48
29/10 | 20.25 2.51 485.4 1217 1 15.9 6.73 75.5 Y 2.46
30/3 20.23 2.43 485.5 1182.2 15.9 6.73 75.0 Y 2.37
31/8 20.26 2.51 485.3 1219.1 16.0 6.73 75.1 Y 2.48

Notes for Conduit 3 (C3):
August 1 to 31, 2023: Conduit 3 in service from Headworks through Lusted and on to town.

Signature: aMM Vg N Date: 9/8/23

Anna Vosa, P.E., WateFQuaIity Engineer



OHA - Drinking Water Services

Surface Water Quality Data Conduit 4

Portland Water Bureau ID#: OR 4100657 WTP-A Month/Year: 08/2023
Date/ | o3k Mlilnimlljm Contact | Actual Req'd AMin' Ho?? |
ate ourly ontac ctua eq' verage Tota
Time H;::\Ily Average Free | Time (T) CT Temp PH CT CT Met? Chlorine at
Chlorine (C) First User
MGD ppm or mg/L min. CxT °C Tables Y/N ppm or mg/L
1/6 56.00 2.49 227.2 565.7 14.5 6.64 80.3 Y 242
2/14 56.86 2.49 222.3 553.1 14.6 6.73 82.1 Y 242
3/23 57.69 2.52 220.3 554 .1 14.5 6.64 80.6 Y 242
4/5 57.69 2.56 220.2 562.8 14.5 6.64 81.2 Y 2.47
5/13 57.59 2.54 220.7 560.5 14.4 6.69 83.3 Y 2.44
6/0 57.38 2.53 221.2 560.7 14.4 6.66 82.1 Y 2.41
7/0 50.65 2.54 250.8 636.7 14.2 6.66 83.4 Y 2.40
8/10 51.32 2.51 247.6 622.1 14.3 6.70 84.2 Y 2.38
9/21 57.58 2.49 220.0 548.9 14.2 6.68 83.8 Y 2.35
10/1 57.62 2.47 220.5 544 .4 14.2 6.68 83.9 Y 2.36
11/0 57.59 2.48 220.5 547.2 141 6.68 84.1 Y 2.35
12/8 57.60 2.48 220.4 546.1 14.2 6.70 84.2 Y 2.37
13/8 57.79 2.45 220.0 539.0 14.2 6.71 84.0 Y 2.41
14 /11 62.70 2.45 201.6 493.3 14.3 6.77 85.1 Y 2.40
15/8 62.07 2.53 204.5 517.0 14.4 6.71 83.6 Y 2.40
16 /1 61.98 2.44 204.8 500.6 14.5 6.68 80.8 Y 2.36
1715 61.18 2.48 207.5 514.9 14.6 6.71 81.3 Y 2.44
18/7 60.60 2.45 209.4 513.6 14.7 6.71 80.7 Y 2.45
19/9 60.66 2.50 209.2 523.3 14.7 6.73 81.1 Y 2.50
20/8 60.66 2.51 209.3 524.4 14.9 6.71 79.6 Y 2.50
21/0 55.50 2.54 229.0 581.3 14.9 6.70 78.8 Y 2.33
22 /22 | 55.43 2.47 229.1 564.8 15.1 6.73 78.3 Y 2.47
23/8 55.74 2.50 227.6 568.8 15.3 6.74 77.9 Y 2.47
24 /5 55.83 2.35 227.8 535.7 15.4 6.73 76.4 Y 2.15
25/21 | 40.43 2.38 314.2 746.4 15.4 6.74 77.1 Y 2.15
26 /4 40.03 2.44 315.0 767.9 15.7 6.73 76.0 Y 2.36
27 /4 30.87 2.48 412.7 1021.7 15.8 6.73 75.8 Y 2.40
28/5 30.83 2.50 413.0 1033.0 15.8 6.75 76.2 Y 2.43
29/7 30.85 2.54 412.8 1048.6 15.9 6.76 76.6 Y 2.34
30/5 30.80 2.41 412.9 993.7 15.9 6.77 75.8 Y 2.27
31/18 | 41.23 2.52 308.5 778.1 16.0 6.78 76.6 Y 2.34

Notes for Conduit 4 (C4):

August 1 to 31, 2023: Conduit 4 in service from Headworks through Lusted and on to town.

Signature:

Ornna. VA

Anna Vosa, P.E., Water Quality Engineer

Date: 9/8/23






