OHA - Drinking Water Services - Turbidity Monitoring Report Form
County: Multhomah
Slow Sand, Membrane, Diatomaceous Earth Filtration, or Unfiltered Systems

Portland Water Bureau ID #: OR 4100657 WTP-A Month/Year: 10/2023
Ay | 12AM | 4AM | 8AM | NOON | 4PM | 8PM :;ggf:;
(NTU) (NTU) (NTU) (NTU) (NTU) (NTU) (NTU)
1 0.44 0.43 0.43 0.41 0.43 0.41 0.44
2 0.42 0.42 0.42 0.43 0.41 0.40 0.43
3 0.41 0.41 0.44 0.44 0.44 0.46 0.46
4 0.46 0.45 0.46 0.45 0.43 0.43 0.46
5 0.45 0.45 0.48 0.45 0.46 0.48 0.48
6 0.53 0.54 0.55 0.54 0.48 0.49 0.55
7 0.49 0.50 0.52 0.51 0.53 0.56 0.56
8 0.59 0.58 0.59 0.57 0.55 0.58 0.59
9 0.58 0.56 0.58 0.56 0.55 0.56 0.58
10 0.58 0.58 0.58 0.53 0.55 0.56 0.58
11 0.58 0.60 0.60 0.61 0.61 0.64 0.64
12 0.66 0.66 0.67 0.62 0.59 0.60 0.67
13 0.61 0.56 0.49 0.44 0.42 0.50 0.61
14 0.58 0.59 0.59 0.58 0.59 0.59 0.59
15 0.60 0.60 0.58 0.55 0.50 0.53 0.60
16 0.55 0.54 0.54 0.83 0.70 0.65 0.83
17 0.64 0.64 0.64 0.61 3.69 1.96 3.69
18 1.06 0.78 0.69 0.60 0.56 0.58 1.06
19 0.59 0.59 0.61 0.59 0.59 0.61 0.61
20 0.62 0.61 0.61 0.59 0.58 0.61 0.62
21 0.62 0.64 0.61 0.60 0.61 0.62 0.64
22 0.64 0.64 0.64 0.61 0.61 0.64 0.64
23 0.64 0.64 0.64 0.62 0.61 0.66 0.66
24 0.64 0.64 0.62 0.59 0.56 0.59 0.64
25 0.60 0.60 0.60 0.61 0.62 0.65 0.65
26 0.65 0.61 0.61 0.58 0.55 0.61 0.65
27 0.60 0.58 0.54 0.50 0.49 0.50 0.60
28 0.51 0.51 0.51 0.50 0.49 0.48 0.51
29 0.49 0.49 0.49 0.48 0.48 0.48 0.49
30 0.49 0.50 0.53 0.50 0.51 0.53 0.53
31 0.50 0.52 0.53 0.53 0.53 0.53 0.53
Slow Sand/Membrane/DE Filtration/Unfiltered Monthly summary
. . Chlorine residual at . . .
>0.2 mg/L?
regg;zllsyst lg?\ﬁ.'g? Yes Yes Yes Yes

'Filtered systems only

Signature: aMA. Van

Anna Vosa, P.E.

Date: 1 1/9/2023




OHA - Drinking Water Services

Surface Water Quality Data Conduit 2

Portland Water Bureau ID#: OR 4100657 WTP-A Month/Year: 10/2023

Minimum Min. Hourly

Date / Hourly Contact| Actual Req'd .|| Average Total

Time HFOI:C\IIy Average Free | Time (T) CT Temp PH CT CT Met? Chlorine at
Chlorine (C) First User

Peak

MGD ppm or mg/L min. CxT °C Tables Y/N ppm or mg/L

(<ol Kool IN] Ko )l K 1 B -0 NN R I\ O

14 Conduit 2 Out of Service

Notes for Conduit 2 (C2):
October 1 to 31, 2023: Conduit 2 out of service from Headworks through Lusted and on to town.

signature: Omma. VA Date: 11/9/2023

Anna Vosa, P.E., Water Quality Engineer



OHA - Drinking Water Services

Surface Water Quality Data Conduit 3

Portland Water Bureau ID#: OR 4100657 WTP-A Month/Year: 10/2023
Date/ | o3k Mlilnimlljm Contact | Actual Req'd AMin' Ho?? |
ate ourly ontac ctua eq' verage Tota
Time H;z;lly Average Free | Time (T) CT Temp PH CT CT Met? Chlorine at
Chlorine (C) First User
MGD ppm or mg/L min. CxT °C Tables Y/N ppm or mg/L
1/9 19.56 2.52 503.1 1269.5 17.3 6.89 74.9 Y 2.51
2/12 30.73 2.47 319.1 789.5 17.3 6.91 74.9 Y 2.34
3/1 20.17 2.46 487.9 1198.8 17.3 6.91 74.6 Y 2.43
4/6 20.21 2.46 486.3 1196.6 17.1 6.83 73.1 Y 2.32
517 20.29 2.45 485.3 1191.1 16.8 6.82 73.9 Y 2.31
6/5 20.22 2.47 486.6 1201.3 16.8 6.80 73.6 Y 2.45
712 20.15 2.49 488.2 1216.2 16.8 6.81 74.1 Y 2.48
8/7 20.11 2.47 489.5 1210.5 16.7 6.78 73.6 Y 2.45
9/22 20.05 2.47 490.1 1211.9 16.7 6.80 74.0 Y 2.42
10/22 | 20.13 2.53 488.6 1236.3 16.6 6.81 75.0 Y 2.45
11/13 | 20.18 2.52 487.7 1226.6 16.5 6.82 75.6 Y 2.42
12/23 | 20.27 2.49 485.7 1210.5 16.4 6.79 75.2 Y 2.41
13/22 | 20.35 2.54 483.3 1226.3 16.3 6.82 76.7 Y 2.37
14 /1 20.28 245 485.4 1188.2 16.0 6.82 771 Y 2.28
15/5 20.22 2.48 486.9 1207.0 16.0 6.76 75.9 Y 2.31
16/8 20.73 2.44 474.6 1156.1 16.0 6.77 75.9 Y 2.28
17/13 | 20.32 2.41 483.7 1164.0 15.7 6.81 77.8 Y 2.43
18/22 || 20.59 2.24 477.3 1068.8 15.6 6.76 75.8 Y 2.31
19/6 20.68 2.55 476.2 1212.7 15.6 6.76 77.8 Y 2.68
20/4 20.51 2.53 479.7 1215.0 15.6 6.75 77.5 Y 2.67
21/10 | 20.52 2.50 479.9 1201.3 15.5 6.77 78.2 Y 2.64
22 /6 20.49 2.49 480.0 1197.2 15.4 6.77 78.4 Y 2.60
23/23 | 20.50 2.50 480.0 1198.4 15.3 6.76 78.6 Y 2.59
24 | 21 20.51 2.52 479.8 1211.2 15.2 6.78 79.9 Y 2.62
25/18 | 20.54 2.47 479.6 1185.3 15.0 6.79 80.6 Y 2.34
26 /11 20.53 2.46 479.8 1178.1 14.6 6.81 84.2 Y 2.33
27 /22 || 20.53 2.54 479.9 1217.8 14.5 6.80 85.9 Y 2.40
28/3 20.54 2.56 479.8 1228.1 141 6.81 89.5 Y 2.50
29/0 20.54 2.56 479.7 1226.1 13.8 6.82 91.6 Y 2.52
30/3 20.50 2.55 480.7 1225.6 13.3 6.82 95.8 Y 2.49
31/21 20.50 2.55 480.2 1226.3 13.0 6.83 98.7 Y 2.50

Notes for Conduit 3 (C3):

October 1 to 31, 2023: Conduit 3 in service from Headworks through Lusted and on to town.

Signature: aMM Vo

Anna Vosa, P.E., Water Quality Engineer

Date: 11/9/2023




OHA - Drinking Water Services

Surface Water Quality Data Conduit 4

Portland Water Bureau ID#: OR 4100657 WTP-A Month/Year: 10/2023
Date/ | o3k Mlilnimlljm Contact | Actual Req'd AMin' Ho?? |
ate ourly ontac ctua eq' verage Tota
Time H;z;lly Average Free | Time (T) CT Temp PH CT CT Met? Chlorine at
Chlorine (C) First User
MGD ppm or mg/L min. CxT °C Tables Y/N ppm or mg/L
1/3 29.98 2.50 426.1 1065.4 17.3 6.94 75.8 Y 2.37
2/13 30.25 2.49 422.0 1049.0 17.3 6.97 76.4 Y 2.35
3/21 29.57 2.48 4314 1070.9 17.3 6.80 71.9 Y 2.38
4/6 29.73 2.49 429.4 1067.7 171 6.80 72.7 Y 2.34
5/3 29.78 2.44 428.8 1048.1 16.8 6.79 73.1 Y 2.32
6/4 29.72 2.48 429.5 1063.1 16.8 6.77 73.0 Y 2.32
715 29.57 2.48 431.4 1069.0 16.8 6.77 73.0 Y 2.27
8/4 29.51 2.46 432.7 1065.0 16.7 6.75 72.8 Y 2.23
9/5 29.45 2.47 433.4 1069.8 16.7 6.77 73.3 Y 2.24
10/ 21 29.55 2.52 432.0 1088.5 16.6 6.79 74.4 Y 2.27
11/20| 29.65 2.51 430.9 1080.6 16.5 6.78 74.5 Y 2.25
12/ 21 29.71 2.39 4291 1024.8 16.4 6.75 73.4 Y 2.18
13/ 21 29.88 2.44 427 .4 1043.3 16.3 6.79 74.8 Y 2.22
14/5 29.75 242 428.7 1038.5 16.0 6.76 75.2 Y 213
15/3 29.69 2.47 430.2 1062.2 16.0 6.73 74.8 Y 2.19
16/14 || 30.54 2.46 417.8 1028.9 16.0 6.76 75.7 Y 2.25
17/15| 30.22 2.22 422.0 936.7 15.7 6.76 75.3 Y 2.07
18/ 21 30.22 2.46 422.3 1037.2 15.6 6.72 76.1 Y 2.16
19/7 30.36 2.53 420.2 1064.9 15.6 6.72 76.5 Y 2.39
20/ 11 30.28 2.51 421.7 1056.9 15.6 6.75 77.1 Y 2.37
21/ 11 30.27 2.49 421.8 1050.0 15.5 6.74 77.1 Y 2.39
22 /5 30.27 2.48 421.7 1045.5 15.4 6.73 77.3 Y 2.37
23/3 30.29 2.48 421.6 1047 1 15.3 6.73 77.6 Y 2.35
24 /8 30.31 2.52 421.4 1063.0 15.2 6.73 78.3 Y 2.39
25/5 30.31 2.53 421.4 1066.9 15.0 6.75 79.7 Y 2.33
26/15 | 30.31 2.53 421.4 1067.3 14.6 6.77 83.7 Y 2.34
2717 30.37 2.54 4211 1069.4 14.5 6.75 84.4 Y 2.34
28/19 | 30.35 2.55 421.0 1074.2 141 6.77 88.2 Y 2.44
29 /4 30.34 2.55 421.3 1074 .1 13.8 6.78 90.3 Y 2.47
30/5 30.29 2.55 421.8 1074.8 13.3 6.79 94.7 Y 2.45
31/9 30.31 2.59 421.4 1092.0 13.0 6.80 98.0 Y 2.45

Notes for Conduit 4 (C4):

October 1 to 31, 2023: Conduit 4 in service from Headworks through Lusted and on to town.

Signature:

Ornma. VA

Anna Vosa, P.E., Water Quality Engineer

Date: 11/9/2023




OHA Drinking Water Services - Raw Coliform Data (Unfiltered)

Portland Water Bureau ID#: OR 4100657 Month/Year: 10/2023

Fecal Coliform
C t
Date (CFU/100mL) omments

10/1/2023 2

10/2/2023

10/3/2023

10/4/2023

10/5/2023

10/6/2023

10/7/2023

10/8/2023

10/9/2023

10/10/2023

10/11/2023

10/12/2023

10/13/2023

10/14/2023

10/15/2023

10/16/2023

10/17/2023

10/18/2023

10/19/2023

10/20/2023

=2 ININ[=2ININ]OIBRINININ|=2 222N~

10/21/2023

10/22/2023 <1

10/23/2023 <1

10/24/2023

10/25/2023

10/26/2023

10/28/2023

10/29/2023

1
2
2
10/27/2023 1
2
1
2

10/30/2023

10/31/2023 1

Note: Fecal Coliform sampled at active Headworks Raw Water Intake (either 2P or 2PIS)

Six Month Summary:
# of Samples For Fecal Coliform: 184
# of Samples > 20 CFU/100mL.: 0
Percent: 0.0%






