OHA - Drinking Water Services - Turbidity Monitoring Report Form
County: Multnomah
Slow Sand, Membrane, Diatomaceous Earth Filtration, or Unfiltered Systems

Portland Water Bureau ID #: OR 4100657 WTP-A Month/Year: 01/2024
oAy || 12AM | 4AM | 8AM | 12PM | 4PM | 8PM :;2:?:;

(NTU) (NTU) (NTU) (NTU) (NTU) (NTU) (NTU)
1 0.76 0.75 0.75 0.75 0.75 0.74 0.76
2 0.72 0.72 0.71 0.71 0.72 0.71 0.72
3 0.71 0.71 0.70 0.70 0.70 0.70 0.71
4 0.70 0.70 0.69 0.69 0.69 0.70 0.70
5 0.69 0.69 0.66 0.66 0.65 0.65 0.69
6 0.64 0.61 0.61 0.63 0.64 0.61 0.64
7 0.62 1.65 0.75 0.62 0.62 0.61 1.65
8 0.60 0.60 0.61 0.61 0.60 0.61 0.61
9 0.62 0.58 0.57 0.56 0.56 0.58 0.62
10 0.56 0.55 0.56 0.58 0.57 0.57 0.58
11 0.57 0.58 0.55 0.56 0.55 0.55 0.58
12 0.55 0.55 0.54 0.55 0.53 0.54 0.55
13 0.59 0.63 0.67 0.70 0.85 0.91 0.91
14 0.87 0.89 0.90 0.92 0.87 0.86 0.92
15 0.82 1.22 0.84 0.87 0.90 0.91 1.22
16 0.94 0.99 1.00 1.01 1.07 0.97 1.07
17 0.96 0.93 0.92 0.96 0.93 0.94 0.96
18 0.92 0.91 0.85 0.79 0.86 0.74 0.92
19 0.72 0.75 0.77 0.81 0.86 0.82 0.86
20 0.80 0.79 0.77 0.77 0.76 0.75 0.80
21 0.74 0.71 0.72 0.72 0.72 0.72 0.74
22 0.71 0.71 0.71 0.70 0.69 0.66 0.71
23 0.64 0.62 0.61 0.58 0.54 0.55 0.64
24 0.55 0.55 0.55 0.55 0.54 0.54 0.55
25 0.52 0.53 0.52 0.52 0.51 0.51 0.53
26 0.49 0.50 0.50 0.49 0.48 0.47 0.50
27 0.48 0.48 0.48 0.45 0.46 0.48 0.48
28 0.52 0.69 0.87 0.86 0.82 0.88 0.88
29 0.87 0.83 0.82 0.77 0.72 0.70 0.87
30 0.67 0.67 0.67 0.70 0.75 0.79 0.79
31 0.86 0.91 0.93 0.92 0.90 0.84 0.93

Slow Sand/Membrane/DE Filtration/Unfiltered Monthly summary
. - Chlorine residual at . . .
>0.2 mg/L?

"Filtered systems only

Signature: aM*. (M—-—

Anna Vosa, P.E.

Date: 2/7/24




OHA Drinking Water Services - Raw Coliform Data (Unfiltered)

Portland Water Bureau

ID#: OR 4100657

Month/Year: 1/2024

Date F(echaLI”(ig:Jl:::lr_r)n Comments
1/1/2024 <1
1/2/2024 <1
1/3/2024 <1
1/4/2024 1
1/5/2024 <1
1/6/2024 <1
1/7/2024 <1
1/8/2024 1
1/9/2024 1
1/10/2024 <1
1/11/2024 1
1/12/2024 <1
1/13/2024 2
1/14/2024 No raw water coliform samples due to ice storm
1/15/2024 No raw water coliform samples due to ice storm
1/16/2024 <1
1/17/2024 No raw water coliform samples due to ice storm
1/18/2024 1
1/19/2024 1
1/20/2024 <1
1/21/2024 1
1/22/2024 1
1/23/2024 <1
1/24/2024 <1
1/25/2024 <1
1/26/2024 <1
1/27/2024 1
1/28/2024 1
1/29/2024 1
1/30/2024 1
1/31/2024 <1

Note: Fecal Coliform sampled at active Headworks Raw Water Intake (either 2P or 2PIS)

Six Month Summary:|| Fecal Coliform Total Coliform* Totals
# of Samples Reported: 179 2 181
# of Samples >20 CFU/100mL 0 1 1
or >100 MPN/100mL:
Percent: 0.6%

Note: *Total coliform reported on December 5 and 17, 2023 due to invalid fecal coliform
results and requirement to report daily raw water coliform results when turbidity is

greater than 1 NTU.




OHA - Drinking Water Services

Surface Water Quality Data Conduit 2

Portland Water Bureau ID#: OR 4100657 WTP-A Month/Year: 01/2024
Date/ | o3k Mlilnimlljm Contact | Actual Req'd AMin' Ho?? |
ate ourly ontac ctua eq' verage Tota
Time H;z;lly Average Free | Time (T) CT Temp PH CT CT Met? Chlorine at
Chlorine (C) First User
MGD ppm or mg/L min. CxT °C Tables Y/N ppm or mg/L
1/8 23.13 2.54 264.3 671.9 6.2 6.38 132.1 Y 2.48
2/23 23.02 2.55 265.2 676.2 6.1 6.38 133.0 Y 2.45
3/8 23.04 2.56 265.1 679.7 6.0 6.40 134.8 Y 2.46
4/23 23.98 2.49 255.2 636.3 6.0 6.39 132.6 Y 2.46
5/3 24.01 2.53 255.0 646.1 6.0 6.38 132.9 Y 2.47
6/3 23.91 2.53 256.1 648.5 6.0 6.43 135.9 Y 2.45
714 23.98 2.56 255.2 652.9 5.9 6.42 136.0 Y 2.47
8/23 24.76 2.51 247.5 621.3 5.8 6.44 136.7 Y 1.94
9/3 25.11 2.23 2447 544.6 57 6.42 132.0 Y 1.95
10/8 25.08 2.24 244.8 548.8 5.6 6.63 143.9 Y 213
11/6 25.10 2.24 244.6 548.6 5.4 6.62 144.9 Y 2.14
12/13 || 27.33 2.24 225.4 504.7 52 6.65 147.6 Y 2.16
13/22 || 27.72 2.23 222.3 496.3 4.2 6.71 164.8 Y 2.16
14 /3 27.75 2.22 222.2 493.8 4.0 6.70 166.1 Y 1.97
15/22 || 26.09 2.20 235.5 517.7 3.4 6.72 176.7 Y 2.09
16/ 21 28.38 2.25 217.2 487.9 3.1 6.75 183.9 Y 2.1
17/ 21 32.42 2.21 188.8 416.5 3.0 6.70 180.9 Y 2.22
18/14 || 39.11 2.24 152.4 341.4 3.0 6.70 182.4 Y 2.24
19/ 21 39.19 2.23 152.2 339.1 2.9 6.72 184.7 Y 2.18
20/4 38.46 2.22 153.2 340.3 2.9 6.71 184.4 Y 2.16
21/6 32.07 2.19 185.0 405.8 2.9 6.70 181.8 Y 2.15
22/0 28.46 2.24 204.4 458.5 3.0 6.69 181.5 Y 2.17
23/6 26.31 2.23 223.9 4991 3.2 6.69 178.4 Y 2.19
24 /13 || 26.31 2.22 223.9 497.2 3.4 6.71 175.3 Y 2.13
25/6 26.28 2.23 224 .1 499.0 3.5 6.66 172.0 Y 2.18
26/0 24.06 2.25 243.9 549.8 3.7 6.65 168.4 Y 2.18
27 /6 24.05 2.26 244.0 551.1 3.9 6.65 166.2 Y 2.17
28 /2 23.91 2.24 244.7 548.7 4.2 6.62 159.8 Y 2.16
29/23 | 24.14 2.25 238.6 536.3 4.6 6.59 151.4 Y 2.24
30/20 || 24.92 2.20 235.8 518.5 4.9 6.58 145.7 Y 2.18
31/16 | 24.93 2.14 235.7 503.7 5.0 6.54 142.0 Y 1.80

Notes for Conduit 2 (C2):

January 1 to 31, 2024: Conduit 2 out of service from Headworks to Hudsons Intertie, Conduit 4 feeding Conduit 2 at

Hudsons Intertie, Conduit 2 in service from Hudsons through Lusted and on to town.

Ornna. VA

Anna Vosa, P.E., Water Quality Engineer

Signature:

Date: 2/7/24




OHA - Drinking Water Services

Surface Water Quality Data Conduit 3

Portland Water Bureau ID#: OR 4100657 WTP-A Month/Year: 01/2024
Date/ | o3k Mlilnimlljm Contact | Actual Req'd AMin' Ho?? |
ate ourly ontac ctua eq' verage Tota
Time H;z;lly Average Free | Time (T) CT Temp PH CT CT Met? Chlorine at
Chlorine (C) First User
MGD ppm or mg/L min. CxT °C Tables Y/N ppm or mg/L
1/22 18.07 2.52 546.3 1378.9 6.2 6.56 140.3 Y 2.45
2/22 18.13 2.54 544.4 1383.7 6.1 6.57 142.4 Y 2.45
3/17 18.13 2.52 544 .1 1372.4 6.0 6.58 142.5 Y 2.42
4/23 18.78 2.46 526.2 1293.1 6.0 6.57 140.7 Y 2.37
5/0 18.79 2.50 525.9 1315.1 6.0 6.54 140.1 Y 2.41
6/14 18.72 2.48 527.8 1311.2 6.0 6.60 142.9 Y 2.38
716 18.78 2.50 526.6 1318.7 5.9 6.59 142.9 Y 2.39
8/23 19.24 2.53 512.8 1295.4 5.8 6.60 145.2 Y 2.47
9/4 19.45 2.21 507.8 1124.5 57 6.60 140.9 Y 2.16
10/9 19.45 2.23 508.0 1132.0 5.6 6.66 145.7 Y 2.1
11/3 19.45 2.23 507.7 1132.1 5.4 6.66 147.2 Y 2.13
12/0 19.19 2.22 514.9 1143.2 52 6.67 149.0 Y 2.1
13/5 23.58 2.25 418.3 940.5 4.2 6.68 163.2 Y 2.13
14 /8 18.37 213 537.7 1147.5 4.0 6.72 165.7 Y 1.95
15/13 || 18.63 2.15 530.4 1142.3 3.4 6.73 177 1 Y 2.1
16/15| 23.46 217 420.0 913.2 3.1 6.78 185.0 Y 2.12
17/16 || 24.08 2.20 409.2 899.3 3.0 6.78 186.0 Y 212
18/22 || 33.26 2.21 295.8 653.0 3.0 6.74 184.9 Y 2.12
19/16 || 38.40 2.23 256.4 570.7 2.9 6.75 186.7 Y 2.14
20/2 32.93 2.21 298.9 661.1 2.9 6.74 186.2 Y 2.15
21/0 26.79 2.19 367.6 804.0 2.9 6.74 184.4 Y 2.13
22 /11 21.57 2.20 457 .4 1006.2 3.0 6.75 184.7 Y 2.1
23/3 21.56 2.24 457 .6 1027.4 3.2 6.71 180.3 Y 2.18
24 /22 | 21.56 2.22 457 .6 1016.4 3.4 6.71 175.6 Y 2.13
25/23 | 21.56 2.23 457 .4 1017.9 3.5 6.69 173.9 Y 2.12
26/15 | 21.58 2.20 457 .2 1006.1 3.7 6.70 170.8 Y 2.15
27 /4 21.55 2.20 457.5 1006.8 3.9 6.69 167.5 Y 2.16
28/0 21.54 2.14 4579 977.7 4.2 6.67 161.1 Y 2.10
29/5 19.11 2.19 516.9 1134 .1 4.6 6.60 150.8 Y 2.12
30/1 19.11 2.22 517.1 1145.6 4.9 6.62 148.4 Y 2.21
31/20 | 19.13 217 516.6 1119.2 5.0 6.58 144.8 Y 2.09

Notes for Conduit 3 (C3):

January 1 to 31, 2024: Conduit 3 in service from Headworks through Lusted and on to town.

Signature:

Ornna. V2

Anna Vosa, P.E., Water Quality Engineer

Date: 2/7/24




OHA - Drinking Water Services

Surface Water Quality Data Conduit 4

Portland Water Bureau ID#: OR 4100657 WTP-A Month/Year: 01/2024
Date/ | o3k Mlilnimlljm Contact | Actual Req'd AMin' Ho?? |
ate ourly ontac ctua eq' verage Tota
Time H;z;lly Average Free | Time (T) CT Temp PH CT CT Met? Chlorine at
Chlorine (C) First User
MGD ppm or mg/L min. CxT °C Tables Y/N ppm or mg/L
1/7 30.29 2.53 287.6 726.9 6.2 6.38 131.6 Y 242
2/18 30.24 2.53 288.1 729.6 6.1 6.40 133.6 Y 242
3/19 30.27 2.54 288.0 731.7 6.0 6.41 134.3 Y 2.39
4/23 31.32 2.47 277.8 686.5 6.0 6.37 131.3 Y 2.34
5/3 31.30 2.51 277.9 697.7 6.0 6.35 131.3 Y 2.38
6/5 31.26 2.52 278.7 701.6 6.0 6.41 134.3 Y 2.41
718 31.34 2.51 277.9 698.2 5.9 6.38 133.3 Y 242
8/23 32.14 2.50 270.1 676.3 5.8 6.40 134.7 Y 2.36
9/20 32.54 2.21 267.2 590.6 5.7 6.65 143.7 Y 2.01
10/23 | 32.55 2.22 267.1 594 1 5.6 6.65 144.7 Y 2.02
11/4 32.55 2.23 267.1 596.0 54 6.66 146.9 Y 2.04
12/ 21 35.16 2.22 246.8 548.8 52 6.67 148.8 Y 2.17
13/14 || 35.58 2.22 243.6 541.6 4.2 6.67 162.4 Y 2.13
14/3 35.58 2.22 243.6 540.0 4.0 6.74 168.3 Y 2.1
15/22 || 33.72 2.18 257.4 561.9 3.4 6.75 178.7 Y 2.25
16/19 | 36.31 2.24 238.3 534.3 3.1 6.76 184.7 Y 2.19
17/20 || 42.45 2.21 205.3 452.8 3.0 6.76 185.0 Y 2.11
18/13 || 54.73 2.23 161.8 360.7 3.0 6.75 185.8 Y 213
19/13 || 54.75 2.22 161.7 359.6 2.9 6.77 188.0 Y 2.08
20/4 53.82 2.22 162.8 360.6 2.9 6.77 188.4 Y 2.10
21/8 45.52 2.18 195.4 426.9 2.9 6.76 185.9 Y 2.14
22/0 40.86 2.24 215.2 481 .1 3.0 6.75 185.2 Y 2.16
23/19 | 38.06 2.22 234.9 521.7 3.2 6.72 180.8 Y 2.10
24 /17 | 38.06 2.21 234.9 520.2 3.4 6.73 176.8 Y 2.09
25/6 37.99 2.23 235.1 523.1 3.5 6.73 176.4 Y 2.16
26/16 | 35.15 2.24 254.9 570.7 3.7 6.69 170.9 Y 2.19
27 1 21 35.12 2.24 255.0 571.8 3.9 6.68 167.6 Y 2.20
28 /2 34.86 2.24 256.0 572.6 4.2 6.66 161.8 Y 2.21
29/23 | 35.29 2.26 249.4 564.7 4.6 6.62 153.5 Y 2.28
30/9 36.24 2.23 246.8 550.7 4.9 6.63 149.0 Y 2.26
31/20 | 36.28 217 246.6 534.8 5.0 6.58 145.2 Y 2.16

Notes for Conduit 4 (C4):

January 1 to 31, 2024: Conduit 4 in service from Headworks through Lusted and on to town. Conduit 4 feeding

Conduit 2 at Hudsons Interite.

Signature:

Onna. VA

Anna Vosa, P.E., Water Quality Engineer

Date: 2/7/24






