OHA - DWS

Membrane Filter Monthly Operating Report

System Name:
PWS ID#: 41- 00708

Rockaway Beach Water

County:
Month/Year:

Minimum test pressure applied || req'd:

Tillamook

Nov-2023

20 psi ||

17.8__ psi

PlantID: WTP- A (e.g., "A")
DIT = Direct Integrity Test on filter(s) [Yes, No, or "off" if all filters are offline] = DIT
PDR = Pressure Decay Rate | PD ' LRC [log removal] Daily
LRC = Log Removal Credit 0.096 4.00
CFE Daily | Highest .
Day Turbidity | CFE* Z?Qenffn";ir[:&’; Highest PDR Lowest LRV ampient bl
[NTU] [NTU] of day [**/rin] of day [log removal]
1 0.020 0.05 0.018 0.02 5.23 Y
2 0.030 0.03 0.018 0.02 5.14 §8
3 0.020 0.04 0.019 0.02 5.16 Y
4 0.020 0.04 0.019 0.03 5.14 W
5 0.030 0.03 0.018 0.03 5.16 Y
6 0.040 0.03 0.018 0.02 543 Y
7 0.020 0.03 0.019 0.03 5.20 Y
8 0.030 0.03 0.018 0.02 e Y
9 0.020 0.03 0.018 0.02 5.08 b4
10 0.030 0.03 0.018 0.01 5.29 Y
11 0.030 0.03 0.018 0.02 5.01 il
12 0.030 0.03 0.019 0.02 5.19 Y
13 0.020 0.03 0.018 0.02 5.18 Y
14 0.020 0.04 0.018 0.02 5.20 i
15 0.030 0.04 0.018 0.02 5.24 Y:
16 0.020 0.03 0.019 0.02 5.18 Y
17 0.030 0.03 0.019 0.02 522 Y
18 0.020 0.04 0.018 0.03 5.03 X
19 0.020 0.05 0.018 0.02 5.21 Y
20 0.030 0.03 0.018 0.02 8.17 X
21 0.030 0.03 0.020 0.02 513 ¥
22 0.020 0.03 0.019 0.03 5.18 ¥
23 0.020 0.03 0.018 0.02 5.14 ¥
24 0.020 0.03 0.019 0.02 5.18 Y
25 0.020 0.03 0.018 0.02 212 Y
26 0.020 0.03 0.019 0.02 5.11 N
27 0.020 0.03 0.018 0.02 5.08 b i
28 0.020 0.02 0.019 0.02 LRk Y
29 0.020 0.05 0.019 0.03 5.05 Y
30 0.020 0.03 0.019 0.02 n.12 ¥
Compliance summary (operator to complete any blank fields)
95% of daily turbidity | Al turbidity readings < 5 NTU? Qggi:;ts“;bsd'g P°”°’ma[$f§]s“’ met?| T
readings £ 1 NTU? [Y/N] [Y/N] NTU? [Y/N] (PDR $ PDRyyy, LRV 2 LRC) Daily?
Yes Yes Yes Yes Yes
CT's met daily? (p. 2) All Cl, residual at EP 2 0.2 ™/, ? | PDR < PDRyz? LRVambient > LRC?
Yes Yes Yes Yes
PRINTED NAME: /_ ({ Sn qoom: [/ DATE: ¢ 2
SIGNATURE: WT CERT #: 7_/‘// =
Notes: PHONE #:
|p. 10of2

& Used for optimization purposes only.
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OHA-DWS

Disinfection Monthly Operating Report

System Name: Rockaway Beach Water Dist.

& Log
PWS ID#: 41- 00708 0.5 |inactivation
Required via
PlantID: WTP - A Disinfection
R“::i::]:rln::il C1c’>.ntact Actual CT Required | CT Met? *| Peak Hourly Noxes
Day . me | ext | TP | pH | CT |[Yes/Noj| Demand Flow .
Uean G .(T) (Formula) [ Cl (Formula) | (Formula) [GPM] (8.9, 'Plaht
[/ =ppm] | [minutes] Off")
1 1.160 31 36.0 9.8 8.00 284 YES 350
2 0.950 31 29.5 125 1760( 20.0 YES 360
3 0.990 31 30.7 129 | 7.40 18.1 YES 350
4 1.080 31 33.5 14.0 [7.40 17.0 YES 400
5 1.240 31 38.4 13.0 [790f 223 YES 415
6 1.400 31 43.4 124 | 760 21.3 YES 360
7 1.380 31 42.8 126 [780| 224 YES 370
8 1.180 31 36.6 126 [780[ 21.9 YES 380
9 1.400 31 43.4 106 | 790| 266 YES 360
10 1.360 31 42.2 110 [790]| 25.8 YES 375
11 1.380 - 31 42.8 12.1 7.80| 232 YES 365
12 1.440 31 44.6 118 [7.70] 23.0 YES 370
13 1.310 31 40.6 117 | 790| 245 YES 370
14 1.410 31 43.7 11.1 8.00| 26.7 YES 370
15 1.480 31 45.9 105 [810f 29.1 YES 375
16 1.510 31 46.8 106 | 8.00( 28.0 YES 375
17 1.500 31 46.5 9.6 7.90| 2838 YES 370
18 1.450 31 45.0 100 |790( 279 YES 370
19 1.400 31 43.4 106 [7.80| 257 YES 150
20 1.340 31 41.5 9.5 7.70| 26.5 YES 360
21 1.410 31 43.7 9.3 8.10| 31.3 YES 380
22 1.360 31 42.2 108 [780[ 253 YES 360
23 1.440 31 44.6 9.8 8.00| 293 YES 370
24 1.440 31 44.6 8.2 790 315 YES 370
25 1.450 31 45.0 8.0 8.00) 331 YES 370
26 1.450 31 45.0 7.1 790| 34.0 YES 360
27 1.470 31 45.6 7.1 8.00] 353 YES 370
28 1.410 31 43.7 6.7 770 323 YES 360
29 1.420 31 44.0 6.6 780 33.8 YES 330
30 1.570 31 48.7 7.8 7.90]| 329 YES 375

* If chlorine concentration at entry point < 0.2 ™/, or CT not met, notify DWS within 24 hours.

Submit this monthly report by the 10" of following month by
mail: Drinking Water Services

PO Box 14350
Portland, OR 97293-0350
email: dwp.dmce@odhsoha.oregon.qgov
fax: 971-673-0458 p.20f 2
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