OHA - Drinking Water Services -Turbidity Monitoring Report Form County: Columbia
Conventional or Direct Filtration Month/Year: Feb-22
System Name: City of Scappoose ID#: 41 00792 WTP: TP - A
Day }ﬁf‘m [‘L’T\:\J”] [?\l'm] ?ﬁ%’; [‘L?uﬂ] [?‘lm] Highest Reading of the Day ' [NTU]
1 OFF OFF 0.05 0.03 0.03 0.03 0.07
2 OFF OFF OFF 0.03 OFF OFF 0.04
3 OFF OFF OFF OFF OFF OFF
4 OFF OFF 0.08 0.04 0.03 OFF 0.09
5 OFF OFF OFF OFF OFF OFF
6 OFF OFF OFF OFF OFF OFF
7 OFF OFF OFF 0.03 0.03 0.03 0.03
8 0.03 0.03 0.03 0.03 0.03 0.03 0.03
9 0.03 0.03 OFF OFF OFF OFF 0.03
10 OFF OFF OFF OFF OFF OFF
11 OFF OFF OFF OFF OFF OFF
12 OFF OFF OFF 0.03 0.03 0.03 0.06
13 0.03 0.03 0.03 0.03 0.03 0.03 0.03
14 0.03 0.03 0.03 0.03 0.03 OFF 0.11
15 OFF OFF OFF 0.03 OFF OFF 0.21
16 OFF OFF OFF OFF OFF OFF
17 OFF OFF OFF OFF OFF OFF 0.09
18 OFF OFF OFF OFF OFF OFF
19 OFF OFF OFF OFF OFF OFF
20 OFF OFF OFF OFF OFF OFF
21 OFF OFF OFF OFF OFF OFF
22 OFF OFF OFF OFF 0.03 OFF 0.26
23 OFF OFF OFF OFF OFF OFF
24 OFF OFF OFF OFF OFF OFF
25 OFF OFF OFF OFF 0.02 OFF 0.02
26 OFF OFF OFF OFF OFF OFF
27 OFF OFF OFF OFF OFF OFF
28 OFF OFF OFF OFF OFF OFF
Conventional or Direct Filtration Monthly Summary (Answer Yes or No)
95% of 4-hour turbidity readings < 0.3 NTU? Yes el (rzz‘teeb\;ecrz)d ay? Al res;i%tf;l:‘;?‘;try Bt
All 4-hour turbidity readings < 1 NTU? Yes
Al turbidity readings < IFE? triggers Yes Xos Yes
Notes: PRINTED NAME: Darryl Sykes
SIGNATURE: l }Q g? g# Eg 3/2/2022
PHONE #: (503-543-5894 CERT #: 2863

T Including continuous NTU data, if applicable, for optimization recording purposes. Compliance values in columns 12 AM through 8 PM may not
correspond to continuous readings' maximum. 2|FE = Individ. Filter Effl. (333-061-0040(1)(e)(B&C))
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OHA - Drinking Water Program - Surface Water Quality Data Form [ WTP - : A
System Name: City of Scappoose ID#: 4100792 Feb-22 Disa:?:t:’:ct?f’dia 1
Date | Time R%Z:;?%Eﬁzst C°"tj%ﬁme Actual CT Temp pH Required CT CT Met? ® Y
[ppm or mg/L] [minutes] CXT [°C] formula Yes / No [GPM]
1 9:00 0.73 841 613.9 9.5 7.90 531 YES 219
2 1:30 0.80 859 687.2 10.0 7.70 48.2 YES 214
3 OFF
4 9:00 0.78 506 394.7 10.0 7.60 46.4 YES 401
5 OFF
6 OFF
7 8:30 0.72 670 483.7 9.9 7.60 46.4 YES 308
8 8:00 0.86 159 135.9 10.1 7.50 44.9 YES 1331
9 7:30 0.82 335 275.0 10.1 7.50 44.7 YES] 610
10 | OFF
11 | OFF
12 9:45 0.79 359 282.9 10.1 7.60 46.2 YES 596
13 10:00 0.86 232 198.6 10.4 7.50 44.0 YES 699
14 8:00 0.92 380 349.6 9.8 7.80 51.3 YES 602
15 8:30 0.99 1714 1698.6 10.1 8.30 60.7 YES 107
16 | OFF
17 8:50 1.00 158 158.3 9.8 8.40 64.3 YES 1481
18 OFF
19 | OFF
20 | OFF
21 || OFF
22 8:00 0.94 798 750.1 10.7 7.70 46.8 YES 259
23 || OFF
24 || OFF
25 12:30 0.77 168 129.4 10.4 7.80 48.5 YES 1363
26 | OFF
27 || OFF
28 | OFF

31f Cl, at entry point < 0.2 mg/l or CT not met, notify DWS within 24 hours.
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