OHA - Drinking Water Services -Turbidity Monitoring Report Form County: Columbia
Conventional or Direct Filtration Month/Year: Sep-22
System Name: City of Scappoose ID#: 41 00792 WTP: TP- A
Day ;flm? [‘:\,’T\ff] [z'm] ?F?T%T [Lm [ﬁ;l“f] Highest Reading of the Day ' [NTU]
1 0.02 0.02 0.02 0.03 0.02 0.02 0.07
2 0.04 0.03 0.03 0.03 0.03 0.03 0.06
3 OFF OFF OFF 0.02 0.02 0.02 0.03
4 0.02 OFF OFF 0.02 0.02 OFF 0.02
5 OFF OFF OFF 0.02 0.02 0.02 0.02
6 0.02 0.02 0.03 0.03 0.02 0.02 0.03
7 0.02 OFF OFF 0.02 0.02 0.02 0.03
8 0.02 0.02 OFF 0.02 0.02 0.02 0.03
9 OFF OFF OFF 0.04 0.02 0.02 0.04
10 0.02 OFF 0.02 OFF OFF OFF 0.03
11 OFF OFF 0.03 0.02 0.02 0.02 0.04
12 0.02 0.02 0.02 0.02 0.02 0.02 0.03
13 0.02 0.02 0.03 0.04 0.02 0.02 0.04
14 0.02 0.02 0.02 0.03 0.02 0.02 0.03
15 0.02 0.03 0.03 OFF 0.03 0.02 0.10
16 0.02 0.02 0.02 0.02 0.04 0.03 0.10
s 0.03 0.05 0.04 OFF 0.13 i 0.03 0.18
18 0.03 0.07 0.03 0.03 0.18 0.18 0.19
19 OFF OFF OFF OFF 0.03 0.03 0.04
20 OFF OFF OFF OFF OFF OFF
21 OFF OFF OFF OFF 0.03 0.03 0.06
22 0.03 0.03 0.03 0.03 OFF OFF 0.04
23 OFF OFF OFF 0.03 0.04 OFF 0.05
24 OFF OFF OFF OFF OFF OFF
25 OFF OFF OFF 0.04 0.04 0.04 0.06
26 0.04 0.04 0.04 0.05 0.02 0.02 0.05
27 0.02 OFF OFF 0.03 0.02 OFF 0.05
28 OFF OFF OFF OFF OFF OFF
29 OFF OFF OFF 0.02 0.02 OFF 0.03
30 OFF OFF 0.02 OFF OFF OFF 0.03
Conventional or Direct Filtration Monthly Summary (Answer Yes or No)
95% of 4-hour turbidity readings < 0.3 NTU? Yes T ('::; i‘;i’lff'ay? Gil-v. - :;Z;tw o
All 4-hour turbidity readings < 1 NTU? Yes g
All turbidity readings < IFE? triggers Yes L You
Notes: PRINTED NAME: Darryl Sykes
SIGNATURE: '~ Vor 10/5/2022
PHONE #: (503-543-5894) ) ) CERT #: 2863

i Including continuous NTU data, if applicable, for optimization recording purposes. Compliance values in columns 12 AM through 8 PM may not
correspond to continuous readings' maximum. 2 IFE = Individ. Filter Eff. (333-061-0040(1)(e)(B&C))
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OHA - Drinking Water Program - Surface Water Quality Data Form | WTP -: A
System Name: City of Scappoose ID#: 4100792 S Dis‘t?;::’a"cg";f’ . 1
Date | Time R%;E:;?%Et::;t Conta(% T Actual CT Temp pH Required CT CT Met? ® Ef; ?'rawl;n%ogl?\//v
[ppm or mg/L] [minutes] CXT [° C] formula Yes / No [GPM]
1 8:00 0.55 89 49.3 16.8 8.50 40.0 YES 2077
2 8:00 0.55 350 192.9 16.9 8.40 38.3 YES 578
3 8:00 0.61 129 78.4 171 8.70 42.5 YES 1677
4 8:00 0.59 272 159.1 16.7 8.60 41.9 YES 804
5 8:00 0.53 106 56.4 16.5 8.80 45.5 YES 1928
6 8:00 0.52 279 144.8 16.5 8.70 43.7 YES 715
7 10:30 0.52 116 60.6 16.7 8.60 41.6 YES 1790
8 7:00 0.52 128 66.6 16.0 8.60 © 43.6 YES 1694
9 7:00 0.51 121 61.7 16.9 8.00 32.9 YES 1693
10 8:00 0.52 466 2423 16.8 7.90 31.9 YES 455
11 8:00 0.52 131 68.1 16.8 7.80 30.8 YES 1664
12 8:00 0.52 239 124.3 16.8 7.80 30.8 YES 1025
13 8:00 0.51 272 137.6 17.8 8.70 40.1 YES 795
14 8:00 0.60 218 130.1 16.7 8.30 37.6 YES 1028
15 11:30 0.68 184 124.2 16.9 8.70 43.4 YES 1158
16 11:40 0.77 172 132.6 16.0 8.50 43.2 YES 1230
17 10:40 0.75 245 184.2 15.8 8.48 43.4 YES 869
18 12:30 0.78 123 96.2 16.2 8.51 42.9 YES 1659
19 8:00 0.70 312 218.4 15.9 7.91 34.7 YES 677
20 || OFF
21 8:00 0.83 280 233.5 16.8 8.11 35.8 YES 690
22 8:00 0.70 119 83.5 16.9 8.00 33.6 YES 1779
23 8:00 0.71 402 286.2 16.5 8.00 34.5 YES 516
24 || OFF
25 8:00 0.80 229 183.9 14.6 7.20 29.5 YES 957
26 8:00 0.74 199 147.7 16.2 7.40 30.3 YES 1036
27 8:00 0.74 142 104.8 15.2 7.40 30.3 YES 1521
28 | OFF
29 8:00 0.70 130 91.3 15.4 7.20 27.6 YES 1614
30 8:00 0.78 356 278.4 16.3 7.50 31.4 YES 622

3 Cl, at entry point < 0.2 mg/l or CT not met, notify DWS within 24 hours.
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