OHA - Drinking Water Services -Turbidity Monitoring Report Form County: Columbia
Conventional or Direct Filtration Month/Year: Jun-23
System Name: City of Scappoose ID#: 41 00792 WTP: TP - A
Day }flm;' ['L’T\L'\f] &’T\'S] ?ﬁ%‘ &F;L“f] [‘Lm] Highest Reading of the Day ' [NTU]
1 0.02 0.02 0.02 0.02 0.02 0.02 0.02
2 0.02 0.02 OFF 0.02 0.02 0.02 0.08
3 OFF OFF OFF 0.02 0.02 0.13 0.22
4 0.24 OFF OFF OFF 0.02 0.02 0.24
5 0.05 OFF OFF 0.10 0.03 0.03 0.10
6 0.03 0.02 0.02 0.02 OFF OFF 0.27
4 OFF OFF OFF 0.02 0.02 0.02 0.08
8 0.02 0.02 0.02 0.02 0.02 0.02 0.02
9 0.02 0.02 0.02 OFF 0.02 0.02 0.09
10 0.02 0.02 0.02 0.02 0.02 0.02 0.02
11 0.02 0.02 OFF 0.02 0.02 0.02 0.09
12 0.02 0.02 0.02 0.02 0.02 0.02 0.02
13 0.02 0.02 0.02 0.02 0.02 0.02 0.09
14 0.02 0.02 0.02 0.02 0.02 0.02 0.02
15 0.02 0.02 0.02 0.02 0.02 0.02 0.09
16 0.02 0.02 0.02 0.02 0.02 0.02 0.02
17 0.02 OFF OFF OFF 0.03 0.02 0.19
18 0.02 0.02 0.02 0.02 0.02 0.02 0.02
19 0.02 0.02 0.02 OFF OFF OFF 0.04
20 OFF OFF 0.03 0.02 0.02 0.02 0.03
21 0.02 0.02 0.02 0.02 0.02 0.02 0.02
22 0.02 0.02 0.08 0.03 0.02 0.02 0.08
23 0.02 0.02 0.02 0.02 0.02 0.02 0.02
24 0.02 0.02 0.02 OFF 0.02 0.02 0.06
25 0.02 0.02 0.02 0.02 0.02 0.02 0.02
26 0.02 0.02 0.02 OFF 0.02 0.02 0.09
27 0.02 0.02 0.02 0.02 0.03 0.02 0.03
28 0.02 0.02 0.02 0.03 0.02 0.02 0.06
29 0.02 0.02 0.02 OFF OFF OFF 0.07
30 OFF OFF OFF OFF OFF OFF
Conventional or Direct Filtration Monthly Summary (Answer Yes or No)
95% of 4-hour turbidity readings < 0.3 NTU? Yes crs (";:;f,‘;ir,f;j e A reszi%l'lglné;;ﬁgtry e}
All 4-hour turbidity readings < 1 NTU? Yes
Al turbidity readings < IFE? triggers Yes b Yes
Notes: PRINTED NAME: Darryl Sykes
j SIGNATURE: ; E{ég blﬁég’ 7/5/2023
PHONE #: (503-543-5894)

CERT #: 2863

T Including continuous NTU data, if applicable, for optimization recording purposes. Compliance values in columns 12 AM through 8 PM may not
correspond to continuous readings' maximum. 2 |FE = Individ. Filter Effl. (333-061-0040(1)(e)(B&C))
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OHA - Drinking Water Program - Surface Water Quality Data Form [ WTP - : A
System Name: City of Scappoose ID#: 4100792 Jun23 g ey 1
Date | Time R%{E\E%Etj 1:2st Conta(t.:rt)Time Actual CT Temp pH Required CT CT Met? 2 ge ﬁ;nl':ioglrg\’w
[ppm or mg/L] [minutes] CXT [° C] formula Yes / No [GPM]
1 8:40 0.89 113 100.7 15.2 7.70 34.4 YES 1852
2 5:05 1.01 202 204.0 13.2 7.30 34.4 YES 1085
3 5:05 0.99 207 204.9 13.0 7.20 33.5 YES 1042
4 5:05 1.00 212 212.0 13.2 7.30 34.3 YES 970
5 8:30 1.00 102 101.5 13.8 7.70 38.2 YES 1925
6 6:00 0.84 237 199.6 13.8 7.80 39.0 YES 886
7 14:35 1.15 65 74.8 13.8 7.90 41.9 YES 2578
8 6:00 0.94 230 215.1 14.6 7.90 38.7 YES 951
9 10:27 0.96 189 180.5 13.7 8.00 42.8 YES 1137
10 10:32 0.97 259 251.2 13.8 8.10 441 YES 859
11 10:36 0.95 322 304.9 13.7 8.70 55.2 YES 691
12 5:00 0.96 290 277.8 13.8 8.90 59.1 YES 792
13 6:00 0.98 202 197.8 14.1 9.00 60.3 YES 1085
14 5:05 0.95 208 197.8 14.0 8.80 56.2 YES 1110
15 5:05 0.97 336 324.2 13.9 8.70 54.6 YES 583
16 [|21:05 0.99 258 254.6 13.9 8.40 49.1 YES 878
17 21:00 0.96 264 253.7 13.7 8.00 42.8 YES 851
18 15:05 0.89 212 188.5 13.6 8.00 42.7 YES 1012
19 9:30 0.82 111 90.5 13.7 7.90 40.6 YES 1676
20 7:45 0.87 244 2111 14.2 7.90 39.5 YES 654
21 7:30 0.79 112 88.0 14.3 7.90 38.9 YES 1554
22 8:00 0.79 340 269.3 14.8 7.90 37.6 YES 585
23 9:30 0.86 51 43.7 16.4 8.30 39.5 YES 2859
24 6:00 0.74 301 223.9 13:5 8.50 50.8 YES 713
25 8:00 0.84 105 87.7 14.5 8.50 48.1 YES 1884
26 9:00 0.80 279 223.8 14.1 8.50 49.2 YES 782
27 11:30 0.79 195 153.9 14.6 8.20 42.6 YES 1116
28 8:00 0.83 244 202.0 15.1 8.60 47.9 YES 923
29 8:00 0.82 109 88.9 15.3 8.60 47.2 YES 1900
30 7:30 0.82 214 175.7 14.9 8.40 45.1 YES 1012
If Cl, at entry point < 0.2 mg/l or CT not met, notify DWS within 24 hours. Revised October 2013
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