OHA - Drinking Water Services -Turbidity Monitoring Report Form County: Columbia
Conventional or Direct Filtration Month/Year: Aug-23
System Name: City of Scappoose ID#: 41 00792 WTP: TP - A

Day ;ﬁTAl'J‘;' [‘L’m] [‘L’:‘ﬁ"} TST%? [‘Lm [?4?31 Highest Reading of the Day ' [NTU]
1 0.03 0.03 OFF .03.03 0.03 0.03 0.06
2 0.03 0.03 0.03 0.03 0.03 0.03 0.03
3 0.03 0.03 0.03 0.03 0.03 0.03 0.05
4 0.03 0.03 0.03 0.03 0.03 0.03 0.03
5 0.03 0.03 0.03 0.04 0.03 0.03 0.10
6 0.03 0.03 0.03 0.03 0.03 0.03 0.03
7 0.03 0.03 0.04 0.10 0.04 0.04 0.11
8 OFF OFF 0.03 0.03 0.02 0.02 0.03
9 0.02 0.02 OFF 0.02 0.02 0.02 0.07
10 OFF OFF OFF 0.02 0.02 0.02 0.02
11 0.02 0.02 OFF 0.02 0.02 0.02 0.09
12 0.02 0.02 0.02 0.02 0.02 0.02 0.02
13 0.02 0.02 0.02 OFF 0.02 0.02 0.09
14 0.02 0.02 0.02 0.02 0.02 0.02 0.02
15 0.02 0.02 0.02 OFF 0.02 0.02 0.07
16 0.02 0.02 0.02 0.02 0.02 0.02 0.02
17 0.02 0.02 0.02 0.02 0.02 0.02 0.07
18 0.02 0.02 0.02 0.02 0.02 0.02 0.02
19 0.02 0.02 0.02 0.02 0.02 0.02 0.07
20 0.02 0.02 0.02 0.02 0.02 0.02 0.02
21 .02. 0.02 0.02 0.02 0.02 0.02 0.09
22 0.02 0.02 0.02 0.02 0.02 0.02 0.02
23 0.02 0.02 0.02 0.08 0.02 0.02 0.08
24 0.02 0.02 0.02 0.02 0.02 0.02 0.02
25 0.02 0.02 0.02 0.02 OFF OFF 0.09
26 OFF OFF OFF OFF 0.03 0.02 0.09
27 0.02 0.02 0.02 0.03 0.02 0.02 0.08
28 0.02 0.02 0.02 0.02 0.02 0.02 0.02
29 0.02 0.02 0.02 0.03 0.03 0.03 0.09
30 0.03 0.03 0.03 0.03 0.03 0.03 0.03
31 0.03 0.03 0.03 OFF 0.09 OFF 0.16

Conventional or Direct Filtration Monthly Summary (Answer Yes or No)
95% of 4-hour turbidity readings < 0.3 NTU? Yes CTs g:;eb\;rz)d i Alc reszi%lfglr:tgflgw e
All 4-hour turbidity readings < 1 NTU? Yes
Al turbidity readings < IFE triggers Yes Tew Yos
Notes: PRINTED NAME: Darryl Sykes
SIGNATURE: | oo\ Mile o |le8/2023
PHONE #: (503-543-5894) CERT #: 2863

Tincluding continuous NTU data, if applicable, for optimization recording purposes. Compliance values in columns 12 AM through 8 PM may not
correspond to continuous readings' maximum. 2 |FE = Individ. Filter Effl. (333-061-0040(1)(e)(B&C))
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OHA - Drinking Water Program - Surface Water Quality Data Form [ WTP - : A
System Name: City of Scappoose ID#: 4100792 Aug-23 Di’it?:tllr:’:cg\’:’dl" 1
Date | Time Rh%;;{;;:lgt:?st Conta(cT:t)Time Actual CT Temp pH Required CT CT Met? ® [;De ?::xr:io:av
[ppm or mg/L] [minutes] CXT [°C] formula Yes / No __[GPM]
1 7:00 0.71 158 91.1 16.3 8.00 35.0 YES 1655
2 9:30 0.66 231 152.5 16.8 7.90 32.4 YES 958
3 7:50 0.71 113 80.3 16.9 7.80 31.2 YES 1846
4 8:45 0.78 210 163.4 17.0 7.80 31.3 YES 1056
5 5:35 0.68 209 141.1 18.7 7.90 28.6 YES 1008
6 8:00 0.81 270 219.0 16.1 8.10 37.2 YES 753
7 9:50 0.73 117 84.9 18.4 7.80 28.3 YES 1795
8 7:05 0.78 141 110.0 17.5 7.80 30.2 YES 1549
9 8:00 0.64 182 116.7 17.8 7.80 29.2 YES 1161
10 8:00 0.82 130 107.0 16.0 7.70 32.4 YES 1583
11 10:20 0.81 225 181.4 15.9 7.70 32.5 YES 1026
12 6:05 0.83 213 175.9 15.6 770 33.3 YES 1239
13 9:51 0.80 69 55.3 15.7 7.70 32.9 YES 2587
14 6:03 0.77 151 116.0 15.9 7.60 31.2 YES 1462
15 6:03 0.96 141 134.9 16.1 7.60 31.5 YES 1530
16 6:02 0.72 121 87.4 16.5 7.60 29.8 YES 1626
17 8:35 0.68 197 133.6 17.5 7.60 27.8 YES 1121
18 5:00 0.66 193 128.2 17.5 7.60 217 YES 1095
19 6:02 0.67 187 125.9 16.4 7.60 29.9 YES 1162
20 7:45 0.75 182 136.5 16.4 7.60 30.1 YES 1214
21 8:45 0.65 123 80.2 16.5 7.60 29.6 YES 1665
22 8:40 0.70 250 174.5 16.7 7.60 29.3 YES 858
23 8:00 0.66 253 167.0 16.9 7.60 28.8 YES 868
24 8:00 0.65 136 88.3 17.0 7.60 28.6 YES 1572
25 8:15 0.65 209 135.9 16.9 7.50 27.8 YES 1055
26 7:00 0.62 106 65.7 18.0 7.50 25.7 YES 1818
27 10:15 0.61 192 117.3 18.0 7.50 25.7 YES 1167
28 9:30 0.60 482 290.2 17.9 7.50 25.8 YES 433
29 7:30 0.60 127 76.7 17.9 7.60 26.8 YES 1655
30 6:02 0.65 187 122.1 16.6 7.50 28.3 YES 1234
31 5:23 0.70 206 145.0 16.0 7.50 29.7 YES 1075
3 If Cl, at entry point < 0.2 mg/l or CT not met, notify DWS within 24 hours. Revised October 2013
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