OHA - Drinking Water Services -Turbidity Monitoring Report Form County: Columbia
Conventional or Direct Filtration Month/Year: Sep-23
System Name: City of Scappoose ID#: 41 00792 WTP: TP - A
Day ;S'l{\lﬁ [‘L?LA] &?ﬁ'} r;h?T?JT [‘:‘;l“f] [?Q?th] Highest Reading of the Day ' [NTU]
1 OFF OFF OFF OFF 0.20 0.03 0.20
2 0.03 0.03 0.03 0.03 0.03 OFF 0.03
3 OFF OFF OFF 0.03 0.03 0.03 0.10
4 0.03 0.03 0.03 0.03 0.03 0.03 0.03
5 OFF OFF OFF 0.07 0.03 0.03 0.09
6 0.03 0.03 0.03 0.03 0.03 0.03 0.24
7 OFF OFF OFF 0.02 0.02 0.02 0.08
8 0.02 0.02 0.02 0.02 0.02 0.02 0.16
9 0.03 OFF OFF OFF OFF OFF 0.12
10 OFF OFF OFF OFF OFF OFF
11 OFF OFF OFF 0.02 0.02 0.02 0.09
12 0.02 0.02 0.02 0.02 0.02 0.05 0.20
13 OFF OFF OFF 0.02 0.02 0.02 0.02
14 0.02 0.02 0.02 0.02 0.02 0.02 0.02
15 0.02 0.02 OFF 0.02 0.02 0.02 0.12
16 0.02 0.02 0.02 0.02 0.02 0.02 0.02
17 0.02 0.02 0.16 0.02 0.02 0.02 0.18
18 0.02 0.02 0.02 0.03 0.03 0.03 0.08
19 0.03 0.03 0.03 0.03 0.03 0.03 0.08
20 0.03 0.03 0.03 0.03 0.03 ,03 0.03
21 0.05 0.11 0.04 0.03 0.03 0.30 0.15
22 0.03 0.03 0.03 0.03 0.03 0.03 0.03
23 0.03 0.03 0.03 0.03 0.03 0.03 0.08
24 0.03 0.03 0.03 0.03 0.04 OFF 0.10
25 OFF OFF OFF 0.03 0.08 OFF 0.09
26 OFF OFF OFF OFF OFF OFF
27 OFF OFF OFF OFF OFF OFF
28 OFF OFF OFF 0.05 0.02 0.02 0.10
29 0.02 0.02 OFF 0.02 0.02 0.02 0.14
30 0.02 0.02 0.02 0.02 0.08 OFF 0.16
Conventional or Direct Filtration Monthly Summary (Answer Yes or No)
95% of 4-hour turbidity readings < 0.3 NTU? Yes G (r::;i\;irz;j i sy resék:;f; l':;z;try o
All 4-hour turbidity readings < 1 NTU? Yes
All turbidity readings < IFE? triggers Yes Yo Yes

Notes:

|[PRINTED NAME: Darryl Sykes

SIGNATURE: ) ZQN‘*N N\é,rq,._ 10/5/2023

PHONE #: (503-543-5894) v

CERT #: 2863

¥ Including continuous NTU data, if applicable, for optimization recording purposes. Compliance values in columns 12 AM through 8 PM may not
Individ. Filter Effl. (333-061-0040(1)(e)(B&C))
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correspond to continuous readings' maximum. 2 IFE =




OHA - Drinking Water Program - Surface Water Quality Data Form [ WTP - : A
System Name: City of Scappoose ID#: 4100792 Senids Di"EL";‘I:’:cgf’d" 1
Date | Time Rh%z':?%:at::igt Contagt) Hhoe Actual CT Temp pH Required CT CT Met? ® D':ena‘:n%o:g a
TR [ppm or ma/L] [minutes] CXT [° Cl formula Yes / No [GPM]
1 {110:34 0.65 73 47.1 15.8 7.50 29.9 YES 2422
2 1o 069 421 290.1 15.9 7.50 29.8 YES 471
3 8:19 0.64 67 43.1 16.2 7.50 29.1 YES 2442
4 5:45 0.64 372 237.7 16.1 7.40 28.2 YES 520
5 || 9:30f 0.74 115 84.9 16.9 7.40 27.0 YES 1690
6§14 :OOH 0.66 350 229.3 16.8 7.40 26.9 YES 510
7 7:45 0.73 134 98.4 16.8 7.30 26.2 YES 1503
8 5:50 0.68 314 213.8 16.5 7.30 26.6 YES 660
9 1:08“ 0.69 282 195.4 15.9 7.30 27.7 YES 702
10
11 11430]  oe0 122 73.4 16.3 7.40 27.7 YES 1457
12 7:46[ 0.84 259 216.3 16.1 7.30 27.8 YES 882
18 6:00] 0.78 190 147.4 15.8 7.40 29.2 YES 1147
14 7:00! 0.70 69 48.0 15.1 7.40 30.3 YES 2541
15 6:00" 0.81 175 141.2 15.4 7.40 30.1 YES 1186
16 || 3:00 0.84 127 106.8 15.7 7.50 30.7 YES 1662
17 || 6:00 0.77 189 145.9 15.8 7.40 29.2 YES 1186
18 || 9:45 0.85 147 125.1 15.7 7.30 28.6 YES 1553
19 | 8:00 0.92 146 134.2 16.3 7.30 27.7 YES 1502
20 [18:15 0.83 302 249.5 16.2 7.30 27.5 YES 742
21 117:15 0.84 240 200.9 16.8 7.30 26.5 YES 924
22 || 7:45 0.83 309 257.1 16.7 7.30 26.7 YES 729
23 [111:00 0.85 479 407.6 16.0 7.30 28.0 YES 433
24 9:00' 0.89 134 118.7 16.0 7.40 29.2 YES 1649
25 [18:45 0.80 494 396.2 16.3 7.40 28.3 YES 407
26
2T .
28 || 5’7-5455 062 139 86.6 17.1 7.30 25.3 YES 1384
29 10:30" 0.89 634 563.0 15.9 7.40 29.4 YES 286
30 a:15ﬂ 0.81 152 122.5 16.5 7.50 29.0 YES 1468
* If Cl, at entry point < 0.2 mg/l or CT not met, notify DWS within 24 hours. Revised October 2013
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