
Winston Dillard Water Dist. ID# 41 00957 Month/Year: Nov / 2022

12:00 AM 4:00 AM 8:00 AM 8:00 PM
Peak Hourly 

Demand

(NTU) (NTU) (NTU) (NTU) Flow (GPM)

1 0.016 off off 0.015 997

2 0.015 off off 0.015 947

3 0.015 0.015 off 0.015 1,027

4 off off 0.016 off 975

5 off off 0.015 0.015 947

6 off off off 0.016 984

7 0.015 0.015 0.015 off 961

8 off 0.015 0.015 0.015 968

9 off off 0.018 0.015 1,004

10 off off 0.015 0.015 1,006

11 off off 0.015 0.015 991

12 off off 0.015 0.015 996

13 0.015 off off 0.015 993

14 0.015 off off 0.015 997

15 0.015 off off 0.020 996

16 0.015 0.015 off 0.016 994

17 0.015 off off 0.016 994

18 0.016 off 0.025 off 987

19 off off off 0.016 948

20 off off off 0.016 999

21 0.016 off off 0.024 993

22 0.016 off off 0.016 998

23 0.016 off off 0.016 1,000

24 0.016 off off 0.018 999

25 0.017 off off 0.037 999

26 0.020 off off 0.024 998

27 0.026 off off 0.026 976

28 0.028 0.021 0.017 off 969

29 off off 0.016 0.015 996

30 off off off 0.015 997

Yes / No

Yes / No

Yes / No

Yes / No

Yes / No

CTViral:  Required = 6.0

             Achieved = 70.0

Oregon DHS - Drinking Water Services – Turbidity Monitoring Report Form

System Name:

DAY

NOON 4:00 PM
Highest Reading of the 

Day 
1

(NTU) (NTU) (NTU)

0.015 0.015 0.016

0.017 0.015 0.017

0.016 0.015 0.016

0.016 0.015 0.016

0.015 0.015 0.015

0.017 0.016 0.017

0.015 off 0.015

0.015 0.015 0.015

0.015 0.018

0.015 0.015 0.015

0.015

0.015 0.015 0.015

0.015 0.015 0.015

0.025 0.015 0.025

0.015 0.015 0.015

0.024 0.016 0.024

0.022 0.016 0.022

0.022 0.016 0.022

0.016 0.016 0.025

0.016 0.016 0.016

0.026 0.016 0.026

0.032 0.016 0.032

off 0.022 0.022

0.029 0.018 0.029

0.040 0.028 0.040

off 0.045 0.045

off 0.034 0.034

off 0.024 0.026

0.017 0.016 0.028

0.016 0.015 0.016

0.024 0.015 0.024

             Conventional or Direct Filtration  Monthly Summary Monthly UV Summary (Circle Yes or No)

95% of the 4-hour turbidity readings ≤ 0.3 NTU?
Is any off-spec water produced in the month?

All the 4-hour turbidity readings < 1 NTU?

All turbidity readings < IFE triggers? 
2 Yes    /    No

- OR - PRINTED NAME: Derek Osterman

Slow Sand/Cartridge/Membrane/DE Filtration SIGNATURE: DATE: 12/1/22

                      1 
Including continuous NTU data, if applicable, for optimization recording purposes

  2 
IFE = Individual Filter Effluent

95% of turbidity readings ≤ 1 NTU?
PHONE #: (541)-679-8102 CERT #: T-08919

All turbidity readings < 5 NTU?

Is there 4-log virus inactivation provided with    □Chlorine;       □Other________ Yes    /    No 



ID# 41 00957 Month/Year: Nov / 2022

88.0% Duty sensor variation from reference sensor %: 11.9%

 70%   {Insert Req’d Value}   

 Minimum

  Intensity

1 997 7.6 Y 694,601 None

2 947 7.2 Y 713,109 None

3 1,027 6.9 Y 894,178 None

4 975 7.1 Y 580,672 None

5 947 6.1 Y 788,828 None

6 984 6.2 Y 55,243 None

7 961 6.0 Y 589,808 None

8 968 6.2 Y 878,931 None

9 1,004 6.1 Y 670,564 None

10 1,006 6.8 Y 688,959 None

11 991 6.4 Y 618,125 None

12 996 6.3 Y 687,342 None

13 993 6.1 Y 645,983 None

14 997 6.0 Y 619,431 None

15 996 7.0 Y 509,082 None

16 994 6.5 Y 836,325 None

17 994 6.9 Y 575,156 None

18 987 6.6 Y 557,266 None

19 948 6.8 Y 765,403 None

20 999 7.0 Y 563,247 None

21 993 6.3 Y 617,949 None

22 998 6.7 Y 604,351 None

23 1,000 6.9 Y 748,306 None

24 999 7.0 Y 556,812 None

25 999 7.1 Y 562,771 None

26 998 8.0 Y 553,154 None

27 976 7.8 Y 643,286 None

28 969 7.2 Y 683,367 None

29 996 6.8 Y 733,981 None

30 997 6.8 Y 612,732 None

Signature: Op Cert #: T 08919 Date: 12/1/2022

Monthly Cumulative % Off-Spec Water Produced None

(Mo. Sum {B})  (Mo. Sum {A}) * 100

[%]
[gpm/unit] [

mW
/cm2] [ Y or N ] [gal] [gal]

Oregon DHS - Drinking Water Services – Surface Water Quality Data

System Name: Winston Dillard Water Dist.

Minimum UVT [%] during month:

Minimum Validated UVT :

Date
Peak Hourly 

Demand Flow

All 

Lamps 

On?

Daily Water 

Produced 

{A}

Water outside 

Validated 

Conditions {B}

Cumulative % Off-Spec Water 

Produced


	Nov 2022 Tubidity Report Form
	Nov 2022 UV Report Form

