
Winston Dillard Water Dist. ID# 41 00957 Month/Year: Sep / 2023

12:00 AM 4:00 AM 8:00 AM 8:00 PM
Peak Hourly 

Demand

(NTU) (NTU) (NTU) (NTU) Flow (GPM)

1 off off 0.017 0.017 1,454

2 off off 0.024 0.016 1,469

3 0.016 off off 0.016 1,460

4 0.016 off off 0.016 1,447

5 0.016 off off 0.016 1,463

6 0.016 off off 0.016 1,443

7 0.016 off off 0.016 1,449

8 0.016 off off 0.016 1,443

9 0.016 off 0.022 off 1,458

10 off 0.020 0.016 0.016 1,471

11 off off off 0.016 1,227

12 0.016 0.016 0.016 off 1,211

13 off 0.017 0.022 0.016 1,488

14 0.016 off off 0.016 1,433

15 0.016 off off 0.016 1,430

16 0.016 off off 0.016 1,442

17 0.016 0.016 off 0.016 1,437

18 0.016 0.016 off 0.016 1,426

19 0.020 0.016 0.016 0.016 1,424

20 off off 0.019 0.016 1,392

21 0.016 off off 0.016 1,392

22 0.016 off off 0.016 1,385

23 0.016 off off 0.016 1,385

24 0.016 off off 0.016 1,384

25 0.016 off off 0.016 1,382

26 off off off 0.014 1,380

27 off off off 0.015 1,384

28 off off off 0.014 1,274

29 0.014 off off 0.014 1,272

30 0.014 off off 0.014 1,233

Yes / No

Yes / No

Yes / No

Yes / No

Yes / No

CTViral:  Required = 3.0

             Achieved = 49.0

Oregon DHS - Drinking Water Services – Turbidity Monitoring Report Form

System Name:

DAY

NOON 4:00 PM
Highest Reading of the 

Day 
1

(NTU) (NTU) (NTU)

0.017 0.017 0.017

0.017 0.017 0.024

0.016 0.016 0.016

0.016 0.016 0.016

0.016 0.016 0.016

0.016 0.016 0.016

0.016 0.016 0.016

off 0.016 0.016

0.016 0.022

0.016 0.016 0.020

0.016

0.019 0.017 0.019

0.017 0.018 0.018

0.016 0.016 0.022

0.021 0.016 0.021

0.022 0.016 0.022

0.023 0.016 0.023

off 0.020 0.020

0.020 0.019 0.020

0.016 0.016 0.020

0.017 0.016 0.019

0.024 0.019 0.024

0.017 0.016 0.017

0.017 0.016 0.017

0.018 0.016 0.018

0.020 0.016 0.020

0.016 0.014 0.016

0.015 0.015 0.015

0.020 0.014 0.020

0.021 0.014 0.021

0.015 0.014 0.015

             Conventional or Direct Filtration  Monthly Summary Monthly UV Summary (Circle Yes or No)

95% of the 4-hour turbidity readings ≤ 0.3 NTU?
Is any off-spec water produced in the month?

All the 4-hour turbidity readings < 1 NTU?

All turbidity readings < IFE triggers? 
2 Yes    /    No

- OR - PRINTED NAME: Derek Osterman

Slow Sand/Cartridge/Membrane/DE Filtration SIGNATURE: DATE: 10/2/23

                      1 
Including continuous NTU data, if applicable, for optimization recording purposes

  2 
IFE = Individual Filter Effluent

95% of turbidity readings ≤ 1 NTU?
PHONE #: (541)-679-8102 CERT #: T-08919

All turbidity readings < 5 NTU?

Is there 4-log virus inactivation provided with    □Chlorine;       □Other________ Yes    /    No 



OHA - DWS

Membrane Filter Monthly Operating Report County: Douglas

Month/Year:

Minimum test pressure applied || req'd:

DIT = Direct Integrity Test on filter(s)  [Yes, No, or "off" if all filters are offline] a

PDR = Pressure Decay Rate PDRMax [
psi

/min]

LRC = Log Removal Credit 0.09

Day

CFE Daily 

Turbidity 

[NTU]

Highest 

CFE
♣ 

[NTU]

Highest IFE [NTU]    

(>15 min duration)
Highest PDR

of day [
psi

/min]

[Y/N] or

"off"

1 0.017 0.017 0.024 0.07 y

2 0.024 0.024 0.027 0.07 y

3 0.016 0.016 0.024 0.07 y

4 0.016 0.016 0.024 0.07 y

5 0.016 0.016 0.024 0.07 y

6 0.016 0.016 0.024 0.07 y

7 0.016 0.016 0.024 0.08 y

8 0.016 0.016 0.033 0.08 y

9 0.022 0.022 0.025 0.08 y

10 0.020 0.020 0.026 0.07 y

11 0.019 0.019 0.034 0.04 y

12 0.018 0.018 0.024 0.05 y

13 0.022 0.022 0.026 0.04 y

14 0.021 0.021 0.029 0.05 y

15 0.022 0.022 0.024 0.05 y

16 0.023 0.023 0.028 0.04 y

17 0.020 0.020 0.025 0.04 y

18 0.020 0.020 0.025 0.04 y

19 0.020 0.020 0.025 0.04 y

20 0.019 0.019 0.026 0.04 y

21 0.024 0.024 0.027 0.03 y

22 0.017 0.017 0.025 0.03 y

23 0.017 0.017 0.025 0.03 y

24 0.018 0.018 0.028 0.04 y

25 0.020 0.020 0.026 0.03 y

26 0.016 0.016 0.022 0.02 y

27 0.015 0.015 0.022 0.02 y

28 0.020 0.020 0.023 0.03 y

29 0.021 0.021 0.022 0.04 y

30 0.015 0.015 0.022 0.03 y

Performance std met?   

[Y/N]
 (PDR ≤ PDRMax, LRV ≥ LRC)

DIT 

Daily?

Yes Yes

DATE: 

WT CERT #:
PHONE #: 

p. 1 of 2

PRINTED NAME:      Derek Osterman

SIGNATURE:

10/2/2023

T-08919

(541)679-8467

95% of daily turbidity 

readings ≤ 1 NTU? [Y/N] 

All turbidity readings ≤ 5 NTU? 

[Y/N]

All IFE turbidity 

readings ≤ 0.15 

NTU?  [Y/N]

CT's met daily? (p. 2)

Yes

YesYes Yes

All Cl2 residual at EP ≥ 0.2 
mg

/L? PDR < PDRMax?

Yes

LRVambient > LRC?

Yes Yes

Compliance summary (operator to complete any blank fields)

4.330

4.607

4.609

4.451

4.329

4.479

__   27.23____ psi   ||   _____27.0 ___ psiPWS ID#: 41 - 00957

Plant ID: WTP - 4100957

Lowest LRVambient

of day [log removal]

LRC [log removal]

4.00

September-23System Name:  Winston Dillard Water District     

4.532

4.638

4.642

4.629

4.534

4.399

4.393

DIT 

Daily 

4.806

4.518

4.505

4.521

4.494

 ♣  Used for optimization purposes only.
Revised 7/31/2023



ID# 41 00957 Month/Year: Sep / 2023

90.0% Duty sensor variation from reference sensor %: 8.2%

 70%   {Insert Req’d Value}   

 Minimum

  Intensity

1 1,454 8.2 Y 811,543 None

2 1,469 8.2 Y 876,715 None

3 1,460 7.6 Y 880,609 None

4 1,447 8.3 Y 886,277 None

5 1,463 8.0 Y 921,512 None

6 1,443 8.5 Y 965,997 None

7 1,449 7.7 Y 922,338 None

8 1,443 7.9 Y 941,026 None

9 1,458 8.0 Y 853,772 None

10 1,471 6.4 Y 1,282,350 None

11 1,227 8.5 Y 648,563 None

12 1,211 6.9 Y 1,082,119 None

13 1,488 7.9 Y 1,174,809 None

14 1,433 7.6 Y 1,013,000 None

15 1,430 7.4 Y 1,024,460 None

16 1,442 7.6 Y 833,845 None

17 1,437 8.0 Y 1,019,689 None

18 1,426 7.8 Y 832,394 None

19 1,424 7.3 Y 1,265,115 None

20 1,392 10.7 Y 922,412 None

21 1,392 10.5 Y 784,940 None

22 1,385 10.1 Y 930,477 None

23 1,385 9.2 Y 924,185 None

24 1,384 9.6 Y 832,790 None

25 1,382 9.0 Y 861,426 None

26 1,380 9.7 Y 775,303 None

27 1,384 10.3 Y 753,604 None

28 1,274 10.2 Y 721,735 None

29 1,272 10.1 Y 726,934 None

30 1,233 8.9 Y 758,443 None

Signature: Op Cert #: T 08919 Date: 10/2/2023

Oregon DHS - Drinking Water Services – Surface Water Quality Data

System Name: Winston Dillard Water Dist.

Minimum UVT [%] during month:

Minimum Validated UVT :

Date
Peak Hourly 

Demand Flow

All 

Lamps 

On?

Daily Water 

Produced 

{A}

Water outside 

Validated 

Conditions {B}

Cumulative % Off-Spec Water 

Produced

[gpm/unit] [
mW

/cm2] [ Y or N ] [gal] [gal]
(Mo. Sum {B})  (Mo. Sum {A}) * 100

[%]

Monthly Cumulative % Off-Spec Water Produced None



OHA-DWS

Disinfection Monthly Operating Report

System Name: 

0.5

Day

Minimum Cl2 

Residual at 1
st 

User ( C ) 
♦

[
mg

/L = ppm]

Contact 

Time

(T)

[minutes]

Actual CT

C x T

(Formula)

Temp

[° C]
pH

Required 

CT

(Formula)

CT Met? 
♦

[Yes / No]

(Formula)

Peak Hourly

Demand Flow

[GPM]

1 1.49 50.1 74.6 22.1 7.74 11.8 YES 1,454           

2 1.44 49.6 71.4 21.9 7.75 11.9 YES 1,469           

3 1.23 49.9 61.4 22.2 8.10 13.0 YES 1,460           

4 1.21 50.3 60.9 21.9 7.81 11.9 YES 1,447           

5 1.26 49.8 62.7 21.9 8.00 12.8 YES 1,463           

6 1.53 50.5 77.3 22.0 8.15 13.9 YES 1,443           

7 1.43 50.0 71.5 22.0 8.20 14.0 YES 1,449           

8 1.52 50.5 76.8 21.6 8.34 15.3 YES 1,443           

9 1.45 50.0 72.5 21.8 8.37 15.1 YES 1,458           

10 1.24 49.5 61.4 20.5 7.77 12.9 YES 1,471           

11 1.26 59.4 74.8 22.4 8.10 12.9 YES 1,227           

12 1.57 60.0 94.2 20.2 8.03 15.0 YES 1,211           

13 1.39 49.0 68.1 20.7 7.87 13.4 YES 1,488           

14 1.40 50.8 71.1 21.7 8.13 13.9 YES 1,433           

15 1.38 50.9 70.2 21.9 7.85 12.3 YES 1,430           

16 1.37 50.5 69.2 21.6 8.20 14.3 YES 1,442           

17 1.46 50.7 74.0 22.1 8.17 13.8 YES 1,437           

18 1.52 51.1 77.7 21.5 8.00 13.6 YES 1,426           

19 1.64 51.2 84.0 19.8 8.12 16.1 YES 1,424           

20 1.58 52.3 82.6 19.7 8.01 15.5 YES 1,392           

21 1.41 52.7 74.3 19.5 8.05 15.6 YES 1,382           

22 1.48 52.0 77.0 20.0 8.18 16.0 YES 1,385           

23 1.44 52.0 74.9 18.7 8.03 16.4 YES 1,385           

24 1.74 52.6 91.5 17.0 7.72 16.9 YES 1,384           

25 1.62 52.7 85.4 16.2 7.52 16.4 YES 1,382           

26 1.53 52.8 80.8 17.2 7.54 15.3 YES 1,380           

27 1.35 52.6 71.0 16.9 7.54 15.3 YES 1,384           

28 1.38 57.2 78.9 16.9 7.58 15.5 YES 1,274           

29 1.12 57.3 64.2 17.2 7.93 16.8 YES 1,272           

30 1.17 59.1 69.1 18.5 8.02 16.0 YES 1,233           

♦
  If chlorine concentration at entry point < 0.2 

mg
/L, or CT not met, notify DWS within 24 hours. 

Submit this monthly report by the 10
th

 of following month by

mail: Drinking Water Services 

PO Box 14350
Portland, OR  97293-0350

email: dwp.dmce@odhsoha.oregon.gov

fax: 971-673-0458 p. 2 of 2

Winston Dillard Water District

Notes

(e.g. "Plant 

Off")

PWS ID#: 41 - 00957

Plant ID : WTP - 4100957

b  Log 

Inactivation
Required via 

Disinfection

Revised 7/31/2023

mailto:dwp.dmce@odhsoha.oregon.gov
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