SEP.

6. 2023 12:45PM N. 0856 F.
Oregon Health Authority Drinking Water Section
Turbidity Monitoring Report Form

System Name: Yambhill, City of ID#: OR4100968 August 2023

12AM 4AM 8AM NOON 4PM 8PM Peak Hourly

Day (NTU) (NTU) (NTU) (NTLD) {NTL {(NTL) Highest (NTU) | Flow (GPM)
1 0.012 OFF .017 0.013 0.014 0.013 0.017 435
2 0.014 0.014 0.013 0.014 0.013 2,012 0.014 430
3 0.012 0.012 0.014 0.016 0.013 0.013 0.016 441
4 OFF 0.014 0.014 0.013 0.014 0.014 0.014 432
5 OFF 0.013 0.016 0.014 OFF 0.014 0.016 423
6 OFF 0.013 OFF 0.015 0.015 QFF 0.015 431
7 0.018 OFF 0.017 0.017 0.021 OFFE 0.021 445
8 0.019 OFF 0.018 0.018 0.018 OFF 0,019 427
9 0.017 OFF 0.016 0.017 OFF OFF 0.017 422
10 0.014 OFF 0.015 0.015 0.014 OFF 0.015 434
11 0.017 OFF 8.017 0.016 0.026 OFF 0,026 433
12 0.018 OFF 0.018 0.022 OFF QFF 0.022 426
13 0.017 OFF 0.017 0.019 OFF 0.019 0.019 437
14 0.017 OFF 0.019 0.021 0.025 0.022 0.025 435
15 OFF 0.021 0.020 0.021 0.021 OFF 0.021 427
16 QFF OFF 0.015 0,015 0.017 OFF 0.017 439
17 0.022 OFF 0.020 0.021 0,022 OFF 0.022 432
18 0.021 OFF 0.020 0.019 0.022 OFF 0.022 433
19 0.021 QFF 0.020 0.021 0.061 OFF 0.061 430
20 0.021 OFF 0.020 0.018 0.022 QFF 0.022 429
21 0.018 OFF 0.018 0.024 0.021 OFF 0.024 419
22 0.023 OFF 0.020 0,020 0.022 OFF 0.023 418
23 0,020 OFF 0.020 0.022 0.021 OFF 0.022 411
24 0.030 QFF 0.030 0.026 OFF OFF 0.030 420
23 0.020 OFF 0.020 0.017 OFF 0.021 0.021 428
26 OFF OFF 0.020 0.022 OFF 0.021 0.022 422
27 0.016 OFF 0.020 0.020 OFF 0.021 0.021 426
28 0.018 QFF 0.020 0.020 QFF 0.024 0.024 414
29 0.030 OFF 0,030 0.031 OFF OFF 0.031 418
30 0.024 QFF 0.020 0.022 OFF QOFF 0.024 442
31 0.025 QFF 0,023 0.026 OFF OFF 0.026 414
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SEP.

6. 2023

12:45PM

N,

0896 P,

OHA - Drinking Water Program - Surface Water Quality Data Form WTP: WTP-A
System Name: Yamhill, City of ID#: OR4100968 Month/Ysar: Aug-23 ”“‘“’“}_':: Slarclal 0800
Date / Time R:::dlf:;ra " |contact Time Acual CT || Tem H Requi a Paak Hourly
(G312 (T P P Bquired CT CT Met? Demand Flow
[ppm of me/Ll]  [minutes) CXT "¢l formula Yes / No [GPM)
1/13:00 0.7 80 §5.2 13.8 8.3 23.2 YES 434
2/9:00 0.7 80 88.3 14.4 8.3 22.6 YES 280
3700 0.5 80 42.0 14.4 8.3 216 YES 435
4/21:00 1.0 80 77.8 15.6 83 21.0 YES 433
5/6.00 1.0 80 777 16.5 8.2 218 YES 418
6/16:00 1.0 a0 79.2 18.5 8.4 22.0 YES 429
700 0.8 g0 724 16.3 8.2 20.2 YES 440
8/2:00 0.9 a0 68,9 16.5 8.3 19.9 YES 411
9/12:00 Q.7 g0 59.2 15.2 8.4 220 YES 421
101700 0.8 8O &60.0 16.1 8.3 21.6 YES 428
11/15:00 0.7 B0 87.3 14.6 8.4 229 YES 4249
121500 0.7 a0 BB.5 14,8 84 22.6 YES 423
13/15.00 0.7 80 52.4 15.8 8.4 21.0 YES 436
14/20.00 0.7 &0 5§7.0 18.2 8.4 18.2 YEE 435
15/6:00 0.7 80 54.1 18.1 B.4 17.9 YES 423
16/3:00 0.7 80 53.8 18.5 8.4 17.6 YES 437
17/13.00 0.8 80 62.0 17.8 8.4 18.6 YES 428
181500 0.7 80 58.9 16,6 8.4 19.6 YES 428
19/15.00 0.7 80 58.5 14.3 8.4 23,0 YES A27
20/14:00 0.8 80 g2.7 14.5 8.4 23.0 YES 427
21/7:00 0.7 80 58,4 16.3 8.4 22.0 YES 416
22/15:00 0.8 80 661 13.5 8.4 24.7 YES 418
23M11:00 0.8 80 66.5 13.3 8.4 25.0 YES 417
24/11.00 0.8 80 64.8 13.6 8.4 245 YES 417
2511300 0.7 &0 57.8 14.8 8.4 223 YES 427
26/14:00 0.8 80 60.4 15.2 8.4 21.8 YES 421
27/12:00 0.7 80 57.7 15.4 8.4 21.2 YES 420
28/9:00 0.8 &0 615 15.5 8.3 21.1 YES 420
29/15:00 0.9 80 75.0 14.5 8.4 232 YES 417
30/18:00 0.8 80 &0.7 14.2 8.4 23.8 YES 432
31/1:00 0.8 80 ° 63.8 14.6 2.4 22.9 YES 419

3¢ Clz at entry point = 0.2 mg/l or 5T not met, DWS to ba notified by end of next business day.
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