OHA - Drinking Water Program - Turbidity Monitoring Report Form County: Josephine

Conventional or Direct Filtration

System Name: CAVE JUNCTION, CITY OF #OR4100971 WTP-:WTP-A: January 2021

- 12 AM 4 AM 8 AM NOON [ 4PM gPM |HighestReading of the
[NTU] [NTU] [NTU] [NTU] [NTU] [NTU] Day [NTU]
1 PLANT OFF-LINE
2 0.02 0.02 0.02
3 PLANT OFF-LINE
4 0.02 0.02 0.02
5 PLANT OFF-LINE
6 0.02 0.02 0.02 0.02
7 [ PLANT OFF-LINE
8 0.02 0.02 0.02 | 0.02
9 [ PLANT OFF-LINE
10 [ PLANT OFF-LINE |
11 0.02 0.02 0.02 |
12 0.02 0.02 0.02
13 PLANT OFF-LINE
14 0.02 0.02 0.03 | 0.03
15 0.03 0.03 0.03 | 0.03
16 [ PLANT OFF-LINE
17 [ PLANT OFF-LINE
18 PLANT OFF-LINE
19 0.02 0.02 0.02 0.02
20 0.02 0.02 0.02
21 0.02 0.02 0.02
22 0.02 0.02 | 0.02
23 [ PLANT OFF-LINE
24 PLANT OFF-LINE
25 0.02 0.02 0.02 0.02
26 0.02 0.02 0.02
27 PLANT OFF-LINE
28 0.02 0.02 0.02 0.02
29 0.02 0.02 0.02 | 0.02
30 PLANT OFF-LINE
31 0.02 0.02 0.02 0.02 |
Conventional or Direct Filtration | Monthly Summary (Answer Yes or No)
95% of the 4-hour turbidity readings < 0.3 NTU? CT's met everyday? All s residuals at gntry point 0.2 mg/1?
All the 4-hour turbidity readings < 1 NTU? eg back) @ No
Al turbidity readings < IFE? triggers? N°
Notes: PRINTED NAME:_Sjeven Bethﬂke F )
[SIGNATURE: X0, 7 ) AR PATE: 7 -5-7]
[PHONE#  541-592-3254 CERT#:6609

"Including continuous turbidity data, if applicable, for optimization recording purposes. Compliance values in columns "12AM" through "8PM" may not

correspond to continuous readings' maximum.

2|FE = Individ. Filter Effl. (OAR 333-061-0040(1)(e)(B&C)




OHA - Drinking Water Program - Surface Water Quality Data Form

CAVE JUNCTION, CITY OF ID#: OR4100971 WT1WTP Month [year Jan, 2021 Req. Log
Inactivate:l
DATE/ TIME e st contact |\ tualcT || Temp oH Required f| ryretp Hpoejrli\,
User (C)? Time (T) T Dema
mg/L minutes CXT 2E Use tables || Yes/No [GPM]
1/ 0
2/ 7:25 0.80 337 269 7 7.6 58 YES 1334
3/ | 0
4/ 7:08 0.80 327 261 8 | 7.6 58 YES 1331
5 0
6/ 8:29 0.80 204 163 8 7.6 58 YES 1581
7/ 0
8/ 7:56 1.00 228 228 8 7.5 60 YES 1581
9/ 0
10/ 0
11/ 8:16 0.90 253 227 8 7.6 60 YES 1581
12/ 12:07 0.90 512 461 8 7.5 60 YES 967
13/ 0
14/ 8:01 1.00 522 522 8 7.5 60 YES 893
15/ 725 1.00 528 528 9 1.7 60 YES 886
16/
17/
18/
19/ 7:57 0.80 486 389 9 7.5 58 YES 954
20/ 7:41 1.00 539 539 8 7.5 60 YES 892
21/ 8:29 1.10 539 593 8 7.6 61 YES 891
22/ 8:04 1.10 508 559 8 7.7 61 YES 896
23/ 0
24/ 0
25/ 757 1.00 482 482 7.6 60 YES 970
26/ 8:11 1.10 537 591 7.6 61 YES 894
27/ 0
28/ 8:18 1.10 464 511 7.6 61 YES 959
29/ 8:06 1.20 487 584 6 7.7 61 YES 970
30/ | 0
31/ 7:40 1.00 507 507 7 | 7.5 60 YES 940

3f Cl, at entry point, < 0.2 mg/l, OR CT not met, notify DWP by end of next business day.

Download form at: www.pubtic.health.oregon.gov/HeaIthvEnvironments/Dr'\nkingWater/Monltoring/Documents,/turb—conv—direct.pdf




