OHA - Drinking Water Program - Turbidity Monitoring Report Form County: Josephine

Conventional or Direct Filtration

System Name: CAVE JUNCTION, CITY OF #0R4100971 WTP-:WTP-A: April 2021

= -

ATl turbidity reaq_ings < |FE? triggers?

Notes:

|PHONE#

COTI’ES;JOFIC] to continuous readmgs maximum.

YIFE =

Individ. Filter Effl. (OAR 333-061-0040(1)(¢)(B&C)

e 12 AM 4 AM 8 AM NOON 4PM 8 PM Fighest Reading of the |
| INTU) | INTU] | [NTU] | [NTU] l [INTUL | [NTU] Day [NTU]
1 0.02 0.02 0.02 0.02
2 0.02 0.02 0.02 002 ]
3 __| PLANT OFF.LINE |
a2 ) |l PLANT OFF-LINE
5 0.02 0.02 0.02 002
6 | 002 | 002 | 002 | 002
7 0.02 0.02 0.02 0.02
g | 0.02 0.02 002
9 0.02 0.02 0.02 0.02
10 PLANT OFF-LINE
11 __ | PLANT OFF-LINE
12 0.02 0.02 0.02 002 | o002
13 002 | 002 | o002 | 002
14 ’ 0.02 0.02 0.02
15 0.02 0.02 0.02 0.02
16 ] 0.02 0.02 0.02 [ 002
17 B 002 | 002 | 002 [ 002
18 0.02 0.02 0.02 _ 0.02
19 0.02 0.02 0.02 0.02 0.02
20 0.02 0.02 0.02 _
21 0.02 0.02 0.02 0.02 002 |
22 i 0.02 002 | 002 - — 002 |
23 0.02 0.02 0.02 0.02
24 ] ] ] ] 002 | 002 | 0.02 ]
25 _PLANT OFF- LINE
26 || | 002 0.02 002 | 002 | 0.02 )
27 0.02 0.02 0.02 0.02 0.02 |
28 0.02 0.02 0.02 ) 002 |
29 0.02 0.02 0.02 0.02
30 0.02 0.02 0.02 0.02 0.02
m' _ Monthly Summary (Answer Yes or No)
959% of the 4-hour turbldlty readlngs <03 NTU? ‘I No CT's met everyday? et
All the 4-hour turbidity readings < 1 NTU? Yes /No (see back) No
.%Noj ) (Ydrno o
! it A g

CERT#:6609

ey .
TIncluding continuous turbidity data, if applicable, for opt;m:iataon recording purposes. Compliance values In columns "12AM" through "8PM" may not




OHA - Drinking Water Program - Surface Water Quality Data Form

CAVE JUNCTION, CITY OF ID# OR4100971 WTP-A  APRIL 2021 Re. Log
DATE/ TIME RT;?::I?;:]S; C-ontact Actual CT Temp pH Reguired CT Met?? Hpoej:l‘y
User (CJ? Time (T) LT m
mg/L minutes CXT °C Use tables || Yes/No [GPM]
1/ 8:09 1.00 526 60 Yes 905
2/ 7:46 || 110 | 481 46 Yes 969
3./
4/
5/ 8:117 1.10 442 487 10 | 75 46 Yes || 978
6/ 11:52 1.00 | 519 519 10 7.5 45 Yes 906
7/ 1 831 110 | 454 500 10 25 46 || Yes 971
8/ 8:30 110 | 536 589 10 7.6 46 Yes | 897
9/ 17:58 1.00 483 483 11 7.6 45 Yes 900
10/
11/ - j
19 ] 11:30 1.00 458 458 11 7.5 45 Yes 981
13/ | 1330 j) 1.00 459 || 459 | 11 | 76 )| 45 || Yes || 970
14 / 7:59 1.00 484 484 11 7.4 45 Yes 912
15/ | 15:09 1.10 258 || 503 || 11 75 || 46 || Yes 950
16/ T 803 | 100 | 420 | 420 12 75 || 45 | Yes | 966
171 12:00 1.10 391 431 i1 75 a6 Yes 1116
18/ | 1105 }| 110 | 477 || 525 12 | 75 | 46 || Yes f 911
19/ 7:24 1.10 415 456 12 7.5 46 Yes 963
20/ | 112 || 110 505 || 556 | 11 | 75 | 46 || Yes | 902
21/ 11:51 1.10 460 507 12 7.5 46 Yes 917
22/ 8:03 1.10 458 504 12 7.5 46 Yes 890
23/ 12:51 1.10 463 510 12 7.5 46 Yes 943
24/ 17:01 1.00 498 498 12 7.5 45 Yes 960
26/ 8:38 | 1.00 363 || 363 12 7.4 45 Yes 974
37/ 15:11 | 110 456 502 11 7.4 46 Yes 967
28/ 8:29 1.10 481 529 11 7.4 46 Yes 978
29/ | 605 | 1.00 416 416 11 | 74 || 45 | ves | 985
30/ 7:18 1.10 410 451 13 7.5 46 Yes 980

Download form at: www.public.health.oregon.gov/HealthyEnvironments/DrinkingWate r/Monitoring/Documents/turb-conv-direct. pdf




