OHA - Drinking Water Program - Turbidity Monitoring Report Form County: Josephine

Conventional or Direct Filtration

System Name: CAVE JUNCTION, CITY OF #0R4100971 WTP-\WTP-A: May 2021

e 12 AM 1AM 8 AM l NOON 4 PM 8PV | HiBnest Readingorthe ||
__[NTU] INTU] | [NTU] | [NTU) [NTU] | [NTU] Day [NTU]
1 0.02 0.02 0.02
2 0.02 | 002 _
3 0.02 0.02 0.02 0.02 002 ]
I o | o002 | 002 | o002 | — 002 |
5 0.02 0.02 0.02 0.02 002
6 002 | 002 | 002 | o002 ]
7 0.02 0.02 0.02 0.02 0.02
8 PLANT OFF-LINE
9 0.02 0.02 0.02 0.02
10 0.02 0.02 0.02 002 [ 0.02
EY 0.02 0.02 0.02 002
12 0.02 0.02 0.02 0.02
13 002 | 002 | 002 002 | —
14 0.02 0.02 0.02 T
15 0.02 0.02
16 ) 0.02 0.02 0.0
19 ] 002 | 002 | 002 - 0.02
18 0.02 0.02 [ 002
19 0.02 0.02 0.02 [ 002
20 0.02 0.02 0.02 0.02
21 0.02 0.02 0.02 0.02
22 0.02 0.02 002 002
23 PLANT OFF-LINE
24 ] - 0.02 002 | 002 | 002 | 002 0.02
25 0.02 0.02 0.02 002 ]
26 - 002 | 002 | o002 | — I o002 ]
27 0.02 0.02 002
28 0.02 0.02 0.02 002 | 002
29 0.02 0.02 0.02 0.02
30 0.02 0.02 0.02
31 002 | 002 | 002 . 002
- wChc:!r"mr\ﬁ-.ntic_')nal or Direct Filtration il ' Monthly SummaﬁAnsﬁéf YesorNo) |
95% nff:he 4-hour turbidity readings < 0.3 NTU? , No CT's met everyday? Al eskiualegkentny pointE DEmgll
Il the 4-hour turbidity readings < 1 NTU? @Nu éﬂ{:;ack} H
Il turbidity readings < IFE? triggers? Yes) No? Yes pNo :
Notes: - = PRINTED NAME: Steven Bethke e
SIGNATURE:, & | @PATE: £y o 3 sl

PHONE #:  541-502-3254 ~ |lcerT#:6609
Tincluding continuous turbidity data, if applicable, for optimization recording purposes. Compliance values in columns "12AM" through "8PM" may hot
correspond to continuous readings’ maximum,

2|FE = Individ. Filter Effl. (OAR 333-061-0040(1)(e)}(B&C)




- OHA - Drinking Water Program - - Surface Water Quality Data Form

- CAVE JUNCTION, CITY OF ID# OR4100971 WTP-A  MAY 2021 Req. Log
M o e -
DATE/ TIME RT;?JT;:[:S; C.c'mtact Actual CT Temp pH Bisuines CT Met?® Hlfuarl:y
User (C? Time (T) CcT ]
_ jj meh jminves§ CXT § CE | uesssbies] Yes/to | [6FM)
1/ 6:55 1.00 492 492 13 7.5 45 Yes 969
2/ 550 || 1.10 541 595 || 13 75 46 Yes 903
3/ 7:54 100 | 460 460 13 76 45 Yes 968
4/ 11:53 1.10 403 444 13 7.4 46 Yes 980
5t 16:37 || 1.10 467 514 14 7.4 46 Yes 984
6/ 11:55 1.00 470 470 14 7.6 45 Yes 982
7/ 5:59 1.00 396 396 13 7.6 45 Yes 982
Is / ' ' 0
9/ 6:02 1.00 388 388 13 7.7 45 Yes 955
10/ 15:03 1.00 296 296 13 7.7 45 Yes 1335
11/ 6:45 1.00 250 250 13 7.6 45 || ves | 1581
12/ 7:43 1.00 163 163 14 7.6 45 Yes 1581
13/ 511 | 1.00 200 )| 200 f 14 76 45 || Yes || 1581
14/ 6:44 1.00 207 207 15 7.6 45 Yes 1581
15/ 6112 1.00 | 218 | 218 15 76 45 Yes 1581
16 / 6:07 090 | 225 202 15 7.6 45 Yes | 1581
177 7:59 1.00 168 168 15 7.6 45 Yes 1581
18/ | 638 || 1.00 284 || 284 || 16 77 || 45 Yes || 1581
19/ 7:44 1.00 195 195 16 7.6 45 Yes 1581
20/ 6:12 | 1.10 193 || 213 | 14 76 || 46 Yes 1581
21/ 6:25 1.10 266 292 13 7.7 46 Yes 1581
22/ 7:10 0.90 241 217 13 7.7 45 Yes 1581
23/ 0
24/ 5:03 1.00 168 168 14 7.6 45 Yes 1581
25 / 6:06 1.00 249 1249 15 7.4 30 Yes 1581
26/ 6:02 1.00 174 174 14 7.4 45 Yes 1581
27/ 6:05 1.00 217 217 15 7.5 30 Yes 1581
28 / 7:34 1.00 180 180 15 7.5 30 Yes 1581
20/ | 622 | 110 | 187 206 16 75 31 Yes 1581
30/ 5:59 1.00 234 234 16 7.5 30 Yes 1581
31/ 6:13 1.00 239 239 17 75 | 30 || VYes 1581

3 Cly at entry point, < 0.2 mg/l OR CT not

met, notufy DWP by end of next busmess day

Download form at: www.pubhc.health.Dregonigav/HealthyEnvircnments/DrmkmgWater/Mcnitoring/Documentsfturb-conv-direct.pdf




