OHA - Drinking Water Program - Turbidity Monitoring Report Form County: Josephine

Conventional or Direct Filtration

System Name: CAVE JUNCTION, CITY OF #0R4100971 WTP-:WTP-A: June 2021

Including continuous turbidity data, if applicable, for optimization recording purposes. Compliance values in columns "12AM" through "8PM" may not
correspond to continuous readings' maximum.

PHONE #:

FE = Individ. Filter Effl. (OAR 333-061-0040(1)(e)(B&C)

541 592 3254

bay | 12AM | 2AM | 8AM | NOON | 4PM | 8PM | FignestReading of the
[NTU] [NTU] [NTU] [NTU] | [NTU] [ [NTU] Day [NTU]
1 0.02 0.02 0.02 0.02 0.02
2 0.02 0.02 0.02 0.02
3 0.02 0.02 0.02 002 [ o002 |
4 - 0.02 0.02 002 | 003 [ o003
5 0.02 0.02
6 1 | 002 | 002 | 002 |
7 0.02 0.02 0.02
8 0.02 0.02
9 0.02 0.02 ;
10 0.02 0.02 0.02 0.02 0.02
11 002 | 002 0.02 - 002
12 0.02 0.02 [ o002 |
13 | 002 | 002 | 002
14 0.02 0.02 0.02
15 0.02 0.02 0.02
16 B 0.02 0.02 0.02
17 | } 0.2 002 | o002 |
18 0.02 0.02 0.02 0.02
19 0.02 0.02 .
20 0.02 0.02 0.02 0.02 0.02
21 0.02 0.02 0.02 0.02 0.02 0.02
) | 002 0.02 0.02 002
23 0.02 0.05 0.03 0.05
24 | 003 | ooz | 03 [ oos | o3
0.04 0.03 0.03 004 ]
002 002 | 002 002 ]
0.03 0.03 0.02 0.03 -
0.02 0.02 0.02 0.03 0.03 ]
0.03 0.02 0.03 003 | 0.03
0.03 0.02 0.03 003 | 0.03
| il =” _ Monthly Sumﬂﬁry (Aﬁswer Yes or NBT)“ ]
95% of the 4-hour turbidity readings < 0.3 NTU? / No CT's meat everyday? All Gy residuals at entry point > 0.2 me/1?
All the 4-hour turbidity readings < 1 NTU? @ No ack} / No
All turbidity readings < IFE? triggers? : Ye)/ No? / No
Notes: PRINTED NAME: Steven Bethke
SIGNATU_RE




OHA - Drinking Water Program - Surface Water Quality Data Form

CAVEJUNCTION CITY OF ID# OR4100971 WTP-A  JUNE 2021 o, Lag.
s ——— e ——————— e nactivate:]
DATE/ TIME R:‘Irl‘ir::lat;:t?:t C.ontact Il Actual CT Temp pH Heqllited CT Met? * Hzeuarll(y
user(cp | Time(T) CL
mg/L minutes CXT S o Use tables || Yes /No [GPM]
1/ 605 | 100 | 213 213 97 75 | 30 [ VYes 1581
2/ 6:09 || 090 | 163 147 18 | 74 30 [ Yes 1581
3/ 6:45 090 | 189 171 19 75 || 30 | VYes 1581
4/ 6:30 090 | 187 168 18 7.5 30 [ VYes 1581
5/ 7:44 0.90 253 227 20 7.6 22 || Yes 1581
6/ 7:11 0.90 246 221 18 7.6 30 || VYes 1581
7/ 7:54 || 090 232 208 17 7.5 30 | Yes | 1581
8/ 0:05 1.00 268 268 17 7.6 30 | Ves 1581
9/ 13:25 0.90 170 153 17 7.6 30 | Yes | 1398
10/ 12:15 0.90 145 130 17 7.5 30 [ Yes | 1581
11/ 7:40 0.90 205 185 17 7.5 30 Yes || 1581
12/ 6:04 0.90 290 261 15 7.5 30 Yes 1357
13/ 6:34 090 | 274 247 )| 15 75 30 | VYes || 1578
14/ 6:15 | 080 | 287 230 16 7.6 29 || Ves || 1578
15/ 7:01 0.80 338 271 16 7.6 29 Yes 1315
16/ 711 || o8 | 198 158 16 76 | 2 '
17/ 6:21 0.90 196 177 17 7.6
18 / 6:51 | 1.00 158 || 158 || 18 | 76
19/ 9:20 0.90 189 171 20 7.4
20/ 6:10 [ 090 | 188 | 169 20 74
23 / 5:41 1.00 188 188 20 7.4
22/ 5:50 0.90 186 167 20 7.3
23/ 5:45 0.90 175 157 19 7.4
24/ 5:05 0.90 182 163 19 7.5
25 / 5:45 090 | 139 126 || 20 73 || :
26/ 5:47 1.00 192 192 || 21 73
27/ 6:35 1.00 212 212 21 7.4
28/ 5:36 0.90 138 124 21 7.4
29/ | 11:42 | 080 | 150 120 21 7.5
30/ 5:49 0.90 166 149 21 7.3
31/ _ - —

*If Clz at entry point, < 0.2 mg/i, OR CT not met, notify DWP by end of next business day.

Download form at: www.public.health.oregon.gov/HealthyEnvironments/DrinkingWater/Monitoring/Docu ments/turb-conv-direct. pdf




