OHA - Drinking Water Program - Turbidity Monitoring Report Form County: Josephine

Conventional or Direct Filtration

System Name: CAVE JUNCTION, CITY OF #OR4100971 WTP-:WTP-A: JULY 2021

"‘ﬁm_ ZAM | 8AM | NOON | 4PM | 8PM W '
DAY
[NTU] | [NTU) NTU NTU NTU NTU Day [NTU]
1 [ 0.03 0.03 0.03 0.03 0.03 ]
2 0.03 0.03 0.03 003 [ 0.03 ]
3 003 | o003 | 003 | 003 | 0.03 ]
4 0.03 0.03 [ 0.03 ]
5 0.03 0.03 0.03 [ 0.03 |
6 0.04 0.04 0.03 0.03 003 | 0.04_
7 0.03 0.04 0.04 0.04 [ 0.04_ ]
| 8 0.04 0.04 0.04 0.04 0.04 | 0.04 |
9 | 0.04 0.04 0.04 004 |[ 0.04 |
10 | 0.04 0.04 0.04 004 | 0.04 ]
1| 0.04 0.05 0.05 004 | 005 |
12 0.05 0.05 0.05 005 | 0.05 |
13 0.04 0.05 0.02 0.02 [ 0.05 I
14 0.02 0.02 0.02 002 | 0.02
15 0.02 0.02 0.02 0.02 0.02 0.02
16 0.02 0.02 0.02 0.02 0.02 0.02 |
17 0.02 0.02 0.02 0.02 0.02
18 0.02 0.02 0.03 0.02 0.02 0.03
19 0.02 0.02 0.02 0.02 0.02 ﬂl 0.02
20 0.02 0.02 0.02 0.02 0.02 {[ 002 |
21 0.02 0.02 0.02 0.02 003 | 0.03 '"'_}
27 0.02 0.02 0.02 0.02 0.02 | 0.02
3| 0.02 0.02 0.02 0.02 0.02 All 002 |
24 x 0.02 0.02 0.02 002 | 0.02
25 0.02 0.02 0.02 il 0.02
26 0.03 0.03 0.02 0.02 0.02 | 0.03
27 0.02 0.03 0.03 0.03 0.03 f 0.03
28 0 0.03 0.03 0.03 0.03 0.02 0.03 ]
29 0 003 | 003 | 003 | 003 0.03 ‘[ 0.03 1|
30 0 0.03 0.03 0.03 0.03 0.03 0.03 f
| 31 0 o | 003 | 003 0.03 0.03 1
| Conventional or Direct F;Itratlon ] Monthly Summary (Answer Yes or No) T
BRI ey R NER CT's met everyday? All Cla residuals at entry point > 0.2 mg/1?
Il the 4-hour turbidity readings < 1 NTU? ﬁach) o
i turbidity readings < IFE* triggers?

Notes: PRINTED D NAME: Steven Bethke

[CerT#:6609 ||
Tincluding continuous turbidity data, if applicable, for optimization recording purposes. Compliance values in columns "12AM" through "8PM" may not
correspond to continuous readings' maximum.

%FE = Individ. Filter Effl. (OAR 333-061-0040(1)(e)(B&C)




UHA - Urinking water Program - outidtc tvae= =~ ¥

CAVE JUNCTION, CITY OF ID# OR4100971 WTP-A  JULY 2021 Reg, Log
e P
DATE/ TIME nesdumt ot 1| CONERCH ‘ Actual CT || Temp pH Required | 1 10473 l T:::y
Lser(c)a Time (T) cT
T mg/L minutes CXT R Use tables || Yes/No [GPM]
| - vl AT TR _ |
1/ 6:14 0.80 169 135 22 73 | 22 I ves [ 1579
2./ 5:41 0.80 186 149 21 7.4 22 1579
3/ 7:11 0.80 159 128 22 7.4 22 Yes 4’L 1579
4 / 5:33 0.80 229 183 23 7.5 22 Yes 1581
5/ 5:50 0.80 209 167 21 7.3 22 1581
16 / 5:12 0.90 132 118 21 7.3 22 Yes 1581
7/ 4:35 0.80 153 122 21 7.4 22 Yes 1581
lis / 5:10 0.80 145 116 21 7.4 22 Yes 1581
9/ 5:30 0.70 155 109 22 7.3 22 Yes 1579
10/ 6:54 0.80 153 122 22 7.3 22 Yes 1579
11/ 6:13 0.80 182 145 22 7.4 22 Yes 1579
22/ 6:18 0.80 1m0 | 112 22 7.4 22 } Yes 1579
13/ 5:06 0.80 153 122 22 7.3 22 Yes 1581
14 / 5:10 0.80 138 111 22 7.3 22 Yes 1581
15/ 5:05 0.90 201 181 22 7.3 22 Yes 1581
16 / 510 | 0.80 188 | 151 21 7.4 22 ves | 181
17/ 5:30 0.70 230 | 161 | 22 7.3 22 Yes 1581
18 / 5:40 0.80 171 137 22 7.3 22 Yes 1581
19/ 5:35 0.80 184 it: 147 22 7.4 22 | Yes T 1582
20/ 4:55 0.70 141 99 23 7.5 2 | Yes 1581
21/ 4:53 0.80 143 115 21 7.5 22 Yes 1581
22/ 4:40 0.80 207 165 21 7.4 22 W‘L Yes 1581 1
23/ 250 | 080 142 14 | 21 7.3 22 || ves 1581
24 / 6:13 0.70 157 110 21 7.3 22 Yes 1578
25 / 6:54 0.70 151 06 | 22 7.3 73 ‘: Yes 1579
26 / 5:05 0.80 170 136 || 23 7.3 22 Yes 1581
97 ¢ 5:05 0.70 139 98 7 22 7.3 22 Yes 1581
28 / 5:15 0.90 146 | 22 7.6 22 Yes 1581
29/ 2:55 1F 090 | 141 T 23 76 | 22 Yes | 1581
30/ 5:05 | 0.80 192 154 23 7.4 22 Yes 1581
31/ 530 | os0 | 159 | 127 ]‘k 23 74 | 22 Yes j 1581

3jf ClI, at entry point, <0.2 mg/! OR CT not met, notlfy DWP by end of next business day.

Download form at: www.public.health.oregon.

goleeaithyEnwronmentlermkmgWater/Momtormg/ Documents/turb-conv-direct.pdf




