OHA - Drinking Water Program - Turbidity Monitoring Report Form County: Josephine

Conventlonal or Dlrect F|Itrat|on

System Name: CAVE JUNCTION, CITY OF #OR4100971 WTP-:WTP-A: January 2022
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Notes: PRINTED NAME; Steven Bethke
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PHONE #:  541-592-3254
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TIncluding continuous turbidity data, if applicable, for optimization recordmg purposes Comphance values in

correspond to continuous readings' maximum.

columns "12AM" through "8PM" may not

%FE = Individ. Filter Effl. (OAR 333-061-0040(1)(e)(B&C)




OHA - Drinking Water Program - Surface Water Quality Data Form

CAVEJUNCTION "CITY OF ID#: OR4100971 WTWTP Month /year  lan, 2022 Req. Log
W Attt , Sl _ ___ Inactivates
I DATE/ TIME Rt;?::;n;ﬂ; Contact ||, vualcT | Temp pH Required || 1 pjerp s Hpoej:y

User (€ J? Time (T) cT )

mg/L minutes CXT °C Use tables || Yes/No [GPM]
RIS Miliscitl0. SN S—— - . et Sl T
[1/ 12:00 0.90 224 201 6 7.7 60 Yes 1581
e —— T Ll —
3/ 7:10 1.00 241 241 7 7.6 60 Yes 1581
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5/ 7:00 | 1.00 228 228 7 7.6 60 Yes 1581
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1f Clz at entry pcmt 2 0.2 mg/l, OR CT not met, not:fy DWP by end of next busmess day.

Download form at: www.public.health.oregon.gov/HealthyEnvironments/ DrInkungWater/Monitoring/Documents/tufb-convudirect.pdf'




