OHA - Drinking Water Program - Turbidity Monitoring Report Form County: Josephine

System Name: CAVE JUNCTION, CITY OF #0R4100971 WTP-:WTP-A: August 2022

Ay || 12AM | 4AM [ 8AM [ NOON APM | 8PM | HiBnest Reading of the
L _INTU [NTU] | [NTU NTU NTU NTU Day [NTU] |
1 0.03 0.03 0.03
2 0.03 0.03 0.03 003
3 0.03 0.03 0.03 0.03
4| 003 | 003 | 003 i 003
5 0.03 0.03 0.03 0.04 004 |
6 ] oos | ooa | oos | | ooa ]
7 0.04 0.05 0.04 004 || 005 |
8 | o004 0.04 0.04 I o004
9 0.04 0.04 0.04 oo4a |
10 0.04 0.04 0.04 0.06 |
11 0.04 0.04 0.04 0.04 0.04
12 0.04 0.04 0.04 0.04 0.04
13 ) 0.04 0.04 - _ _
14 0.04 0.04 0.04 0.04
15 0.03 0.03 0.03 0.03 0.03
16 0.03 0.03 0.03 0.03 RO -
17 - | o003 | 003 | 003 | 003 | 0.03
18 0.03 0.03 0.03 0.03 0.03
19 0.03 0.03 0.03 0.03 0.03
20 0.05 0.05 0.05
21 0.05 0.05 0.05 0.05
22 il - 0.05 0.04 0.04 0.04 - 005
23 0.03 0.03 0.03 0.03 0.03
24 | 003 | 003 0.03 | 003 - 003 |
25 0.04 0.03 0.03 0.03 0.04
26 || T | oo04 003 | 0.04 B 0.04 }
27 0.03 0.03 0.03 0.03
28 0.04 0.04 0.03 004
29 0.03 0.03 0.03 0.03
30 0.03 0.03 0.03 0.03
31 ) : | 003 003 | 003 _ 003 |
[—_—WMEG Filtration o ~ Monthly Summary (Answer Yes or No) B
5% offhe A-hour turbidity readings < 0.3 NTU? Yes/ No CT's met everyday? AllCly residuals ategtry point 20.2 mg/I?
Il the 4-hour turbidity readings £ 1 NTU? No ack) No
Il turbidity readings < IFE” triggers? - Yes)/ No* — @ !‘_'0 . . = _ ,
Notes: PRINTED NAME,:) Steven Be’_chke
SIGNATURE: _A (R0, /

Thcluding continuous turbidity data, if applicable, for optimization recording purposes. Compliance ~Tues In columns "12AM" through "8PM" may not

correspond to continuous readings' maximum.

2FE = Individ. Filter Effl. (OAR 333-061-0040(1){e)(B&C)




OHA - Drinking Water Program - Surface Water Quality Data Form

Download form at: www.public.he

CAVE JUNCTION, CITY OF ID# OR4100971 WTP-A  AUGUST 2022 Req. Lo
| e o el e e Dactivated
’—__-,_.__T Minimum €Iz | contact - Required | peak ]
DATE/ TIME Residual at 1st| _ Actual CT Temp pH CT Met?? Hourly
User (C)® Time (T) cT
mg/L minutes CXT °C Use tables || Yes/No [GPM]
3: 0.80 166 133 21 7.4 22 Yes | 1581
2/ 1 s30 | 090 | 150 || 135 | 21 | 76 22 || vYes | 1581
3/ 4:08 0.90 161 144 21 7.6 22 Yes 1581
4/ 5:00 0.80 | 149 119 20 7.5 22 Yes || 1581
5/ 5:15 0.80 166 133 20 75 22 Yes 1581
6/ 6:00 0.80 184 147 21 7.5 22 Yes 1581
7/ 6:57 080 | 170 136 || 21 7.5 22 Yes 1581
8/ 5:10 0.80 238 191 21 7.4 22 Yes 1581
9/ 5:08 0.80 162 129 20 7.4 22 Yes 1581
10/ 5:10 0.80 158 126 20 7.4 22 Yes 1581
11/ | 515 0.90 212 191 20 7.4 22 Yes | 1581
12/ 4:47 0.90 222 200 19 7.4 30 Yes 1581
13/ 6:55 090 | 226 || 204 | 19 75 30 Yes || 1581
14/ 7:05 0.80 205 164 19 7.4 29 Yes 1581
15/ | 5:30 080 | 210 | 168 20 75 32 Yes | 1581
16/ | 5:00 0.90 201 181 20 75 || 22 || Yes | 1581
17/ 4:50 0.90 166 149 20 75 22 Yes 1581
18/ | 500 0.80 163 | 131 i e 75 || 22 Yes || 1581
19/ 5:00 0.90 155 140 21 7.5 22 Yes 1581
20/ 7:00 o0 | 176 | 176 | 21 | 75 22 || Yes 1581
21/ 7:00 1.00 171 171 21 75 22 Yes 1581
22/ 4:59 1.00 205 205 21 7.5 22 Yes 1581
23/ 5:30 0.90 168 152 20 75 22 Yes 1581
24/ 5:30 1.00 216 216 20 7.4 22 Yes 1581
25/ 5:30 100 | 163 163 || 21 7.4 22 Yes 1581
26 / 8:00 1.00 157 157 21 7.3 22 Yes 1581
97/ 7:05 0.90 175 157 21 17 22 Yes 1581
28/ 6:55 0.90 213 192 21 7.8 22 Yes 1581
29/ 530 | 070 171 120 20 7.3 22 Yes || 1581
30/ 5:50 0.90 162 146 20 7.4 73 Yes 1581
31/ | 530 || oso | 175 || 140 J 20 | 7.5 22 || Yes || 1581
3f Clz at entry point , < 0.2 mg/l, OR CT ot met, notify DWP by end of next business day.

aIth.oregon.gov/HEalthyEnvircnments/DrihkingWater!Monitor‘ing/Dacumentsfturb~conv-direct.pdf




