OHA - Drinking Water Program - Turbidity Monitoring Report Form County: Josephine

Conventlonal or Direct F|Itrat|on

System Name: CAVE JUNCTION, CITY OF #OR4100971 WTP-:WTP-A: September 2022

correspond to continuous readings' maximum,

3|FE = Individ. Filter Effl. (OAR 333-061-0040(1)(e){B&C)

e 12 AM 4 AM 8 AM NOON 4PM 8 PM Fighest Reading of the
NTU NTU NTU NTU NTU NTU Day [NTU] a
i 0.04 0.04 004 | 004 || 004 B
2 0.04 0.04 0.04 0.04
3 0.04 0.04 0.04
e - 004 | 0.04 0.04
5 0.04 0.04 0.04
6 1 [oos | 003 | 003
7 0.03 0.03 0.03
8 1 0.03 0.03 0.03
9 0.03 0.03 0.03
10 0.03 0.03 0.03
11 0.03 0.03 0.03
12 0.03 0.03 0.03
13 004 | 004 0.03
14 0.04 0.02 0.02
15 0.03 0.03 0.03
6 || 0.04 0.03 0.03
17 il | 003 | o003 | |
18 0.03 0.03
19 0.03 0.02 0.02
20 0.05 0.03 0.02
21 0.02 0.02 0.02
"""" 22 || | 0.02 0.02 0.02
23 0.02 0.02 0.02
> 24 R - ol - _ = S - - —
25 0.02 0.02 0
26 || | o002 | 002 | 002
27 0.02 0.02 0.02 [ 0.02
28 0.02 0.02 0 i 002
29 0.02 0.02 0.02 002
30 0.02 0.02 0.02 0.2
|_____ Conventtonal or Direct Filtratlon _ ;]"‘r - Mori__thly Eumfn_a'ry !AggWer!es_qr‘ Nq) _ ___[
95% of the 4-hour turbldity readlngs < 0 3 NTU? CT's met everyday? Al Cly residuals stENEry point 2 0.2 me/1?
Al the 4-hour turbidity readings < 1 NTU? ECk} No
Il turbidity readings < IFE? triggers? @ No . o o __—._-J.
Notes |PRINTED NAME: Steven Bethke .
SIGNATURE: ;{_M”'ﬁ 14 | DATE:
] '541-502-3254 CERT#:6609

Tincluding continuous turbidity data, if applicable, for optimization recording purposes. Compliance values in colu mns

T12AM" through "8PM" may not




OHA - Drinking Water Program - Surface Water Quality Data Form

CAVEJUNCTION CITY OF ID# OR4100971 WTP A SEPTEMBER 2022 Red. Log
TR |
DATE/ TIME RT;?;T:I?':C;; c,ontad Actu;-c? Temp pH Bipgoibext CT Met?? Hpoej r‘:y
User(cy | Time(T) cT b
L [ e e oexr | occ | ewe] e/t ] O
1/ 7:00 0.60 203 122 20 7.5 21 Yes 1581
2/ | 703 080 | 207 | 165 || 20 7.5 22 Yes | 1581
3/ 7:10 0.90 264 238 20 7.3 22 Yes 1581
4/ 7:02 0.90 187 168 20 7.4 22 Yes | 1581
5/ 7:15 090 | 239 215 20 7.5 22| Ves 1581
6/ 7:00 0.90 151 136 20 7.4 22 Yes 1581
7/ 5:30 0.90 150 135 20 7.4 22 Yes || 1581
: .90 | 35 | A4 . J| 1581 |

8/ 6:55 1.00 154 154 20 7.5 22 Yes 1581
lo / 6:40 1,00 153 153 20 7.5 22 | vYes | 1581
10/ 7:05 1.00 221 221 20 7.5 22 Yes 1581
ixy | 7:25 1.00 201 201 20 7.4 22 || Yes | 1581
12/ 6:55 1.00 233 233 19 7.5 30 Yes 1581
13/ 702 || 110 | 235 259 || 19 74 31 Yes 1581
14/ 7:43 1.00 157 157 19 7.5 30 Yes 1581
15/ 7:00 | 0.80 | 233 186 18 7.4 20 || Yes 1581
16/ | 705 1.00 | 193 193 19 7.4 30 [ Yes 1581
17/ 7:14 0.90 399 359 18 7.4 30 Yes 970
g/ 7:05 || 090 262 | 416 | 18 | 77 | 30 Yes || 954
19/ 6:50 1.00 283 283 18 7.4 30 Yes || 1339
20/ | 700 | 110 226 249 18 74 || 31 Yes | 1581
21/ 7:00 1.10 205 226 18 7.4 31 Yes 1581
22/ 7:00 1.10 258 284 18 7.5 31 Yes 1581
23/ 7:30 1.00 237 237 17 7.5 30 Yes 1581
24/ 0
25/ 7:39 100 | 222 222 18 7.5 30 || Yes 1581
26/ 6:05 1.00 191 191 18 7.5 30 || Yes 1581
27/ 6:50 1.10 192 211 18 75 31 Yes 1581
28/ 7:02 1.10 218 240 18 7.6 31 Yes 1581
29/ 7:02 110 | 204 | 224 18 7.5 31 Yes | 1581
30/ 7:00 1.10 239 263 17 7.5 31 Yes 1581

3)f Cl, at entry point , < 0.2 mg/l, OR CT not met, notify DWP by end of next business day.

Download form at: www.public.health.oregon.gov/HealthyEnvironments/ DrinkingWater/Monitoring/Docu ments/turb-conv-direct.pdf






