OHA - Drinking Water Program - Turbidity Monitoring Report Form County: Josephine

Conventional or Direct Filtration

System Name: CAVE JUNCTION, CITY OF #0R4100971 WTP-:WTP-A: JANUARY 2023
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Notes: BRINTED NAME: Steven Bethke
-éEGATu: ji. 0. ¥ LI DATE: 9 - |
PHONE #:  541-592-3254 — |[CERT#:6609
Tncluding continuous turbidity data, If applicable, for Sptimization recording purposes. Compliance values in columns "12AM" through "8PM" may not
correspond to continuous readings’ maximum.

3FE = Individ. Filter Effl. (OAR 333-061-0040(1)(e)(B&C)




OHA - Drinking Water Program - Surface Water Quality Data Form

CAVE JUNCTION, CITY OF ID# OR4100971 WTP - A JANUARY 2023 Req Log
- - e
DATE/ TIME :g;Tt:ITaL:‘:til:t C'ontact Actual CT Temp pH —T HEARIbaS CT Met?? Hourly
User (C)? Time (T) cr Demand
mg/L minutes CXT e Use tables || Yes/No [GPM]
i/ ,__,,__,__,___J.___.___._ ' 0
2/ | 720 120 | 224 || 268 6 7.5 61 Yes || 1581
3/ 7:00 1.00 253 || 253 | 8 7.6 60 Yes 1581
4/ ' ) 0
5/ 8:00 1.00 199 199 8 75 0 Yes 1581
6/ 7:50 1.10 291 320 8 7.4 61 Yes 1581
7/ B - 0
3/ ' 0
9/ 7:00 1.00 214 214 8 7.6 60 Yes 1581
10/ 0
11/ 9:03 0.90 207 186 8 7.3 60 Yes || 1581
12/ 0
13/ 7:00 || 090 225 202 8 74 | 60 | Yes || 1581
14/ 0
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17/ 6:52 0.80 216 173 8 7.4 58 Yes 1581
18/ 6:40 090 | 251 226 | 8 77 | o | Yes | 1581
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20/ 7.00 | 120 | 258 309 8 78 61 Yes || 1581
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23/ 6:50 1.10 233 256 7 7.6 61 Yes 1581
24/ 0
25¢ | 8:00 | 110 229 252 7 7.5 61 Yes || 1581
26 / 13:15 1.20 255 306 7 7.5 0 Yes 1581
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30/ 7:00 1.20 235 283 7 7.7 61 Yes 1581
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3|f Cl:agitry point , < 0.2 mg/l, OR CT hot met, notify DWP by end of next business day.

Download form at: www.public.health.oregon.gov/ HeaIthyEnvironments/D‘rinki'ngWater/Monitéring/Documents/turb-coﬂvudirect'.pdf






