OHA - Drinking Water Program - Turbidity Monitoring Report Form County: Josephine

Conventional or Direct Filtration

System Name: CAVE JUNCTION, CITY OF #OR4100971 WTP-:WTP-A: MARCH 2023

95% of the 4-hour turbidity readings < 0.3 NTU?
iAll the 4-hour turbidity readings < 1 NTU?
IAll turbidity readings < IFE? triggers?

Notes:

correspond to continuous readings’ maximum,

2FE = Individ. Filter Effl. (OAR 333-061-0040(1)(e)(B&C)

- 12 AM 4 AM 8 AM NOON 4 PM 8 PM Hlmme
_JLIntul | INTUl | O INTUL | INTUL | INTU] | INTU] Day [NTU]
1 0.02 0.02 0.02
2 0.02 0.02 002
3 0.02 0.02

— i
5
6 B 0.02 0.02
8 0.02 0.02
9
10 0.02 0.02
11
12
13 ] 002 | o003 |
14
15 0.03 0.03 .

16 ST | S
17 003 0.03 0.03
18 0
19 0
20 0.02 0.02
21

Bk 0.02 0.02

23
24 0.02 0.02
25
26
27 0.02 0.02
28 0.02 :

29 0
30 0.02 0.02
31 0.02 0.02 0.02

Conventional or Direct Filtration Monthly Summary (Answer Yes or No)

CT's met everyday?
{see back)

( / No

PRINTED NAME: Steven Bethke

SIGNATURE: 2150, )

All Cl, residuals at-ant

PHONE #:

" 541-592-3254
YIncluding continuous turbidity data, if applicable, for optimization recording purposes. Compliance values in columns "12AM" through "8PM" may not

CERTH#:6609




OHA - Drinking Water Program - Surface Water Quality Data Form

 CAVE JUNCTION, CITY OF ID# 0R4100971 WTP-A  MARCH 2023 fag.log
DATE/ TIME RT;?::T;;F:S; contact |\ cual cT || Temp : Required || . @152 H?f:v
User(cyr | Time(T) cT
T | . _ Demand |
mg/L minutes CXT *C Use tables || Yes/No [GPM]
DR SIS W Rt Wil , . N R
1/ 7:52 1.10 491 540 6 61 Yes 957
2/ | 924 || 110 | 495 | 543 6 f 74 | ves | os8
3/ 8:57 1.10 469 516 6 61 Yes 954
4/ ' ' 0
5/ . , ) 0
6/ 8:09 1.00 492 492 6 60 Yes 960
7/ : = . - 0
8/ 7:58 1.00 492 492 6 60 Yes 963
9/ 0:00 0.00 0 0 0 0 Yes 0
10/ 7:39 1.10 473 520 5 61 Yes 968
e ——
12/ 0
13/ 859 f 1.00 490 || 490 6 60 Yes 950
14/ 0
15/ 7:29 1.00 435 || 435 | 6 60 || VYes 965
T i AN | P _ _ o il T —
17/ 10:05 1.00 264 264 7 60 Yes 1245
18/ 1 L ) E B 0
19 / 0
20/ | 848 | 1.00 251 | 251 [ 7 60 | VYes 1581
21/ 0
22/ 7:48 1.00 196 196 8 60 Yes 1581
23 / 0
24/ 7:50 1.00 237 237 8 60 Yes 1581
25/ 3 o
26 / 0
27/ 8:13 1.10 213 234 7 74 Yes 1581
28/ 9:22 1.20 301 362 7 74 Yes 1581
29/ | , - 0
30/ 8:35 1.10 280 308 7 1 Yes 1581
131/ 827 | 110 245 269 || 7 61 || ves | 1581

51f Cl; at Entry pmnt <0.2 mg/l ORCT no‘t met notify DWP by end of next business day

Download form at: www.pu blIc.heaIth.aregon.gov/HeaJthyEnwronments/DnnkungWatef/Monitorinngocu ments/turb-conv-direct.pdf




