OHA - Drinking Water Program - Turbidity Monitoring Report Form County: Josephine

Conventional or Direct Filtration

System Name: CAVE JUNCTION, CITY OF #0R4100971 WTP-:WTP-A: APRIL 2023

Highest Reading of the

DAY 12 AM NOON 4 PM 8 PM
INTU] INTU] | INTU) | NTU) Day [NTU]
1 0
3 0.02 0.02 0.02
— ; : -~ - o
5 0.02 0.02 0.02 0.02
6 0 g S L I S—
7 0.02 0.02 0.02 0.02
— ——
9 0
10 © 0.02 0.02 0.02 0.02
14 0
12 0
14 0.02 0.02 [ o002 |
15 0 |
16 0.02 | 002
17 0.02 002 | 002 _ 002 |
18 0.02 0.02 0.02 |
19 0 |
20 0.02 0.02 0.02
Z1 0.02 0.02
22 ) - 0 B
23 0
24 002 | 002 002 | 002 |
25 0 ]
26 - 0.02 002 | 002
27 0.02 0.02 0,02
28 0.02 0.02 0.02 0.02
29 0
30 0
L3 _ I o
"~ Conventional or Direct Filt_rétibn ' Monthly Summary (Answer Yes or No) 1l
95% ofthe4-h1:ur turbil:hty feadings <0.3 NTU?V Y'-/ N-n- - CT's met everyday? All Tl residualsat agitty point >0.2 mgfl?
All the 4-hour turbidity readings <1 NTU? es)/ No @)EC‘() No
I;’:\Ilturbiditv readings < IFE? triggers? | JiNo? Yesf No _ ' - _

Notes:

PRINTED NAME: Steven Bethke

PHONE #:

SIGNATURE:
- 541-592-3254

CERT#:6609

DATE: 5 "Z. -23

Tincluding continuous turbidity data, if applicable, for optimization recording purposes. Compliance values in columns "12AM" through "8PM" may hot

correspond to continuous readings' maximum,

2|FE = Individ. Filter Effl. {OAR 333-061-0040(1){e){B&C)




'OHA - Drinking Water Program - Surface Water Quality Data Form

 CAVE JUNCTION, CITY OF ID# OR4100971 WTP-A  APRIL 2023 “Req.log
- e —Inactivate:]
DATE/ TIME Rz;?c:Tal:r:t?:t Contact ||\ +ual cT pH Required || \jeto s Hzef:y
User(C)? Time (T) & _ Den';.and
| met | mmutes ] CXT | CC | |Usetables] Yes/No | [PM)
i/ | ] ] 0
7 = e | I W _ —
3/ 7:03 1.00 262 262 76 60 Yes 1581
4/ ' ' 0
5/ 6:52 1.00 199 199 7.5 60 Yes 1581
6/ 0
7/ 7:00 1.10 230 253 || 7.6 61 Yes 1581
3 ks d _ , i =
9/ 0
10/ 8:50 1.00 224 224 7.6 60 Yes 1581
11/ - 0
3 / 0
13/ 701 ) 100 | 258 258 || 77 60 _Yes || 1581 |
14/ 7:32 1.00 234 234 7.5 45 Yes 1581
15/ - 0
16/ 820 || 100 | 317 317 7.4 60 ves || 1581
17/ 9:15 1.10 207 227 7.5 61 Yes 1581
18/ 700 || 120 | 201 242 75 || 61 _Yes 1581
19/ 0
20/ 7:00 120 | 239 || 287 6 61 Yes || 1581
21/ 7:00 1.00 272 272 7.6 60 Yes 1581
22/ ' 0
23 / 0
24 / 7:30 1.10 235 259 7.6 61 Yes 1581
25/ _ B o B B 0
26 / 7:00 1.10 | 247 272 74 || 46 Yes 1581
27/ 8:54 110 | 224 246 75 || 46 Yes 1581
28/ 9:52 1.10 249 274 7.5 46 Yes 1581
29/ ) ' L g
30/ 0
131/ __ ) e 0

If Cla at entry pomt < 0 2 mg/l, OR CT not met, not:fy DWP by end af next busmesa day.

Download form at: www.pubhc.health.oregoﬁ.gov/HealthyEnwrmments/DrinkmgWater/Monitorlnngon:uments/turb—conv-direct.pdf




