OHA - Drinking Water Program - Turbidity Monitoring Report Form County: Josephine

Conventional or Direct Filtration

System Name: CAVE JUNCTION, CITY OF #0R4100971 WTP-:WTP-A: JULY 2023

- 12 AM 4 AM 8 AM NOON 4PM 8 PM Highest Reading ot the
[NTU] i [NTU] NTU NTU NTU NTU Day [NTU]
1 002 | 002 0.02 0.02
2 0.02 0.02 0.02 L o002
3 0.02 0.02 0.02 [ o0m
4 | 002 | o002 | o002 ) 002
5 0.02 0.02 0.02 0.02
6 | 002 | 002 | 002 oo _'|
7 0.02 0.02 0.02 __ 002 |
8 0.02 0.02 - 002
9 0.02 0.02 0.02 ~—0.02
10 0.02 0.02 0.02 002
11 0.02 0.02 0.02 0.02_| 0.02
12 0.02 0.02 0.02 [ oo
13 ) 002 | 002 0.02 0.02
14 0.02 0.02 0.02
15 0.02 0.02 0.02 0.02
16 B 0.02 002 | 002
17 | 002 | 002 | 002 | -
18 0.02 0.02 0.02 0.02
19 0.02 0.02 0.02 0.02
20 0.02 0.02 0.02 0.02
21 0.02 0.02 0.02 0.02
[ 22 0.02 0.02 0.02 1 o002
23 0.02 0.02 0.02 0.02
24 ) 002 | 002 | 002 - 0.02
25 0.02 0.02 0.02 0.02 0.02
26 | 002 | 002 002 | 003 003
27 0.03 0.03 0.03 0.03
28 0.02 0.02 0.02 0.02 0.02
29 0.03 0.03 0.02 B 0.03
30 0.02 0.02 0.02 0.02 |
31 0.02 0.02 0.02 0.02 |
Conventlonal or Dlrect Flltratlon — Monthly Sumrnary (Answer Yesor No)
5% of he & hour rbiiy readings <03 NTU? Rismebavetyilay] All Tl residuals at entry point > 0.2 mg/I?
All the 4-hour turbidity readings < 1 NTU? (see back) @ No
Jo turbity readings < IFE* triggers? _ o ) 7 E. - _

Notes:

correspond to continuous readmgs maximum.

3FE = Individ. Filter Effl. (OAR 333-061-0040(1){e)(B&C)




OHA - Drinking Water Program - Surface Water Quality Data Form

' CAVE JUNCTION, CITY OF ID# OR4100971 WTP-A  JULY2023 Req. Log
fffff : st - it
DATE/ TIME e contact | i cr Temp o | Rered T mee2 HP:uarTy
User{C)® Time (T) cT De |
mg/L minutes CXT g Use tables il Yes/No [GPM]
1/ 6:51 1.00 199 199 22 Yes || 1581
2/ | 630 1.00 221 || 221 30 Yes || 1581
3/ 7:00 1.00 218 218 19 30 Yes 1581
4/ 7:00 1.00 168 168 19 7.6 30 Yes 1581
s/ | 700 1.00 183 || 183 20 7.5 22 Yes 1581
6/ 6:59 1.00 196 196 20 7.5 22 Yes 1581
7/ 5:10 1.00 179 179 20 7.6 22 Yes 1581
8/ | 655 1.00 187 187 20 7.6 22 Yes 1581
9/ 6:57 1.00 183 183 19 7.6 30 Yes 1581
10/ 7:07 1.00 216 216 19 2.7 30 Yes 1581
11/ | 700 || 1.00 180 180 19 7.8 30 Yes | 1581
12/ 7:00 1.00 192 192 20 7.5 22 Yes 1581
13/ | 700 | 100 | 178 | 178 || 20 76 | 22 || Yes || 1581
14 / 6:37 1.00 159 159 21 7.6 22 Yes 1581
15/ 6:50 | 100 | 201 201 21 | 76 || 22 | ves || 1581
16/ | 700 || 100 | 178 178 21 7.5 22 || ves || 1581
17/ 7:06 1.00 188 188 21 77 22 Yes 1581
18/ | 704 090 | 184 | 166 | 21 | 76 | 22 Yes || 1581
19/ 7:07 0.90 178 160 21 7.7 22 Yes 1581
20/ | 615 || 100 | 171 || 171 || 20 78 | 22 | vYes | 1581
21/ 6:56 1.00 171 171 20 7.8 22 Yes 1581
22/ 6:57 100 180 180 21 7.6 22 Yes 1581
23/ 6:57 1.00 171 171 21 7.6 22 Yes 1581
24/ 7:00 1.00 174 174 21 7.7 22 Yes 1581
25/ 6:58 1.00 170 || 170 | 20 | 78 22 Yes | 1581
26/ 7:00 1.10 168 185 20 7.5 23 Yes 1581
27/ 6:55 1.00 164 || 164 20 7.5 22 Yes 1581
28/ 7:00 1.00 146 146 20 7.5 22 Yes 1581
29/ | 657 1.00 | 184 184 | 20 | 76 | 22 | Yes [ 1581
30/ 6:59 1.00 155 155 20 7.6 22 Yes 1581
31/ £ 7:00 0.90 174 156 20 76 || 22 || Yes | 1581

3If Clz at entfy point, <0.2 mg/l OR CT not met, notlfy DWP by end of next business day

Download form at: www.pubhc.heaIth.oregan.gov/HeaIthyEnwronments/DrmkingWater/Monitorinngocuments/turb-conv-direct.pdf




