OHA - Drinking Water Program - Turbidity Monitoring Report Form County: Josephine

Conventional or Direct Filtration

lli

[Ali turbidity readings < IFE? triggers?

System Name: CAVE JUNCTION, CITY OF #OR4100971 WTP-:WTP-A: August 2023
pay || 12AM T 4AM | 8AM | NOON | 4PM | 8PM | FighestReadmg ofthe |
NTU NTU NTU NTU NTU [NTU] ‘ Day [NTU]
1 | 0.02 002 | 002 [ o002 |
2 0.02 0.02 0.03 ~0.03
3 0.02 0.03 0.03
4 | 003 | 003 | o003
5 0.03 0.03 0.03
_ 6 ~ | 003 | 003 | 003
7 0.02 0.02 0.02
8 0.03 0.03 0.02
9 0.02 0.03 0.03
10 0.03 0.03 0.03 0.03 0.03
11 0.03 0.03 0.02 0.02 0.03
1 0.02 0.02 0.02 0.02
13 _ 002 | 002 | 002 002 @ 002
14 0.02 0.02 0.02 002 [ 002
15 0.02 0.02 0.02 0.02 0.02
16 ) 0.02 0.02 0.03 - 0.03 -
37 002 | 002 003 | 0.03
18 0.03 0.02 0.02 0.02 0.03
19 0.02 0.02 0.02 0.02 0.02
20 0.02 0.02 0.02 0.2
21 0.02 0.02 0.02 0.02 0.2
22 0.03 0.02 0.02 002 [ 003 |
23 0.02 0.02 0.02 0.02
24 002 | 003 | o002 | | _0.03 -
25 0.03 0.03 0.03 003 || 003 |
26 ’ | 003 | o003 | I o003 i
27 0.03 0.03 0.02 0.03
28 0.03 0.03 0.03 ~ 0.03
29 0.03 0.03 0.03 0.03
30 0.03 0.03 0.05 0.05
31 __006 | 005 0.03 006 |
Conventlonal or Dlrect Flltrat:on Monthlv Summary (Answer Yes or No)
05% uf the 4 hour turblditv readings <0.3 NTU? CT's met everyday’-’ All O residuals 3t.eqtry point > 0.2 mg/l2
All the 4-hour turbidity readings < 1 NTU? h: i (see ba{;ﬂ;) No
(s}

Notes:

Including continuous turbidity data, if apphcabie for optlmnzatlan recording purposes. Compliance values in columns "12AM" through "8PM" may

PR!NTED NAME Steven Bethke

[SIGNATURE:

PHONE #:

541-592-3254

|CERT#:6609

correspond to continuous readings’ maximum,.

2|FE = Individ. Filter Effl. (OAR 333-061-0040(1){e)(B&C)

may not



OHA - Drinking Water Program - Surface Water Quality Data Form

f Cly at entry pomt <0. 2 mg/l, OR CT not met, notufy DWP bv end of next business day.

CAVE.IIJNCTION CITY OF ID# OR4100971 WTP-A  AUGUST 2023 Red. Log
- Minimum Cl; s ’?; - — T . %
DATE/ TIME Resicualatist| CoRACt Il alCT Temp oH Required || -\ o7 Hourly
User(cp | Time(T) CY Demand
mg/L minutes CXT e o Use tables || Yes /No [GPM]
1/ 7:02 1.00 159 159 20 7.6 22 Yes 1581
2/ 7.00 | 100 | 150 150 20 7.6 22 || Yes 1581
3/ 5:36 1.00 146 146 20 7.6 22 Yes 1581
a4/ 6:59 1.00 147 147 20 7.5 22 Yes 1581
5/ 6:52 1.00 203 203 21 7.5 22 Yes || 1581
6/ 7:18 1.00 176 176 21 7.5 22 Yes 1581
7/ 7:01 100 | 154 154 21 7.6 22 Yes 1581
8/ 6:54 - 1.00 154 154 21 7.6 22 Yes 1581
9/ 7:07 1.00 149 149 21 7.5 22 Yes 1581
10/ 7:02 1.00 166 166 21 7.5 22 Yes 1581
11/ 7:21 0.90 154 139 21 7.6 22  Yes || 1581
12/ 6:45 1.00 151 151 21 7.4 22 Yes 1581
13/ 8:30 1.00 191 191 || 21 74 22 || Yes || 1581
14/ 7:05 0.90 150 135 21 7.4 22 Yes 1581
15/ 656 1.00 | 162 162 | 22 75 22 ~ Yes 1581
16/  6:55 0.90 157 141 22 7.5 22 Yes [ 1581
17/ 7:00 0.90 157 141 22 7.5 22 Yes 1581
18/ 7:03 2 1.00 | 159 | 159 21 | 75 22 Yes || 1581
19/ 3:45 1.10 270 297 21 7.5 23 Yes 1581
20/ 7:11 1.00 162 || 162 20 76 22 Yes 1581
21/ 7:05 1.00 158 158 20 7.7 22 Yes 1581
22/ 7:02 1.00 159 159 20 7.5 22 Yes 1581
23/ 6:59 1.00 221 221 18 7.5 30 Yes 1581
24/ 7:00 1.00 159 159 19 7.6 30 Yes 1581
25/ 6:58 1.10 175 192 19 77 30 Yes || 1581
26/ 6:48 1.10 | 230 283 20 7.6 23 Yes 1581
27/ 7:00 1.10 191 210 19 7.5 30 Yes 1581
28/ 7:00 1.10 180 198 18 7.5 30 Yes 1581
29/ 6:58 1.10 159 175 18 7.7 30 || Yes || 1581 |
30/ 7:00 1.10 161 177 18 7.4 30 Yes 1581
31/ 8:23 100 | o0 0o || 18 | 76 30 Yes || 1581

Download form at: www.public.health.oregon.gov/HealthyEnvironments/DrinkingWater/ Monitoring/Documents/turb-conv-direct. pdf




