OHA - Drinking Water Services - Surface Water Quality Data Form County: Lane
Slow Sand, Membrane, Diatomaceous Earth Filtration, or Unfiltered Systems Month/Year: May-21
System Name: Row River Water Dist 1D#: 41 01515 WTP: TP - A
Day ;STAL,:: [‘Lﬁ‘f} [?Q;TQS] TS&’;‘ [‘:“:ﬁ‘] [?;3] Highest Reading of the day ' [NTU]
1 0.03 0.03 0.03 0.03 0.03 0.03 0.03
2 0.03 0.03 0.03 0.03 0.03 0.03 0.03
3 0.03 0.03 0.03 0.03 0.03 0.03 0.03
4 0.03 0.03 0.03 0.03 0.03 0.03 0.03
5 0.03 0.03 0.03 0.03 0.03 0.03 0.03
6 0.03 0.03 0.03 0.03 0.03 0.03 0.03
7 0.03 0.03 0.03 0.03 0.03 0.03 0.03
8 0.03 0.03 0.03 0.03 0.03 0.03 0.03
9 0.03 0.03 0.03 0.03 0.03 0.03 0.03
10 0.03 0.03 0.03 0.03 0.03 0.03 0.03
11 0.03 0.03 0.03 0.03 0.03 0.03 0.03
12 0.03 0.03 0.03 0.03 0.03 0.03 0.03
13 0.03 0.03 0.03 0.03 0.03 0.03 0.03
14 0.03 0.03 0.03 0.03 0.03 0.03 0.03
15 0.03 0.03 0.03 0.03 0.03 0.03 0.03
16 0.03 0.03 0.03 0.03 0.03 0.03 0.03
17 0.03 0.03 0.03 0.03 0.03 0.03 0.03
18 0.03 0.03 0.03 0.03 0.03 0.03 0.03
19 0.03 0.03 0.03 0.03 0.03 0.03 0.03
20 0.03 0.03 0.03 0.03 0.03 0.03 0.03
21 0.03 0.03 0.03 0.03 0.03 0.03 0.03
22 0.03 0.03 0.03 0.03 0.03 0.03 0.03
23 0.03 0.03 0.03 0.03 0.03 0.03 0.03
24 0.03 0.03 0.03 0.03 0.03 0.03 Q.03
25 0.03 0.03 0.03 0.03 0.03 0.03 0.03
26 0.03 0.03 0.03 0.03 0.03 0.03 0.03
27 0.03 0.03 0.03 0.03 0.03 0.03 0.03
28 0.03 0.03 0.03 0.03 0.03 0.03 0.03
29 0.03 0.03 0.03 0.03 0.03 0.03 0.03
30 0.03 0.03 0.03 0.03 0.03 0.03 0.03
31 0.03 0.03 0.03 0.03 0.03 0.03 0.03
Slow Sand/Membrane/DE Filtration/Unfiltered Monthly Summary (Answer Yes or No)
95% of daily turbidty readings < 1 NTU? ? - B R - el s resa%.lglrﬁtg:;m et
All daily turbidity readings s 5 NTU? YES YES YES
Notes: James D Eckstine 2o aciccs
ponanine S (2 o 69121
541-946-1655 T-08619

1 Including continuous NTU data, if applicable, for optimization recording purposes. Compliance values in columns 12 AM through 8 PM may not
comespond to continuous readings’ maximum. ° Filtered systems only.
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OHA - Drinking Water Services - Surface Water Quality Data Form | WTP-: A

Disinfection Giardia Log

System Name: Row River Water Dist  ID#: 41 01515 Month/Year: Sep-19 Inactiv: 1.0
Minimum Cl;
Date / Time Residual at. C%r;:aect Actual CT Temp pH Required CT CT Met? * jFanR Ho:gywoemand
1st User T}
(C)°
[ or mg/L] [minutes) CXT [°C] formula Yes /No IGPM]
1 1.48 1185 1730.1 12.0 721 384 YES 260
2 1.45 1185 1718.3 12.0 7.20 38.2 YES 260
3 1.44 1185 1706.4 11.0 7.20 40.7 YES 260
4 1.4 1185 1659.0 12.0 7.18 37.7 YES 260
5 1.41 1185 1670.9 12.0 7.19 37.9 YES 260
6 1.39 1185 1647.2 12.0 7.22 38.2 YES 260
7 1.4 1185 1659.0 12.0 7.21 38.1 YES 260
8 1.43 1185 168946 11.0 7.20 407 YES 260
9 1.41 1185 1670.9 11.0 7.18 403 YES 260
10 142 1185 1682.7 11.0 7.18 403 YES 260
11 1.38 1185 1635.3 11.0 7.17 40.0 YES 260
12 14 1185 1659.0 11.0 7.18 40.2 YES 260
13 143 1185 1694.6 12.0 717 37.7 YES 260
14 1.52 1185 1801.2 13.0 7.16 35.0 YES 260
15 148 1185 1753.8 130 717 35.0 YES 260
16 146 1185 1730.1 140 717 32.7 YES 260
17 144 1185 1706.4 140 7.16 325 YES 265
18 142 1185 1682.7 140 7.17 325 YES 265
19 1.49 1185 1765.7 13.0 7.19 353 YES 265
20 147 1185 1742.0 11.0 7.20 408 YES 285
21 1.49 1185 1765.7 10.0 7.21 439 YES 285
22 1.26 1185 1493.1 100 7.18 423 YES 265
23 1.24 1185 1469.4 1.0 7.16 393 YES 265
24 1.22 1185 14457 130 7.20 344 YES 265
25 1.26 1185 14931 13.0 7.20 345 YES 265
26 1.27 1185 1505.0 120 717 37.0 YES 265
27 1.24 1185 1469.4 120 747 36.9 YES 265
28 1.26 1185 1493.1 110 7.18 39.6 YES 285
29 1.4 1185 1670.9 13.0 7.19 350 YES 285
30 1.43 1185 1694.6 14.0 7.20 3289 YES 265
31 1.42 1185 1882.7 14.0 7.19 32.8 YES 265
%1 CI2 at entry point < 0.2 mg/l or CT not met, notify DWS within 24 hours. Revised October 2013
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