OHA - Drinking Water Services - Surface Water Quality Data Form County: Lane
Slow Sand, Membrane, Diatomaceous Earth Filtration, or Unfiltered Systems Month/Year: 22-Dec
|System Name: Row River Valley Water District ID#: 41 01515 WTP: TP - A
Day }ﬁ.m';] [‘L?&f] &’;m] Th?‘l%h]l &?3] [?\;3] Highest Reading of the day ' [NTU]
1 0.03 0.03 0.03 0.03 0.03 0.03 0.03
2 0.03 0.03 0.03 0.03 0.03 0.03 0.03
3 0.03 0.03 0.03 0.03 0.03 0.03 0.03
4 0.03 0.03 0.03 0.03 0.03 0.03 0.03
5 0.03 0.03 0.03 0.03 0.03 0.03 0.03
[ 0.03 0.03 0.03 0.03 0.03 0.03 0.03
7 0.03 0.03 0.03 0.03 0.03 0.03 0.03
8 0.03 0.03 0.03 0.03 0.03 0.03 0.03
9 0.03 0.03 0.03 0.03 0.03 0.03 0.03
10 0.03 0.03 0.03 0.03 0.03 0.03 0.03
i 0.03 0.03 0.03 0.03 0.03 0.03 0.03
12 0.03 0.03 0.03 0.03 0.03 0.03 0.03
13 0.03 0.03 0.03 0.03 0.03 0.03 0.03
14 0.03 0.03 0.03 0.03 0.03 0.03 0.03
15 0.03 0.03 0.03 0.03 0.03 0.03 0.03
16 0.03 0.03 0.03 0.03 0.03 0.03 0.03
17 0.03 0.03 0.03 0.03 0.03 0.03 0.03
18 0.03 0.03 0.03 0.03 0.03 0.03 0.03
19 0.03 0.03 0.03 0.03 0.03 0.03 0.03
20 0.03 0.03 0.03 0.03 0.03 0.03 0.03
21 0.03 0.03 0.03 0.03 0.03 0.03 0.03
22 0.03 0.03 0.03 0.03 0.03 0.03 0.03
23 0.03 0.03 0.03 0.03 0.03 0.03 0.03
24 0.03 0.03 0.03 0.03 0.03 0.03 0.03
25 0.03 0.03 0.03 0.03 0.03 0.03 0.03
26 0.03 0.03 0.03 0.03 0.03 0.03 0.03
27 0.03 0.03 0.03 0.03 0.03 0.03 0.03
28 0.03 0.03 0.03 0.03 0.03 0.03 0.03
29 0.03 003 | o003 0.03 0.03 0.03 0.03
30 0.03 0.03 0.03 0.03 0.03 0.03 0.03
31 0.03 0.03 .0.03 0.03 0.03 0.03 0.03
Monthly Summary (Answer Yes or No)
95% of daily turbidity readings < 1 NTU? 2 (FesiNo | CTS et E‘;ec%day? iBee At re;‘%f‘;'r:; g pant
All daily turbidity readings < 5 NTU? No @ [ No es ! No
hotts: James D Eckstine
SIGNATURE: &@ G = Jan-23
541-946-1655

T Including continuous NTU data, if applicable, for optimization recording purposes. Compliance values in columns 12 AM through 8 PM may not

correspond to continuous readings' maximum. 2 Filtered systems only.
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OHA - Drinking Water Services - Surface Water Quality Data Form | WTP-: A
Disinfection Giardia Log
System Name: Row River Vally Water Dis_ID#: 41 01515 Month/Year: 22-Dec Inactiv: 1.0
Cl :
Date/Time | Residual at ) sl e = et P Peak Hourly Demand
1st User (T ow
(C)°
ppm or mg/ll [minutes] CXT [°C] formula Yes / No [GPM]
1 1.95 1185 2310.8 6.0 127 61.8 YES 300
2 1.97 1185 23345 6.0 725 61.5 YES 300
3 2.08 1185 24411 5.0 T22 65.8 YES 300
4 2.08 1185 2464.8 5.0 7.24 66.4 YES 300
5 1.91 1185 2263.4 5.0 7.21 64.4 YES 300
6 1.86 1185 22041 5.0 7.20 63.8 YES 300
7 1.83 1185 2168.6 5.0 TIEe] 63.3 YES 300
8 1.78 1185 2109.3 5.0 7.18 62.8 YES 300
9 1.59 1185 1884.2 6.0 7.20 57.8 YES 300
10 1.57 1185 1860.5 6.0 7.22 58.1 YES 300
11 1.48 1185 1753.8 6.0 7.23 877 YES 300
12 1.5 1185 1777.5 6.0 122 57.6 YES 300
13 1.69 1185 1884.2 6.0 7.23 58.4 YES 300
14 1.64 1185 1943.4 6.0 7.19 57.9 YES 280
15 1.69 1185 2002.7 5.0 7.20 62.5 YES 290
16 1.65 1185 1955.3 4.0 7.18 66.2 YES 290
17 1.67 1185 1979.0 4.0 7.18 66.3 YES 290
18 1.68 1185 1990.8 4.0 7.18 66.4 YES 290
19 1.64 1185 1943.4 4.0 7.19 66.3 YES 290
20 1:57] 1185 1789.4 5.0 7.22 61.7 YES 290
21 1.38 1185 1635.3 5.0 7.25 61.4 YES 290
22 1.19 1185 1410.2 4.0 7.23 63.9 YES 290
23 1.22 1185 1445.7 6.0 7.22 85.7 YES 290
24 1.39 1185 1647.2 7.0 7.24 53:5 YES 290
25 15 1185 17715 8.0 7.26 51.1 YES 290
26 1.41 1185 1670.9 8.0 7.23 50.0 YES 290
27 1.44 1185 1706.4 9.0 725 47.3 YES 290
28 1.4 11856 *1659.0 8.0 7.28 50.8 YES 290
29 1.65 1185 1955.3 7.0 7.23 55.0 YES 290
30 1.52 1185 1801.2 7.0 7.24 54.3 YES 290
3N 1.47 1185 1742.0 8.0 7.25 50.7 YES 290

% | CI2 at entry point < 0.2 mg/l or CT not met, notify DWS within 24 hours.

Return by 10th of following month by email, fax, or mail to:
dwp.dmce@state or.us; 971-673-0694; or Drinking Water Services, PO Box 14350, Portland, OR 97293-0350
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