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OPRD Beverly Beach State Park

12:26:59 p.m.

01-01-2023

OHA - Drinking Water Services — Turbidity Monitoring Report Form County:
Slow Sand, Membrane, Diatomaceous Earth Filtration or Unfiltered Systems
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Filtration/Unfiltered
Monthly Summary
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Slow Sand/Membrane/DE

Monthly Summary (Answer Yes or No)

95% of daily turbidity readings < 1 NTU? 2 (fes)/ No

CT's met everyday?

Alt Ctz residual at_entry point 2 0.2 mg/l?

All daily turbidity readings < § NTU? (eI No (ﬁ?@?aﬁ) (Yes I No
Notes:
PRINTED NAME: /42 &6 15)c000a7T!
SIGNATURE: <, /L. |DATE: /.(2023
o Drows 35~/
PHONE #:( 52/ ) 2054520 CBRT#: - ogsto-r

1

through "8 PM" may not correspond o continuous readings’ maximum.
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2 Filtered systems only.

Including continuous turbidity data, if applicable, for optimization recording purposes. Compliance vatues in columns “12 AM"
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371 Clz at entry point < 0.2 mg/t OR CT not met, notify DWS within 24 hours. Revised September 2016

Download form at: public.heaith.oreqon.qov/HeaIthvEnvironments/DrinkincWaterlMonitor]nqlDocumentslturb-alt-unﬁitered.pdf

Return by 10" of following month by email, fax, or maii to:
dwip.dimcestale.or us; 971-673-0694; or Drinking Water Services, PO Box 14350, Portiand, OR 97293-0350
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