5412658917

OPRD Beverly Beach State Park

11:55:02 a.m.

02-01-2023

OHA - Drinking Water Services - Turbidity Monitoring Report Form County:
Slow Sand, Membrane, Diatomaceous Earth Filtration or Unfiitered Systems

System Name: 0 PRD PeveERw feacd Sre Pang IDH 11052 WTP-

Month/Year: [(ANuARY 2023

oay | 12AM 4 AM 8 AM NOON 4PM 8 PM H‘ghf:;gzad{“g of
INTU} INTU] INTUY) INTU) INTU] INTU} y
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9 oYl OFF < FF 0 FF. a.065 0. eé3 /a,eo/a.oc;f

10 o6 0.063 g. 062 | 0,087 0027 A Jpce [o 02

11 o.0lY a.ned a0ty 0.00y 8.0063 G0y Al EXE ’““’/’*%‘f“_‘? '
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15 Py 0.060 g .0k DEE S O og'ao/o.o(ﬁ

16 0FF S OFF OFF OFF OFF 2FF

17 LEF. QFE. OFF QEE OFE 2 FF DEE.

18 SEF pa 2 EF OFF ofF QFF oFF
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20 | oFf ofF £ OF ¢ 0.087 0.063 2.063 | 1200/0.087

21 0063 0,064 o064 0.072 J.064 g 06 | 1200 /00772

22 0006 PRI AA 0.064 JFF o, 066 0,076 2000 [6:0 76

23 1 p.oge 0. 064 0.066 4 p.06°7 0068 /eoo/o,a@"!

24 OEF g 0. 064 9. 067 05~ 2EE !2001/&.0‘@7
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B0 | e 00l? | pre pFE 0.068 pFE || 1602 /068

31 PEE 0,644 pEE OLF 0. 047 oFf | otiolo.0es

Siow Sand/Membrane/DE
Filtration/Unfiltered
Monthly Summary

Monthly Summary (Answer Yes or No)

95% of daily turbidity readings <1 NTU? ? /es) No
All daily turbidity readings < 5 NTU? es/ No

CT's met everyday?
(sea back)
Yes'/ No

All Cla residual at

es No

try point 2 0.2 mg/?

Notes:

PRINTED NAME: /dmeET  PrecoceTr/

DATE: 7./-2023

SIGNATURE: Egﬁ 4 & l__—

PHONE#:( </ } 205 4S20

CERT#:

Doy Bar-f
T-o8s520 -f

1 Including continuous turbidity data, if applicable, for optimization recording purposes. Compliance values in columns “12 AM"
through "8 PM" may not correspond to continuous readings’ maximum.
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2 Filtered systems only.
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OHA - Drinking Water Services — Surface Water Quality Data Form

System Name: 0PeD pryoriy Betcd <€ PACE. 1D #: 49052 WTP-: Month/Year: JA%?;BF)&\J
Date/ g;x‘;r'na?it C%:;aed Actual Tem Required 3 ff(?{?rit(y
Time ! cT p pH oT CT Met? Demarnd

User(C) (T) Flow
(pom or mglL] | (minutes] | CXT rC t;{j:s Yes/No | [GPM]
1 /aﬁ‘e‘ Loz 973 993 4.5 &9 3 YES 3.4
N Y [024 /070 g { 6.9 39 Yes 24.7
310 0,94 (o3 1037 8. P Veg 27.7
L2 B 1057 _ | 1100 79 .9 2 Je.s 28.4
5(050  1.03 1095 128 g0 | Lal 349 Jes 27.4
Bl 1-1b 29 | 129 e | 48 | 394 Yes 24.7
7 /g2 (22 993 { 20 8.5 | &4 29 ¥es 30,0
8/ 7 /032 1208 7.5 ¢4 249 ez, 29.¢
9 /g /22 /114 136¢ 8.6 £.9 2 Yes, 213
1080 .ot aais jeos g5 | ¢ea 29 Yez 30.7
11 /8 /.58 10%Y |2 . 3. L 6.9 39 YEs A A
12 {f\v’ [15’ 496 4P 3.4 @_r‘l 37 e 0
13 o qdq (663 1 &4 24 YEZ 32.2.
141 127 224 it go 4.2 ¢.9 3¢ ez, 22.9
151480 .20 95% 1159 9% (a | 39 yes 359
18/ e 45 1185 g4 (.4 3¢ yES 36.7
17199 132 Josd |39 4.8 6.9 | 39 Yee 29.0
18/ 4% /3% ne3 | w7 71 | ca | 39 Yiss 727.7
19 [ la 3 1081 {14 £.7 -, 0 29 HES 28.4
20 & L eb 626 {702 g% 6 A ) YeS za9 |
2114 1L 443 (w22 7.7 b1 2 ez 32.¢4 .
22 [ 133 g3 (254 7.5 ¢4 2a ¥eS 32.4
23 | at s g2, 1327 72 L. 29 NES 3.1
24/ qe g9¢ | 13%0 7. 6.9 24 ez, 30,0
25197 154 103 647 69 6.9 3¢ b 79.5
26/ 7.07 aqe | 1968 6. & 2.1 1 39 Yes 0.5
27 M (.64 a5 iLoa 1.0 1 1o 54 Yeg, 221
2810% (0 %ay 1Y30 7.1 7.0 29 Nes 3.2
29/ 42 q32 /3232 (.7 6.9 2 o 32,2
30 /g8 AT A35 i 093 b 7.0 24 NEZ 37.7
31 /a0 g 999 1802 5.9 7.0 39 Yes 212
31 Ch at entry point < 0.2 mg/l OR CT not met, notify DWS within 24 hours. Revised September 2016

Download form at: Dublic.health.oreqon.aov[Heai!hvEnvironments/Drink'quaterlMcmitorinqlDocumentslturb~a|i-unfiiiered.Ddf

Return by 10" of following month by email, fax, or maif to:
dwo. dmce@stale.or.us; 97 1-673-0694; or Drinking Water Services, PO Box 14350, Portland, OR G7293-0350
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