OHA - Drinking Water Program - Turbidity

County: Hood River
System Name: Mt Hood Meadows Spring ID#: 4191167 Month/Year: -2021
Day PS:::IBtzfrore PSF'nfg:er PSID %Shlgn;\éh:iﬂet? RD:;:ZI::EE(?:}] Highest Reading of the day ' [NTU]
1 34.0 23.5 10.5 25 0.18 0.18
2 34.5 24.0 140 25 0.17 0.17
3 34.0 22.0 12.0 25 0.20 0.20
4 38.5 37.5 1.5 25 0.20 0.20
5 37.0 32.0 5.0 25 0.22 0.20
6 35.5 27.0 8.0 25 0.18 0.18
il 36.5 31.5 5.0 25 0.17 0.17
8 36.0 30.0 5.5 25 0.16 0.16
9 36.0 27.0 9.0 25 0.18 0.18
10 38.0 37.0 1.0 25 0.20 0.20
11 PLANT OFF
12 38.5 37.5 11k 25 0.17 0.17
13 38.5 37.5 1.5 25 0.18 0.18
14 38.5 37.5 1.5 25 0.19 0.19
15 35.0 25.0 10.0 25 0.16 0.16
16 38.0 37.0 1.0 25 0.19 0.19
17 38.0 37.0 1.5 25 0.20 0.20
18 35.0 25.0 10.0 25 0.20 0.20
19 i PLANT OFF
20 36.5 31.5 5.0 25 0.18 0.18
21 38.5 37.5 1.5 25 0.17 017
22 38.5 37.5 1.5 25 0.16 0.16
23 35.5 26.0 9.5 25 Q.7 0.17
24 38.0 37.0 1.0 25 0.20 0.20
25 PLANT OFF
26 38.5 37.0 1.5 25 0:17 0.17
27 38.5 37.0 1.0 25 0.19 0.19
28 36.0 28.5 7.5 25 0.17 0.17
29 35.0 26.0 9.0 25 0.17 0.17
30 34.5 23.5 10.5 25 0.17 0.17
31 37.5 37.0 1.0 25 0.23 0.23
Cartridge & Bag Filtration N Monthly Summary (Answer Yes or No)
95% of daily turbidity readings s 1 NTU? YosfNo | STt Za et AiETE se?""y Sl
All daily turbidity readings s 5 NTU? %No /:/:3 No @No
Notes: PSI = pounds per square inch S~ PRNT/@‘ Pgrlc@Ram
PSID = pounds per square inch difference (before filter - after filter) SIGNATURE; DATE: 02/10/21
PSID When to Change Filter = look in manual for manufacturer's MWW\ CERT # : 6903

" Including continuous NTU data, if applicable, for optimization recording purposes. Compliance values in Dat Turbidity Reading column may not
correspond to continuous readings' maximum.



OHA - Drinking Water Program - Surface Water Quality Data Form WTP- :
System Name: Mt. Hood Meadows Spring ID#: 4191167-A Month-Year:  Jan-2021 [c);ii?::?{:g 1
nactiv:
Date / Time RAQLTLT;";ﬁ'Zt ChaskiliuGl S ey Temp pH | Required CT| CT Met?? P?:mHazudr Iy
User(C)? (M Flow
[ppm or mg/L] [minutes] CXT [°C] formula Yes / No [GPM]
1/9:00 0.95 703 668 3.2 7.70 77.9 Yes 37.0
2 /8:00 0.96 792 760 2.9 7.60 18.7 Yes 32.8
3/9:20 1.03 661 681 3.1 7.56 9.2 Yes 39.4
4/7:50 1.03 1640 1690 3.3 7.59 75.0 Yes 15.9
5/9:00 1.06 1185 1256 Gl 7.97 75.7 Yes 21.9
6/8:30 1.00 978 978 3.0 7.60 76.6 Yes 26.6
719:45 0.98 840 824 3.1 7.59 75.6 Yes 30.9
8/ 8:35 1.03 1016 1046 3.0 7.61 7.1 Yes 25.6
9/6:50 1.05 187 774 3.3 7,68 6.3 Yes 35.3
10/ 7:40 1-10 712 850 3.0 7.54 75.8 Yes Sl
11/ 8:40 5 1537 1706 5.2 7.50 (3.7 Yes 16.9
12 /12:00 1.05 3214 33875 3.1 1.50 137 Yes 8.1
13/10:00 1.08 1830 1976 3.0 1.51 74.8 Yes 14.2
14/ 8:00 1.10 1146 1261 3.0 7.53 75.5 Yes 22.7
15/ 8:20 1.09 1280 1895 3.1 7.54 5.2 Yes 20.3
16,/ 8:15 1.09 610 665 2.8 7.65 79.9 Yes 42.6
17 1 7:40 1a1 800 887 2.9 7.41 72.8 Yes 8249
18 /7:50 1.12 869 974 3.0 7.41 72.4 Yes 29.9
19/ 8:00 1.05 1363 1431 ) 7.43 70.9 Yes 19.1
20/ 12:30 1.06 1008 1068 3.2 7.48 72.8 Yes 26.8
21 /:8:30 gl 1239 1376 3.1 7.45 72.9 Yes 210
22/ 8:85 1512 943 1057 2.8 7.46 74.8 Yes 276
23/ 7:35 1.14 617 704 2.9 7.47 74.7 Yes 42 1
24/ 7:55 112 792 887 2.9 .52 75.9 Yes 32.8
25/ 8i50 1.16 1056 1225 2.9 7.58 78.0 Yes 24.6
26 /9:30 1.14 1297 1479 3.0 7.55 76.4 Yes 20.0
27/ T35 1.05 1044 1096 3.0 7.60 77.0 Yes 24.9
28/ 8:45 111 1043 1158 2.8 7.70 81.6 Yes 24.9
29/7:20 1.09 781 852 2.9 T4 82.3 Yes 88.8
30 /8:30 1.06 638 676 2.8 7.66 79.9 Yes 40.8
31/7:45 1.12 587 657 2.8 7.70 81.7 Yes 44.3

2 If CI2 at entry point < 0.2 mg/l or CT not met, DWP to be notified by end of next business day.
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