OHA - Drinking Water Program - Turbidity

County: Hood River

System Name: Mt Hood Meadows Spring ID#: 4191167

Month/Year: March-2021

[Notes: PSI = pounds per square inch —

PSID = pounds per square inch difference (before filter - after filter)

PSID When to Change Filter = look in manual for manufacturer's
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Dgy: o[BS IEREEREL R0 psin "Ci':ng‘;h;’l‘t;:’ RDSQZiI;r[:ﬁg] Highest Reading of the day ' [NTU]
1 38.0 37.0 1.0 25 0.19 0.19
2 38.5 37.5 1.5 25 0147 0.17
3 38.5 a5 1.5 25 0.18 0.18
4 S0 26.5 11.0 25 0.16 0.16
9 38.0 37.5 1.0 25 A7 0.17
6 34.0 22.5 145 25 0.18 0.18
7 38.0 37.0 1.0 25 0.17 0.17
8 38.0 37.0 1.0 25 0.16 0.16
9 38.0 37.0 2.0 25 0.17 ORI
10 38.0 37.0 2.0 25 0.19 0.19
11 34.5 22.0 11.8 25 0.17 0.17
12 34.5 22.5 11.5 25 0.18 0.18
13 38.5 37.5 %5 25 0.17 0.17
14 38.0 37.0 1:5 25 0.18 0.18
15 38.0 37.0 1.0 25 0.18 0.18
16 38.0 37.0 1.5 25 07 0.17
17 35.0 25.0 10.0 25 0.17 0.7
18 38.0 37.0 1.8 25 0.18 0.18
19 35.0 25.0 10.0 25 07 0.7
20 38:5 37.5 1.6 25 0.18 0.18
21 855 25.0 10.0 25 0.18 0.18
22 3515 23.5 11.0 25 0.19 0.19
23 34.0 24.0 10.0 25 0.20 0.20
24 36.0 29.5 6.5 25 0.17 (0 lrd
25 34.0 18.5 14.5 25 0.17 ()54
26 36.0 25.0 10.5 25 0.16 0.16
27 38.0 37.5 1.5 25 0.17 0.17
28 35:0 34.5 10.0 25 0.18 0.18
29 38.0 37.0 1.0 25 0L 0.17
30 38.5 37.5 1.5 25 0.16 0.16
31 34.5 23.5 11.0 25 0.17 0.17
Cartridge & Bag Filtration ~ Monthly Summary (Answer Yes or No)
95% of daily turbidity readings < 1 NTU? R T Sl el
All daily turbidity readings s 5 NTU? % No Yes/ No (YE?}%O
g

SIGNATURE:

DATE: 04/09/21

PHONE #: ( 501$)337-2222 CERT # : 6903

i Including continuous NTU data, if applicable, for optimization recording purposes. Compliance values in baily Turbidify Reading column may not

correspond to continuous readings' maximum.
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OHA - Drinking Water Program - Surface Water Quality Data Form WTP- :
System Name: Mt. Hood Meadows Spring ID#: 4191167-A Month-Year:  Mar-2021 '2,.‘,?‘;‘;?:‘:‘[‘:; 1
Date / Time Rh;';ri];n&:ln;ﬁlzst Contact Time | nalcT | Temp pH | Required CT| CT Met?? diovis il
User (C)? M Flow
[ppm or mg/L] [minutes] CXT [°C] formula Yes / No [GPM]
1./8:15 0 1000 1010 2.8 7.62 78.3 Yes 26.0
2/8:30 1.05 1284 1348 2.8 71.93 76.1 Yes 20.3
3/8:45 1.06 984 1044 2.9 7.55 76.2 Yes 26.4
4/8:40 1.02 1295 1321 2.8 7.47 74.2 Yes 20,1
5/8:50 110 1197 1272 2.8 7.52 76.3 Yes 22.5
6/9:10 0.98 607 595 3.1 7.50 T Yes 42.8
717:30 1.04 637 663 3.0 7.58 190 Yes 40.8
8/7:45 1.07 1144 1224 3.0 7.44 72.8 Yes 22
9/9:00 1.05 1276 1340 8.0 7.48 13.7 Yes 20.4
10/ 8:40 0.99 964 954 2.9 .53 75.0 Yes 27.0
11/ 9:00 0.95 1012 962 2.9 7.60 76.6 Yes 25.7
12./:8:16 0.91 910 828 3.0 7.65 ez Yes 28.6
131/ 6:15 0.92 554 510 3.2 7.62 75.4 Yes 46.9
14/ 8:45 0.98 674 661 2.9 7.64 78.0 Yes 38.6
15/ 8:20 1.01 1099 1110 3.1 7.46 123 Yes 2307
16 /7.3 1.00 1078 1078 3.0 7.42 137 Yes 241
17 / 8:40 1.03 1014 1045 2.9 7.45 3,2 Yes 26.6
18 /9:15 1.06 1330 1410 2.9 7.43 2.9 Yes 19.6
19/8:20 1.08 1058 1143 3.0 7.42 72:3 Yes 24.6
20/ 7:50 ol 765 819 2.9 7.50 74.9 Yes 34.0
21/ 8:05 1.00 700 700 8.0 7.57 19.( Yes 37.2
22 /9:00 1.05 738 775 3.0 7.63 77.9 Yes 35.2
23 /:8:35 1.01 654 660 3.0 7.74 80.7 Yes 39.8
24/ 8:20 1.06 709 751 3.1 7.61 76.9 Yes 36,7
25/9:00 1.02 903 921 3.1 7.65 77.6 Yes 28.8
26/ 8:20 1.03 637 656 3.0 7.68 79.1 Yes 40.8
27 1 6:50 1.00 677 677 3.1 7.69 78.6 Yes 38.4
28 / 8:00 0.99 1011 1001 3. 7.65 77.4 Yes 25,7
29/ 8:45 0.97 1324 1284 3.0 7.47 L2 Yes 19.6
30/ 8:15 0.96 1102 1058 2.9 7.45 72.6 Yes 23.6
81./'9:30 0.96 1063 1021 3.0 7.43 1.6 Yes 24.5

2 If CI2 at entry point < 0.2 mg/l or CT not met, DWP to be notified by end of next business day.
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