OHA - Drinking Water Program - Turbidity

County: Hood River
System Name: Mt Hood Meadows Spring ID#: 4191167 Month/Year: May-2021
Dy | B EEISI RSl TS a1 %ﬂfﬂ;‘;";ﬂ;ﬁ g::(’;i::'[ﬂ?& Highest Reading of the day ' [NTU]
1 38.0 37.0 1545 25 0.17 0.17
2 Plant Off
3 38.0 37.0 1.0 25 0.18 0.18
4 36.0 28.0 1.5 25 0.18 0.18
5 38.0 37.0 1.5 25 0.18 0.18
6 38.0 37.0 1.0 25 0.17 0.17
7 Plant Off
8 Plant Off
9 Plant Off
10 34.0 25.0 8.5 25 0.17 0.17
11 38.5 37.5 1.0 25 0.18 0.18
12 38.0 37.0 1.0 25 0.18 0.18
13 38.0 37.0 1:5 25 0.17 0.17
14 Plant Off
15 Plant Off
16 Plant Off
17 Plant Off
18 Plant Off
19 37.0 30.0 6.5 25 0.17 0.7
20 Plant Off
21 Plant Off
22 Plant Off
23 Plant Off
24 37.0 29.0 8.0 25 0.17 0.17
25 38.0 37.0 1.5 25 0.18 0.18
26 38.0 36.5 2.0 25 0.16 0.16
21 37.5 35.0 3.0 25 0.17 017
28 Plant Off
29 Plant Off
30 Plant Off
31 Plant Off
Cartridge & Bag Filtration e Monthly Summary (Answer Yes or No)
95% of daily turbidity readings < 1 NTU? Q}e;)/ No [T b R
All daily turbidity readings s 5 NTU? (feg No (/Yﬁe;I No GZLQ)NO
Notes: PSI = pounds per square inch b B
LSID = pounds per square inch difference (before filter - after filter) :zzlizﬁgjim mosj/ IDATE: 06/08/21
PSID When to Change Filter = look in manual for manufacturer's PHONE #: ( 503)337-222  \ |CERT #: 6903

" Including continuous NTU data, if applicable, for optimization recording purposes. Compliance values in'Daily Turbidity Reading column may not
correspond to continuous readings' maximum.,



OHA - Drinking Water Program - Surface Water Quality Data Form WTP- :
System Name: Mt. Hood Meadows Spring ID#: 4191167-A Month-Year:  May-2021 Zlf?;‘;%clt&‘; 1
Date / Time R’\::s?x:lrgt?:t fchtoet TIM8 Actual CT Temp pH Required CT | CT Met? ? P?:mHaonlgly
User(C)? (M Flow
[ppm or mg/L] [minutes] CXT [°C] formula Yes / No [GPM]
1/7:40 0.98 1060 1039 2.9 7.50 74.1 Yes 24.5
2/6:40 0.91 4814 4381 3.1 7.63 76.1 Yes 54
3 /8:65 0.96 4427 4250 2.6 7.65 79.8 Yes 5.9
4/9:00 0.95 8307 3141 2.7 7.62 78.3 Yes 7.9
5/10:00 0.97 2731 2649 2.4 108 85.0 Yes 9.5
6/15:00 0.91 3428 3119 2.8 7.82 86.2 Yes 7.8
7/ 8:00 0.87 7469 6498 ) 7.80 80.0 Yes 3.9
8/10:00 0.88 20884 18378 3.3 .83 80.5 Yes 1.2
9/5:00 0.89 20408 18163 3.1 7.86 82.6 Yes 138
10/ 14:30 0.90 4585 4126 2.6 7.81 84.0 Yes 9.7
11 /8:00 1.00 3914 3914 2.4 7.80 85.9 Yes 6.6
12./:8:30 0.95 4351 4134 2.2 7.78 86.0 Yes 6.0
13/8:00 0.90 3601 3241 2.5 7.81 84.6 Yes 7.2
14 /11:00 0.82 4768 3910 2.3 7.89 87.5 Yes 5.5
15/6:00 0.89 12411 11045 2.3 7.83 86.3 Yes 2.1
16/ 6:00 0.89 7552 6721 3.4 7.91 82.4 Yes 3.4
17 /1 7:30 0.91 14024 12762 2.9 7.90 85.2 Yes 1.9
18 /7:00 0.94 12316 11877 3.0 1.87 84.0 Yes a1
19/6:30 0.91 12172 11077 3.1 7.91 84.3 Yes 2.1
20/ 6:10 0.85 27542 23411 3.0 8.00 83.6 Yes 0.9
21/6:30 0.85 23070 19610 3.0 8.00 83.6 Yes il&)
22/ 5:00 0.82 18414 15099 2,3 8.01 91.5 Yes 1.4
231 5:30 0.86 14883 12799 2.6 8.02 90.4 Yes 74
24/ 9:00 0.88 4949 4355 2.5 7.92 87.9 Yes 5.3
25/9:00 0.86 6508 5597 2.6 8.00 89.7 Yes 4.0
26 /11:00 0.94 6063 5700 2.8 8.01 092.8 Yes 4.3
21:/17:80 0.90 6957 6262 2.5 7.99 90.5 Yes Sl
28 / 12:45 0.93 14798 18762 2.7 8.03 90.9 Yes 1.8
29/10:30)  0.89 17968 | 15992 3.0 8.01 | 87.9 Yes 1.4
30/ 10:00 0.86 14123 12146 2.8 8.03 89.5 Yes 1.8
31/6:00 0.85 18611 15820 2.5 8.00 90.2 Yes 1.4

2If CI2 at entry point < 0.2 mg/l or CT not met, DWP to be notified by end of next business day.

PAGE 2 of 2

Revised February 2012




	Meadows turb 05.2021.pdf
	Meadows swqd 05.2021.pdf

